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STATE OF WASHINGTON

DEPARTMENT OF ECOLOGY
3100 lPrl of Sento Bhd * Rihland, WA 99 ;2 * HO'9) 372-79.;o

October 31, 2005

Mr. Roy J. Schepens, Manager 1 '
Office of River Protection
United States Department of Energy
P.O. Box 450, MSIN: H6-60
Richland, Washington 99354-1670

Mr. Edward S. Aromi
President and General Manager
CH2M Hill Hanford Group, Inc.
P.O. Box 1500, MSIN: H6-08
Richland, Washington 99354-1670

Dear Mr. Schepens and Mr. Aromi:

Re: Letter from R. Schepens, Office of River Protection, to M. Wilson, Ecology
" "Final Dangerous and Mixed Waste Research and Development and Demonstration

Permit for Demonstration Bulk Vitrification Facility Required Submittal - Review
of Secondary Waste System, 05-TPD-050", dated May 13, 2005

" "Review of the Secondary Waste System, 05-ED-057", dated July 20, 2005
* "Agreed to Revisions for Secondary Waste and Waste Dryer System Designs, 05-

ED-085," dated October 27, 2005

Ecology has completed review of the Demonstration Bulk Vitrification System (DBVS)
engineering design and supporting information for the Secondary Waste System and the
accompanying Independent Qualified Registered Professional Engineer certified report. These
materials were submitted by the United States Department of Energy, Office of River Protection
in accordance with its Dangerous Waste Research, Development, and Demonstration Facility
Permit (RD&D) for the DBVS Permit WA 7890008967. Based on the information submitted
pursuant to Permit Conditions IV.A.8.b.i. through IV.A.8.b.viii., IV.A.8.c., IV.A.8.e., and
IV.A.8.., Ecology approves construction of the Secondary Waste System. This includes six
secondary waste tanks and the associated ancillary equipment subject to the implementation of
Enclosure I to this letter, Record of Comment Resolution.

This approval does not constitute Ecology approval of information unrelated to the Secondary
Waste System.

RECEIVED
OCT 3 12005

nn1=.ARP/ORPOC
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Mr. Schepens and Mr. Aromi
October 31, 2005
Page 2

A copy of the pages to be inserted into the DBVS Facility Permit, WA 7890008967, including a
revised List of Attachments to the Permit and instructions for posting these pages to the permit,
are included as Enclosure 2 to this letter. These enclosed pages hereby become official parts of
the RD&D Permit for the DBVS Facility and are to be inserted into the Permit.

If you have any questions regarding this action, please call Kathy Conaway at (509) 372-7890 or
Suzanne Dahl at (509) 372-7892.

Sincerely,

-AZ1141 Z'
Michael A. Wilson
Program Manager
Nuclear Waste Program

KAC:pll
Enclosures

cc w/enc: Gil Ramin, USDOE
Jim Rasmussen, USDOE
John Guberski, CH2M
Felix Miera, CH2M
Administrative Record

Billie Mauss, USDOE
Peter Brockman, CH2M
Joel Eacker, CH2M
Moses Jaraysi, CH2M
Chris Kemp, CH2M
Dave Shuford, CH2M
John Van Beek, CI-12M

Ro Vinson, PAC
Stuart Harris, CTUIR
Gabriel Bohnee, NPT
Russell Jim, YN
Todd Martin, HAB
Ken Niles, ODOE
Environmental Portal

cc:
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POSTING INSTRUCTIONS FOR THE SECONDARY WASTE SYSTEM DESIGN
SUBMITTAL

PERMIT PAGES:

List of Attachments:

Remove pages 9 through 11, LIST OF ATTACHMENTS (revision Ob) and replace with
new pages 9 through 11 (revision Oc).

Remove page 22 and replace with new page 22 (revision Oa).

Remove pages 65 through 67a; Revised Tables IV.I., IV.2., and IV.3 (revision Oa), and
replace with new pages 65 through 67b (revision Ob).

PERMIT ATTACHMENTS:

For Permit Attachment AA, Remove the entire Section 2.0, "Facility Description", and
replace with new Section 2.0. This revision has "Permit Revision 1" in the top right hand
corner.

For Permit Attachment FF, remove entire Section 2.0 and replace with single page that
states that the current version of Section 2.0 is located in Permit Attachment AA.

For Permit Attachment JJ, remove Sections 2.3.2, 2.4 and Figure 2-2 and replace with
single page that states that the current version of these sections/figure are located in
Permit Attachment AA.

For Permit Attachment KK, remove Sections 2.2.1, 2.3.2, 2.3.3, 2.6, Figures 2-2 and 2.6
and replace with single page that states that the current version of these sections/figures
are located in Permit Attachment AA

For Permit Attachment FF, remove the entire Section 4.0, "Bulk Vitrification Test and
Demonstration Facility" and replace with new Section 4.0. This revision has "Permit
Revision 2" in the top right hand comer.

For Permit Attachment JJ, remove Sections 4.2.9,4.2.10 and 4.2.11 and replace with
single page that states that the current version of these sections is located in Permit
Attachment FF.

For Permit Attachment KR., remove the entire Section 4.0 and replace with a single page
that states the current version of Section 4.0 is located in Permit Attachment FF.

For Permit Attachment LL, remove the entire Section 4.0 and replace with a single page
that states the current version of Section 4.0 is located in Permit Attachment FF.

For Permit Attachment FF, remove the entire Appendix B and replace with new
Appendix B.
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For Permit Attachment JJ, remove Figures B-1 and B4 and replace with a single page
that states the current version of Figures B-1 and B4 is located in Permit Attachment FF

%me For Permit Attachment KK, remove Appendix B and replace with a single page that
states the current version of Appendix B is located in Permit Attachment FF

For Permit Attachment LL, remove Appendix B and replace with a single page that states
the current version of Appendix B is located in Permit Attachment FF

Add the following to the end of Attachment KK:

Document entitled: Appendix 4 Secondary Waste System



Page 7 of 257 of DA01179388

4-0

Permit Attachment FF

Section 2.0

The current version of Section 2.0 is located in Permit Attachment AA

%W
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Date Issued: December 13, 2004 Permit No.: WA 7890008967

Expiration Date: December 13, 2007 Page 9 of 123
Revision Obc: April-October 31, 2005

LIST OF ATTACHMENTS

The following listed documents are hereby incorporated, in their entirety, by reference into this
Permit. Some of the documents are excerpts from the Permittees' DBVS Facility Research,
Development, and Demonstration Dangerous Waste Permit Application dated May 10, 2004
(document #04-TED-036); hereafter called the Permit Application. Ecology has, as deemed
necessary, modified specific language in the attachments. These modifications are described in
the permit conditions (Parts I through V), and thereby supersede the language of the attachment.
These incorporated attachments are enforceable conditions of this Permit, as modified by the
specific permit conditions, except for Attachment I which is included in this Permit for
information purpose only;

Attachment AA

Attachment BB

Attachment CC

Attachment DD

Facility Description - Section 2 of the Permit Application

Waste Analysis Plan - Section 6 of the Permit Application; and

Analytical Methods - Appendix D of the Permit Application

Personnel Training - Section 8 of the Permit Application

Contingency Plan - Section 10 of the Permit Application; and

Hanford Test and Demonstration Facility Contingency Plan - Appendix C
of the Permit Application

Attachment EE

Attachment FF

Closure Plan - Section 11 of the Permit Application

Emergency Preparedness and Prevention - Following Sections of the
Permit Application:

Section 2
Section 4
Section 5
Appendix
Appendix

Attachment GG

Attachment HH

Attachment II

Attachment JJ

Facility Description
Bulk Vitrification Test and Demonstration Facility
Operations Plan
Process Flow Diagrams
ICV6 Container Refractory Information

B
F

Recordkeeping and Reporting - Section 9 of the Permit Application

RESERVED

Inspection Plan - Section 7 of the Permit Application

Container Management - Following Sections and Figures of the Permit
Application:
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Date Issued: December 13, 2004
Expiration Date: December 13, 2007

Section 2.3.2
Section 2.4
Section 4.2.9
Section 4.2.10
Section 4.2.11
Section 7.2.4
Section 7.4
Figure 2-2

Figure 7-1

Figure B-I
Figure B-4
Appendix F
Appendix I
Appendix 2
Appendix 3
Anendix 4

Permit No.: WA 7890008967
Page 10 of 123

Revision Obc: April-October 31, 2005
Waste Retrieval and Storage
Treated Waste Packaging
Vitrification Container Preparation
In-Container Vitrification
Post-Vitrification Activities
Weekly Inspections
Corrective Action
Test and Demonstration Facility Site and Equipment
Layout - Page 1
Typical Inspection Checklist for Waste Storage
Area
Phase I Process Flow Diagram - Page 1
Phase 2 Process Flow Diagram - Page 1
ICV* Container Refractory Information
Container Foundations
Waste Receipt System - Reserved
Waste Dryer System - Reserved
Secondarv Waste System - Reserved

Attachment KK Tank Management - Following Sections, Figures, and Appendices of the
Permit Application:

Attachment LL

Section 2.2.1
Section 2.3.2
Section 2.3.3
Section 2.6
Section 4
Section 7.2.3
Section 7.4
Section 7.5
Figure 2-2

Figure 2-4
Figure 7-2

Appendix B
Appendix F
Appendix 1
Appendix 2
Appendix 3
Appendix 4

Demonstration

Bulk Vitrification System Components
Waste Retrieval and Storage
Waste Transfer
Secondary Wastes
Bulk Vitrification Test and Demonstration Facility
Daily Inspections
Corrective Action
Recordkeeping
Test and Demonstration Facility Site and Equipment
Layout - Page 1
Waste Retrieval System for Phase I and Phase 2
Typical Inspection Checklist for Waste Tank Storage
Area
Process Flow Diagrams
ICVy Container Refractory Information
Tank Foundations
Waste Receipt System
Waste Dryer System - Reserved
Secondary Waste System

Bulk Vitrification System - Following Sections and
Appendices of the Permit Application:

Bulk Vitrification Test and Demonstration FacilitySection 4
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Date Issued: December 13, 2004
Expiration Date; December 13, 2007

Section 5
Appendix
Appendix
Appendix
Appendix
Appendix
Appendix
Appendix
Annendix

Permit No.: WA 7890008967
Page I I of 123

Revision Obc: Apr4-October 31, 2005
Operations Plan
Draft Test Matrix and Objectives
Process Flow Diagrams
Emergency Condition Parameter Limit Values
ICV@ Container Refractory Information
DBVS Foundations
Waste Receipt System- Reserved
Waste Dryer System - Reserved
Secondarv Waste System - Reserved

Attachment I Section
Section
Section
Section
Section
Section
Section
Section
Section

1.0
1.1
1.2
1.3
1.4
1.5
1.6
1.7
1.8

Introduction
Regulatory Basis
Facility Owner and Operator Information
Background Information
Purpose of Test and Demonstration Project
Project Objectives
Justification for Project
Planned Scale of Operation
Other Facility Permits

1%0-

*400
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Date Issued: December 13, 2004
Expiration Date: December 13, 2007

Permit No.: WA 7890008967
Page 65 of 123

Revision Ob: October 31, 2005

TABLE IV.1.

DEMONSTRATION BULK VITRIFICATION SYSTEM (DBVS) FACILITY TANK
SYSTEMS DESCRIPTION

Dangerous System Engineering Narrative Maximum
and/or Mixed Designation Description Description, Table Capacity
Waste Tank and (Drawing No., & Figures (gallons)

Systems Name Equipment Specification
Number No., etc.)b

Waste and WRS-Tanks RESERVED Sections 2.3.2 and 1,000
Simulant Staging RESERVED 4.2.3; Table 2-1;
Tank Figures 2-3, 2-4, and

Figure B-7
Waste and DBVS-Tanks Sections 2.3.2 and
Simulant Staging Permit 4.2.2.2; Table 2-1;
Tanks Attachment Figures 2-2 and B-1

KK, Appendix
#1 32-D74-002 2, Section 2, 18,000

Drawing #s:
#2 32-1374-003 DBVS-SK- 18,000

M105 and F-
#3 32-1374-016 145579-00-P- 18,000

0005,
Section 5,
Specification
#: F-145579-
D-SP-028.

#4 RESERVED 18,000
Receiver Tank DB3VS-Tanks RESERVED RESERVED RESERVED
From Bottom of
Dryer
Dry Waste Silos DBVS-Tanks RESERVED Sections 2.3.3 and
(Hoppers) 4.2.8 and Figure B-I
#1 34-D002-007 140 cubic feet

#2 34-D002-008 140 cubic feet
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Date Issued: December 13, 2004
Expiration Date: December 13, 2007

Permit No.: WA 7890008967
Page 66 of 123

Revision Oh: October 31, 2005

Dangerous System Engineering Narrative Maximum
and/or Mixed Designation Description Description, Table Capacity
Waste Tank and (Drawing No., & Figures (gallons)

Systems Name Equipment Specification
Number No., etc.)b

Dryer Condensate DBVS-Tanks RESERVED Sections 2.6 and Dryer Condensate:
Tanks 37-D74-009 Permit 4.3.2; Table 4-5; 18,000

37-D74-O10 Attachment Figures 2-2, B-1, and 18,000
KK, Appendix B-4
4, Section 3,
Drawing F-
145579-37-A-
011
Section 5,
Specification
145570-D-SP-
031

Dryer Offgas DBVS-Tanks RESERVED Figure B-I and B-4 500
Condensate Tank 33-D74-015
Venturi Scrubber DBVS Tank RESERVED Sections 2 and 4;
System (VSS) Figures B-2 and B-5
#1 36-D74-052 690

#2 36-D74-054 690
Venturi Scrubber DBVS -Tanks RESER-VID Section 4.2.15;
System (VSS) Permit Figures 2-2, B-2, and
Bleed Tanks Attachment B-5
#1 37-D74-011 KK, Appendix 18,000

4. Section 3.
#2 37-D74-012 Drawing F- 18,000

145579-37-A-

Section 5,
Specification
145570-D-SP-
031

%NW



Page 13 of 257 of DA01179388

Date Issued: December 13, 2004
Expiration Date: December 13, 2007

Tri-Mer Effluent
#1

#2

#3

#4

#5

#6

DBVS -Tanks
37-D74-013

37-D74-014

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED
Permit
Attachment
KK, Appendix
4. Section 3.
Drawini F-
145579-37-A-

Section 5.
Specification
145570-D-SP-
031

Permit No.: WA 7890008967
Page 66a of 123

Revision Ob: April-XXOctobcr 31, 2005
Sections 2.6 and
4.2.15; Figures 2-2,
B-3, and B-6

18,000

18,000

18,000

18,000

18,000

18,000
NI-3 Scrubber DBVS-Tank RESERVED Figure B-3 2,000
Effluent/Bleed RESERVED
Tank ____ _

Tri-Mer Bleed RESERVED RESERVED RESERVED RESERVED
Sump Tank

%Mw
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Date Issued: December 13, 2004
Expiration Date: December 13, 2007

1e'rmit No.: WA 7890008967
Page 67 of 123

Revision Ob: April ,October 31. 2005

TABLE IV.2.

DEMONSTRATION BULK VITRIFICATION SYSTEM (DBVS) FACILITY TANK
SYSTEMS SECONDARY CONTAINMENT SYSTEMS

INCLUDING SUMPS AND FLOOR DRAINS

Sump/Floor Maximum Sump Engineering
Drain I.D. No. Sump Capacity Dimensions Description

& Room (gallons) (feet) & (Drawing No.,
Location Materials of Specification

Construction No., etc.)

WRS
Pump Skid,

Sample Room

Pump Skid,
Equipment

Room

Waste Receipt
Tanks:

32-D74-002
32-D74-003
32-D740016

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED

Permit
Attachment KK,

Appendix 2,
Section 2,
Drawing #
DBVS-SK-

M101.
Section 5,

Specification
145579-D-SP-

027

Permit
Attachment KK,

Appendix 2,
Section 2,
Drawing #
DBVS-SK-

M101,
Section 5,

Specification
145579-D-SP-

027

Permit
Attachment KK.,

Appendix 2,
Section 2,
Drawing #
DVBS-SK-

M105,
Section 5,

Specification:
145579-D-SP-
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Date Issued: December 13, 2004
Expiration Date: December 13, 2007

Permit No.: WA 7890008967
Page 67a of 123

Revision Ob: April-XXOctober 31, 2005

Secondary
Waste System

Pump Skid

Secondary
Waste Tanks

Dryer
Condensate
37-D74-009
37-D74-010

Venturi
Scrubber Bleed

37-D74-01 1
37-D74-012

Tri-Mer
37-D74-013
37-D74-014

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED

RESERVED

028

Permit
Attachment KK,
Appendix 4,
Section 3,
Drawing F-
145579-37-A-
0100. Section 5.
Specification
145579-D-SP-
011

Permit
Attachment KK,
Appendix 4.
Section 3,
Drawing F-
145579-37-A-

Section 5
Specification
145570-D-SP-
031
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Date Issued: December 13, 2004
Expiration Date: December 13, 2007

Permit No.: WA 7890008967
Page 67b of 123

Revision Oh: Apri- XOctober 31 2005

TABLE IV.3.

DEMONSTRATION BULK VITRIFICATION SYSTEM (DBVS) FACILITY TANK
SYSTEMS PROCESS AND LEAK DETECTION SYSTEM INSTRUMENTS AND

PARAMETERS

Sub-system Control Typeof Location of Instrument Failure Expected Instrument Instrument
Locator and ParLmeter Measuring Measuring Range State Range Accuracy Calibration

Name or Leak Instrument Method No.
(including Detectlon (Tag No.) and Range

P&ID) Instrument

Pump Skid
Equipment

Room Sump
Level

Indication
F-145579-
32-A-0100

Pump Skid
Sample

Room Sump
Level

Indication
F-145579-
32-A-0100

Wite
Re eipt
T3 4:

32-D 4-002
32-D 4-003
32-D 4-016
F-I 579-
32- -0101

Wast, Pumn
Sd

Wast, Tanks
D

Co ense
37-D 14)

37-D 4-00
Vt tu*

Scr bber
Bd

37-5 4-0

Tr Mer
3P- D-013
37-D 4-014

Level

Level

Level

Level

Level

Level

T-Mini-
Probe

Tf-Mini-
Probe

TT-Mini-
Probe

TT-Mini-
Probe

TT-bMini-

Probe
Probe

32-LSH-0l 1 RESERVED RESERVED

32-LSH-032 I RESERVED I RESERVED

32-LSH-103
32-LSH-203
32-LSH-303

RESERVED
RESERVED
RESERVED

37-LSH-007 I RESERVED

37-LSH-103
37-LSH-203

37-LSH-303
37-LSH-403

37-LSH-503
37-LSH-603

RESERVE
RESERVED

RESERVED
RESERVED

RESERVED
RESERVED

RESERVED
RESERVED
RESERVED

RESERVED

RESERVED
RESERVED

RESERVED
RESERVED

RESERVED
RESERVED

RESERVED RESERVED

RESERVED ( RESERVED

RESERVED
RESERVED
RESERVED

RESERVED

RESERVED
RESERVED

RESERVED
RESERVED

RESERVED
RESERVED

RESERVED
RESERVED
RESERVED

RESERVED

RESERVED
RESERVED

RESERVED
RESERVED

RESERVED
RESERVEQ

RESERVED

RESERVED

RESERVED
RESERVED
RESERVED

RESERVED

RESERVED
RESERVED

RESERVED
RESERVED

RESERVED
RESERVED
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DOE/ORP-2003-23, Rev. I
Permit Revision 1 October 2004

CONTENTS

2 2.0 FACILITY DESCRIPTION............................................................................................2-1
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7 2.3 WASTE CHARACTERISTICS, RETRIEVAL/STORAGE, AND
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20
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23 Figure 2-2. Test and Demonstration Facility Site and Equipment Layout - Page 1 ............... 2-8
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DOE/ORP-2003-23, Rev. I
Permit Revision 1, October 2004

1 2.0 FACILITY DESCRIPTION

V 2 2.1 FACILITY SITING

3 The planned site location for the Test and Demonstration Facility is shown in Figure 2-1. The
4 site is located immediately west of the 241-S Tank Farm in the 200 West Area of the Hanford
s Site. The wastes planned for treatment are currently stored in Tank 241-S-109; a 2,839,050-L
6 (750,000-gal) SST located in the 200 West Area. The waste from Tank 241-S-109 will be
7 transferred to a waste staging tank and/or waste receipt tank(s) at the planned Test and
a Demonstration Facility location after pretreatment.

9 The site is west of the existing 241-S Tank Farm fence in an already disturbed area and will
to support process and ancillary equipment for the DBVS. The proposed location allows close
II access to existing electrical and raw water utilities, telephone, and Hanford local area network
12 services. Surface materials consist of soft sand and soil that are free from surface contamination.
13 The site is sufficiently level to provide for equipment placement with minimum grading or
14 excavation. Cooper Avenue, running north-south on the west side of the 241-S Tank Farm,
is provides ingress and egress to the area.

16 2.2 PHYSICAL PLANT

17 The Test and Demonstration Facility (Figures 2-2 and 2-3) will make use of existing
is infrastructure to the maximum extent possible. Because of the unit-specific installation,
19 operational, and closure needs of the DBVS, some infrastructure elements may be modified,
20 augmented, or added. Potential infrastructure elements include:

21 * Utilities (water, electric power, sewer, steam)

22 * Communications (telephone and computer)

23 * Roadways

24 * Radioactive material containment

25 * Hazardous material containment

26 & Secondary waste storage/transfer systems

27 * Treated waste storage/transfer systems.

2s Facility security provisions and signage will comply with applicable portions of
29 WAC 173-303-310.

30 2.2.1 Bulk Vitrification System Components

31 The DBVS consists of trailer-mounted and skid-mounted equipment suitable for field
32 installation, operation, and removal at the completion of the project. The system includes the
33 major components, systems, and areas listed below, which are described in detail in Section 4.0.

34

2-1
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DOE/ORP-2003-23, Rev. I

Permit Revision 1, October 2004

1 The general arrangement of the following components for Phase I and for Phase 2 (Figures 2-2
2 and 2-3) includes:

3 . Waste retrieval system

4 . Waste staging tank and pumps

s * Waste receipt tanks and pumps

6 e Process additive storage/handling

7 * Waste feed preparation (mixer/dryer)

a * Vitrification container preparation system

9 . In-container vitrification (ICV) system

10 * Electrical equipment

I I Offgas treatment system

12 * Control and data acquisition system

13 . ILAW storage

14 * Secondary waste storage and handling (containers or tanks).

15 2.2.2 Support Systems

16 Support systems are systems that are required to operate the DBVS, but are not directly involved
W 17 with the process. The support systems consist of:

is . Control station

19 * Personnel contamination control and survey station

20 * Personnel rest areas (e.g., lunch room and restrooms)

21 * Change room

22 . Safety showers and eye wash stations

23 * Backup generator.

24 2.3 WASTE CHARACTERISTICS, RETRIEVAL/STORAGE, AND TRANSFER

25 2.3.1 Waste Characteristics

26 The waste in Tank 241-S-109 is stratified. In the bottom of the tank is a layer of sludge. On top
27 of the sludge is a mixed saltcake solid and liquid layer and the top layer is drained salteake. The
28 salt cake waste is the source waste material for the Test and Demonstration Facility. Some
29 characterization of the waste in Tank 241-S-109 was previously conducted. Characterization
30 results represent the Best Basis Inventory (BBI) for the liquid and saltcake fraction of the tank
31 waste. A detailed discussion of the waste characteristics is located in Section 6.2.

2-2
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DOE/ORP-2003-23, Rev. I
Permit Revision 1, October 2004

1 2.3.2 Waste Retrieval and Storage

w 2 The retrieval detail for Tank 241-S-109 is presented in RPP-18812, Tank S-109 Partial Retrieval
3 Functions and Requirements, and has been submitted to Ecology for approval of the retrieval
4 process.

s There will be a difference in the retrieval of waste from Tank 241-S-109 and its transfer to the
6 DBVS between Phases 1 and 2 of the program. During Phase 1, waste from Tank S-109 will be
7 routed through a solids/liquid hydroclone separator and sensing instruments to a staging tank that
s will hold 3,780 L (1,000 gal) of material (Figure 2-4). The sensing instruments will provide
9 process control or waste characterization information. Staging tank discharge will be pumped to

10 either a DBVS waste receipt tank or, if not suitable for processing in the DBVS, to the DST
II system.

12 During Phase 2 the waste will be transferred directly to the waste receipt tanks. The transfer
13 route will go through the solids/liquid hydroclone separator and sensing instrumentation, but
14 bypass the 3,780 L (1,000 gal) waste staging tank (Figure 2-4).

is The Test and Demonstration Facility will accept tank waste into waste receipt tanks with
16 capacities shown in Table 2-1.

Table 2-1. Waste Receipt Tank Capacity

Phase Number of Capacity Total CapacityTanks

1 1 3,780 L (1,000 gal) 3,780 L (1,000 gal)

2 4 68,140L(18,000gal) 272,160L(72,000gal)

17

is All waste storage tanks and containers including the waste staging tank and waste receipt tanks
19 will be properly and legibly marked in accordance with the requirements of WAC 173-303-
20 395(6). Containers will be managed in accordance with the requirements of WAC 173-303-630.
21 All waste tank systems will comply with the design, installation, and operating requirements of
22 WAC 173-303-640, as applicable. Tank system materials of construction will be selected with

23 appropriate consideration for the corrosion potential of the materials stored and process
24 conditions.

25 Secondary containment will be provided for all tanks in the form of double-walled tankage or
26 containment structures with sumps. Containment provisions will be designed and constructed
27 for compliance with WAC 173-303-640(4).

28 During Phase 1, the waste staging tank and waste receipt tank will be double shell tanks or
29 placed in containment structures with sumps (Figures 2-2 and 2-3). For Phase 2, the waste
30 staging tank will be bypassed but will either remain in its structure or be removed and
31 decontaminated in compliance with the Test and Demonstration Facility closure plan (Section
32 11.0).
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1 2.3.3 Waste Transfer

4 2 Waste transfer will be in the form of waterborne salt solution. Waste left in a waste receipt tank
3 at the end of a campaign may be transferred to another tank and mixed with incoming waste for
4 processing. A waste transfer line water flush may be made after each batch transfer of waste
s feed, as needed. Waste transfer will occur only after verification that all systems are ready for
6 the transfer/receipt of waste. The vitrification station will be located beneath the dried waste
7 hoppers for gravity feed of waste to the container. The mixer/dryer, vitrification, cooldown, and
a topofl/survey stations will be provided with radiation shielding and spill containment curbs.

9 Secondary containment will be provided for liquid waste transfer operations in the form of hose-
io in-hose or pipe-in-pipe transfer lines. Dried waste transfer from the mixer/dryer to the hopper
II will have secondary containment. Dried waste transfer from the hopper to the container will be
12 conducted inside a removable hood sealed to the container top. Cleanup of spills within the hood
13 will be performed using a containment system.

14 2.4 TREATED WASTE PACKAGING

is Containers of treated waste resulting from the bulk vitrification process will be placed in a
16 dedicated temporary storage area at the Test and Demonstration Facility site (Figure 2-2) during
17 the RD&D permit duration. By generating immobilized treated waste directly in the container,
1s the treatment container also serves as the final disposal container. The storage area will be
19 designed to hold all containers of treated waste generated during the project. The storage area

20 will meet the provisions of WAC 173-303-630(7)(c)(i) and (ii) which are applicable for storage
21 areas that store containers holding only wastes that do not contain free liquids (i.e., the bulk
22 vitrification waste containers):

23 (i) The storage area is sloped or otherwise designed and operated to drain and remove
24 liquid resulting from precipitation; or

25 (ii) The containers are elevated or are otherwise protected from contact with
26 accumulated liquids.

27 All containers, handling procedures, and handling equipment will meet the waste acceptance

28 criteria of the accepting disposal facility. Final disposal of treated waste will be at a permitted
29 Hanford Site facility.

3o 2.5 NON-REGULATED MATERIALS/SYSTEMS

31 Information provided in the following sections is general in nature and represents the minimum
32 considerations for handling of non-regulated materials. Management of specific materials
33 related to DBVS operation is discussed in Section 4.0.

34 2.5.1 Potable Water

3s Water for process use will be transported by tanker truck to the Test and Demonstration Facility.
36 The water source will provide settled river water or potable water. Backflow prevention will be
37 provided to prevent the backflow of potable water to the tanker truck by utilizing an air gap as
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1 the backflow mechanism, or other approved backflow prevention device, as applicable.
__Z Backflow prevention devices will be Washington State-certified models accessible for inspection

* 3 by a water purveyor in a non-radi ological zone.

4 Administrative and engineering controls (e.g., scheduled inspections, containment pads and
5 curbs) will be in place to avoid spillage of water (which could potentially result in the
6 mobilization of contaminants in the vadose zone).

7 2.5.2 Raw Materials, Process Additives, and Consumables

8 Raw materials, process additives, and other consumable materials will be stored in tanks,
9 containers, or bulk storage in the Test and Demonstration Facility (Figure 2-2). Storage and

10 delivery systems will be designed to accommodate the ingress and egress of trucks delivering
I I raw materials and consumables. This accommodation may be composed of docks or stockpiles
12 that allow for case of loading/off-loading of the materials and consumables. Soil storage may be
13 provided by a hopper truck with pneumatic conveying of soil to the DBVS during both phases.
34 For Phase 2, a soil stockpile may be used in lieu of the hopper truck due to the higher usage rate
i5 of soil. Refractory sand will be stored in a stockpile for both phases. Other process additives
16 will be stored in containers. The design and location of the loading/off-loading areas will be
17 compatible wit existing Hanford Site roadways and/or other roadways added for the planned
is Test and Demonstration Facility.

19 2.5.3 Electric Power System

20 Under normal operating conditions, all electric power for the Test and Demonstration Facility
zi will be obtained from the Hanford Site grid through a local transformer. A backup generator will
n2 be located at the site to provide power in the event grid power is lost. The backup generator will
23 have about a 1,200-kilowatt total load rating. The generator will be diesel-powered. A 37,850-L
24 (1 0,000-gal) diesel fuel storage tank will be provided for the generator drive motor.

25 The backup generator is capable of powering the Test and Demonstration Facility systems with
26 480 volt loads on a continuous basis. However, it will be intended only for use in continuous
27 operation of the offgas treatment system, system pumps, the contro system, and other
28 electrically-operated equipment needed for a controlled system shutdown in the event of a power
29 outage and achieving full system shutdown until power from the Hanford Site grid can be
30 restored.

31 2.6 SECONDARY WASTES

32 A variety of secondary wastes may be generated during the planned project. This section covers
33 general requirements for management of expected secondary wastes. Details are provided in
34 Section 4.0.

35 Secondary waste streams such as liquid effluent will be disposed of in the Liquid Effluent
36 Retention Facility, the Effluent Treatment Facility (ETh), or the 200 Area Treated Effluent
37 Disposal Facility, as appropriate. Disposition of solid waste streams will be managed in
35 accordance with HNF-EP-0063, Hanford Site Solid Waste Acceptance Criteria, and the waste

%W39 acceptance criteria of the receiving facility, as necessary. Disposition of secondary liquid
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effluent waste streams will be managed in accordance with HNF-3 172, Liquid Waste Processing
Facilities Waste Acceptance Criteria, and the acceptance criteria of the receiving facility, as

- necessary.

Dedicated tanks will be provided for onsite liquid waste storage pending sampling and transfer to
a treatment facility. It is anticipated that up to ten 68,1 40L, (18,000 gal) tanks may be used. Six
tanks are planned for the initial phase for the liquid secondary waste with 2 tanks dedicated to
the three waste stream listed below. If necessary, additional tanks may be added. Tank systems
will comply with the applicable portions of WAG 173-303-MO0.

Storage tank capacity requirements are based on the following assumptions:

a Dryer condensate = 3.40 gpxn x 60 min/hr x 7.9 hr/dryer batch x 8 dryer
batches -12,900 gal

*Quench blowdown = 2.39 gpm x 60 min/hr x 168 hr/ICV batch -24,100 gal

.Tri-Mer Scrubber blowdown' =4.29 gpm x 60 min/hr x 200 hr/IC V batch -51,500 gal

*Total flow to ETh per ICY container !z-88,500 gal per container.

Ofigas treatment system equipment designs will comply with the applicable requirements of
WAG 173-400, 173-401, 173-460, WAG 246-247, and ASME AG-I, Code on Nuclear Air and
Gas Treatment. T'he dcsign ofthe gaseouis and particulate efii Ikult mruitoring system will
comply with ANSIIH-PS N 13.1, Sampling and Monitoring Releases ofAirborne Radioactive
Substances from the Stacks and Ducts of Nuclear Facilities. The process equipment will
interface with systems that transport secondary waste to appropriate locations.

2.7 IGNITABLE, REACTIVE, AND/OR INCOMPATIBLE MATERIALS

In the course of the RD&D project, it is unlikely that tank waste batches will be received that are
incompatible with other materials present in the facility, especially process additives. DOE has
identified flamimable/toxic gases as a potential waste incompatibility. Incompatibilities will be
addressed in DOE safety documentation to comply with WAG 173-303-395. Process
knowledge, process history, pertinent literature on waste chemistry and tank history and waste
analysis will be used to address the Dangerous Waste Codes D001 (Ignitability), D002
(Gorrosivity), and D003 (Reactivity) for the waste before transfer to the Test and Demonstration
Facility. Verification sampling to document the absence of characteristic codes will be
perfonmed on the fi batch of retrieved waste as part of the WRS prior to transfer to the DBVS
waste receipt tank.

2.8 OCCUPATIONAL SAFETY AND HEALTH

All buildings, structures, and equipment utilized in the planned project will incorporate design
features that comply with applicable subparts of Occupational Safety and Health Administration
(OSHA) Regulation 29 GFR 1910, "Occupational Safety and Health Standards."

IOnly if used as a backup to the SCR.
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Figure 2-1. Finoned Site Locaton DT the Test -i d Denioretrton Facility
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Ftgure 2-2- Test and Demonstration Facility Site and Equipment Layout - Page 1
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Figure 2-4. Waste Retrieval System fror Phase I and Phase 2
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1 4.0 BULK VITRIFICATION TEST AND DEMONSTRATION FACILITY

2 The DBVS treatment equipment will be installed and operated under two phases as described in
3 Section 1.7.1. The scope and conduct of the phased operation is described in detail in
4 Section 5.0. Unless otherwise stated, the configuration and operation described are consistent
s with Phase 2 activities.

6 4.1 TECHNOLOGY-SPECIFIC GOALS AND OBJECTIVES

7 The primary purpose of testing the DBVS is to fully demonstrate the bulk vitrification process on
a Hanford tank waste while meeting the project objectives listed in Section 1.5 and assuring
9 protection of human health and the environment. In terms of technology-specific assessment

1o goals and objectives, the DBVS must also demonstrate its ability to perform effectively while:

11 . Preventing the release of contaminants into the environment during processing

12 * Preventing exposure of plant operating personnel to hazardous process streams

13 e Minimizing the production of secondary waste streams.

14 4.2 PROCESS AND EQUIPMENT DESCRIPTION

is The primary technology to be used for the DBVS is an ICV* process. Process flow diagrams for
16 both phases of the RD&fl project are provided in Appendix B. Process operation is essentially
17 the same for both phases.

is The salt solution is retrieved from Tank 241-S-109, subjected to pretreatment as required
19 (Section 1.7.3), and transferred to the waste receipt tank(s). The waste is mixed with glass
20 formers in a mixer/dryer unit and dried prior to being transferred to the ICV* containers
21 (Section 4.2.8). Transfer of the dried waste mixture is accomplished through ports in the
22 container lid.

23 The ICV* container is prepared before the waste mixture is transferred to the container.
24 Preparation of the ICV* container includes lining the container with refractory materials that will
25 be selected based on successful testing/operation at the range of process temperatures expected.
26 Refractory material will include cast material and sand as noted in Appendix F. The electrodes
27 are then mounted on the container lid. The lid is lowered onto the container with a refractory
29 gasket sealing the lid to the container, bolted in place, and the offgas ductwork is connected.
29 Once the ICV* container is prepared, the waste mixture is added from the mixer/dryer in batches.

30 The waste mixture is vitrified by resistive heating caused by electrical resistance of soil and
31 waste. The heating cycle lasts for approximately 130 hours.' Vitrification emissions are routed
32 to an offgas treatment system (Section 4.2.12).

33 After completion of the vitrification process (Section 4.2.11), fill material (e.g., sand) will be
34 added to fill the void container volume and provide a sufficient fill fraction (>90% by volume)

Total container processing time, including waste mixing/drying, container fill, connection hookup, etc., is
approximately 168 hours or one operating week.

VANO

4-1



Page 32 of 257 of DA01179388

DOE/ORP-2003-23
Permit Revision 2, October 2005

1 for container landfill disposal. The vitrified waste will undergo cooling, sampling, and external
2 decontamination as required. Final cooling may occur at designated cooling stations along the

W 3 process line or at an interim storage location on the Test and Demonstration Facility site. Core
4 samples may be removed through ports in the container for analysis and testing. Test results will
s be used to support waste form qualification, risk assessment, and performance assessment. A
6 composite core sample (e.g., vitrified material, sand, and refractory material) will be evaluated
7 for compliance with LDR, as noted in Section 6.0.

s 4.2.1 System Capacity

9 The feed rate to the mixer/dryer may be varied as one of the parameters being evaluated through
1o this demonstration project. During Phase 1, up to three test runs will be performed to conduct
II systems verification and initial waste treatment using approximately 1,135 L (300 gal) of tank
12 waste per container. The amount of waste introduced into each container will be varied during
13 Phase 2 in order to investigate the effect of waste loading on processing time, electric power
14 usage, etc. Over the entire series of test campaigns in Phase 2, the average waste material
is volume used per test will be approximately 58,080 L (15,345 gal) of a 5 M salt solution.
16 However, individual campaigns may be conducted using up to 76,540 L (20,220 gal) of a 5 M
17 salt solution in a container load.

is 4.2.2 Waste Retrieval System

19 As noted in Section 2.3.2, the WRS will provide waste feed from Tank 241-S-109 to the DBVS
20 in two distinct phases. During Phase 1, a limited quantity of waste is planned to be provided to
21 the DBVS. During this phase, the quantity of waste will be limited within the facility such that

4W 22 the facility will be classified as below a Hazard Category-3 radiological facility as defined in
23 DOE-STD-1027-92, Hazard Categorization and Accident Analysis Techniquesfor Compliance
24 with DOE Order 5480.23, Nuclear Safety Analysis Reports. During Phase 2, the quantity of
25 waste to the facility will be increased such that the facility will be classified as a Hazard
26 Category-2 facility. The qualitative definition of a Hazard Category-2 facility is that the hazard
27 analysis shows the potential for only significant localized consequences.

28 During Phase 1, waste transfer will occur through a Waste Staging Tank Skid, which will include
29 the following safety features:

30 * Leak detection - The skid will perform a secondary containment role. If there are any
31 leaks in the staging tank, piping, fittings, etc, within this skid, the skid will contain the
32 leak. A leak detection sensor located on the floor of the skid will detect the leak and
33 activate an alarm system. Any material leaked into the skid will be routed back to either
34 Tank 241-S-109 or to the DST system.

35 * Waste staging tank ventilation - The waste staging tank and the containment structure
36 will be "passively vented" to atmosphere through high-efficiency particulate air (HEPA)
31 filter(s).

38 * Tank overflow protection - A tank overflow detector will be provided, with remote
39 indication that the tank level has been exceeded. An overflow line will also be provided
40 to direct the overflowing waste to the floor of the skid. As mentioned above, if this
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"faulted condition" occurs, the leak detection system will identify the situation and waste
2 transfer operations can be stopped.
3 . Sampling port - A sampling port will be provided on the top of the waste staging tank to
4 allow waste samples to be withdrawn from the tank for analysis.

s . "Bad batch disposal"- If the waste staging tank's contents are found not to be within the
6 acceptable specification for acceptance to the DBVS, the waste batch will be sent to the
7 DST system. The waste retrieval pump can be valved to send out-of-specification waste
a back into the transfer line to Tank 241-S-109, and via the 3-way valve in the pump pit, to
9 the SY Farm Waste Retrieval Receiver Tank.

io 4.2.2.1 Phase 1 Activities. During Phase 1, waste from Tank 241-S-109 will be sent to a
ii double-wall staging tank that will hold 3,780 L (1,000 gal) of waste. A retrieval pump will be
12 used to remove waste from Tank 241-S-109 and transfer it to the staging tank. It is anticipated
13 that the waste transfer pump will be ajet pumping system similar to the ones used for saltwell
14 pumping on the Hanford Site and that the transfer rate will be between 19 Umin and 28 Umin
is (5 - 10 gpm). The pump, solids/liquid separator, and the sensing systems noted in the following
16 paragraphs will be located in a pump pit containment structure adjacent to Tank 241-S-109.

17 The pump suction will be screened to prevent entrainment of solid particles in the pump inlet
is stream. The pump discharge will be routed through a solids/liquid hydroclone separator capable
19 of reducing the waste stream solids content to 3% or less. Hydroclone separator devices use a
20 tangential inflow to a vertical cylindrical vessel creating a spiral flow path for the liquid, using
21 centrifugal forces to remove solid particles from the flow stream and move them outwards to the
22 vessel walls. The dispersed particles move downward under gravity into a cone-shaped
23 collection chamber, while the purified liquid moves upward to the center of the unit to a top
24 mounted outlet. The unit is usually equipped with an airlock on the collection chamber to
25 maintain pressure drop across the unit without drawing in ambient air. This filtration system will
26 have the capability to be flushed back to Tank 241-S-109 and/or be replaced, if the differential
27 pressure across it exceeds the allowable value.

23 From the solids/liquid hydrocione separator, the filtered waste will be monitored by sensing
29 instruments to provide process control over waste transfer or waste characteristic information.
3D Waste transfer process control will be based on the results of waste sampling and analysis. The
31 proposed instruments to be included in this system are:

32 a A flow meter capable of indicating the specific gravity and flow rate of the waste.

33 * A chemical speciation probe.' This is an experimental device being developed by Pacific
34 Northwest National Laboratory that will utilize Raman technology to provide scientific
35 information on the chemical speciation of the waste.

36 * A conductivity probe. This device will provide information on the waste conductivity.
37 The conductivity probe is planned to be a process control device.

38 * An optional gamma radiation monitor.

____ 'Due to the experimental nature of this probe, it will not be used for regulatory compliance purposes.
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1 A three-way valve will direct waste to either the waste staging tank or, if the waste does not meet
2 the waste acceptance criteria noted in Section 6.0, to the DST system for storage and eventual

w 3 disposal. The waste transfer piping from pump pit to either of these locations will be through a
4 hose-in-hose-transfer line (HIHTL) and will be equipped with an optional on-line radiation
s monitoring system which will continuously measure the quantity of Cs- 137 being transferred
6 through the HIHTL.

7 Initial waste retrieval during Phase 1 will direct waste to the DST system. CH2M HILL Process
a Engineering personnel will monitor the transfer data, while waste is being sent to the SY tank
9 farm and determine when to route the waste stream to the waste staging tank. When the waste

1o characteristics are deemed acceptable for processing, the three-way valve in the pump pit will be
II positioned to send waste to the waste staging tank.

12 The waste staging tank will have only one inlet/outlet combination. While transferring waste
13 from Tank 241-S-109 to the waste staging tank, the tank will be connected to Tank 241-S-109
14 via a HIHTL. With this design, the system is physically disconnected from the DBVS facility
is when the waste staging tank is being filled with waste. Once the waste staging tank is filled the
16 waste batch is characterized. When it has been verified that the waste meets the DBVS waste
17 acceptance criteria the HIHTL connecting the waste staging tank and Tank 24 1-S-109 will be
18 disconnected. The HIHTL from the DBVS facility will then be connected to the same connector
19 on the waste staging tank. The contents of the waste staging tank will then be pumped to the
20 DBVS receiver tank, via this HIHTL that will exit the farm, go under Cooper Avenue, and mate
21 up with a receiver skid at the DBVS facility.

22 If analysis of tank contents determines that the waste batch is not acceptable for processing, it
23 will be routed to the DST system.

24 4.2.2.2 Phase 2 Activities. During Phase 2, the "segmentation" concept from Phase 1 will no
25 longer be required since the DBVS Facility will be a Hazard Category-2 facility. Waste transfer
26 rates will be increased to an anticipated 76 I/min (20 gpm). The waste tank can, and will be,
27 directly connected to the DBVS facility. The transfer route from Tank 241-S-1 09 to DBVS will
28 bypass the waste staging tank skid. The solids/liquid separator and the sensing instrumentation
29 will be retained but the solids/liquid separator capacity will be increased to accommodate the
30 increased waste flow rate.

31 4.2.3 Waste Receipt and Storage

32 The WRS transfers waste into waste receipt tank(s) for process feed, storage, and sampling. The
33 waste received will be stored in tanks as noted in Table 2-1. Tank capacities are based on
34 anticipated waste processing rates described in Sections 1.7.5 and 4.2.1. All waste storage tanks
35 will be double-wall construction with HIHTL and leak detection provisions. Waste tanks will be
36 vented through the offgas treatment system (Sections 4.2.15 and 4.2.16).

37 A single 3,780-L (1,000-gal) waste receipt tank will be used during Phase I because the total
38 amount of waste treated in the initial campaigns will be minimal. The use of a small tank will
39 limit the amount of waste stored during Phase 1 to an amount below Hazard Category-3
40 requirements.
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1 At the completion of Phase 1, the 3,780-L (1,000-gal) storage tank may be retained and used for
2 storage of process additives such as simulated waste materials (simulants) or spiking agents

. 3 during Phase 2 if allowed after flushing and inspection to clean debris standards. .

4 Three Waste Receipt Tanks will be installed during Phase I for Phase 2 operationsso that one or

5 more tanks can be used to provide waste feed for treatment while the other tanks are being filled
6 and sampled as described in Section 6.0. The waste receipt tanks have a maximum capacity of
7 68,137 liters (18,000 gallons) each and are constructed of carbon steel. Secondary containment
a is provided by a secondary tank that encloses the inner tank and will hold the entire contents of
9 the primary tank. Leak detection is provided by a high level alarm located in the sump for each

10 tank and will detect a leak at 65 gallons. The Waste Receipt System is represented on Process
II Flow Diagram B-4 located in Appendix B of Permit Attachment KK. P&IDs for the Waste
12 Receipt System and the detailed designs are also located in Permit Attachment KK. The detailed
13 design for the Waste Receipt Tanks is provided on drawings DBVS-SK-M105, sheets I and 2, F-
14 145579-00-P-005, and Specification F-145579-D-SP-028.

is 4.2.4 Process Additives

16 The DBVS will use soil, waste simulants, glass additives, offgas treatment chemicals, and other

17 materials as process additives. Table 4-1 contains a summary of these materials, their storage
is methods, and uses. Soil will be used to form the matrix for the vitrification process and to add
19 an additional layer of clean material on the vitrified mass in the container. Waste simulants will

2o be used for running system verification tests prior to treatment of actual SST waste during Phase
21 1 and as "filler" to attain the required process material volume (waste plus simulant) for a given
22 test campaign during testing in both phases. Waste simulants could include spiking agents for
23 specific process performance testing purposes. The majority, estimated at seventy-five percent

24 (75%) of simulants will be used in Phase 1. A 68,140-L (18,000-gal) double-wall tank will be
2s used for simulant storage during this phase. This tank may be retained onsite for use as one of
26 the waste storage tanks for Phase 2 operations or may be removed from the site at the completion

27 of Phase 1. Process additives will be kept in dedicated storage areas segregated from regulated
28 waste storage to minimize the possibility of contamination. Residual simulant material not used
29 in Phase 2 will be analyzed for dangerous waste characteristics and, if designated as dangerous
30 waste, will be managed in accordance with standard Hanford Site procedures.

31 Graphite will be placed in the vitrification container to help initiate the soil/waste melting
32 process. Boron and zirconium will be used in small quantities (approximately 2,100 kg
33 (4,630 lbs) and 3,000 kg (6,615 lbs) per container load, respectively) to optimize glass
34 performance. Sand will be used as an insulator.

35 4.2.5 Dry Material Handling

36 Dry materials will be stored and either conveyed or transferred in bulk from various process
37 staging areas to equipment within the DBVS. Depending on the material characteristics and the
38 amounts used, the additives may be stored in tanks, containers, or in bulk (stockpiles) compliant
39 with applicable regulatory requirements.
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During Phase 1, the amount of soil required for the vitrification matrix will be limited. The soil
will be stored in an onsite hopper for pneumatic conveying to the treatment system. A similar
arrangement may be provided for Phase 2, or, depending on the soil usage rate, a stockpile may
be maintained. The loading point for soil into the treatment system will be equipped with
parallel storage silos and a baghouse air pollution control system. For stockpiles, engineering

6 controls for dust -suppression will be implemented.

Table 4-1. Process Additives Information

Additive Form Storage Method Use Pointtof

Hopper (Phase 1) Vitrification
Soil Solid Hopper stockpile matrix, container Dryer

(Phase 2) topoff

Sand Solid Stockpile InsulatingICV container
___________________ material _______

Waste material Waste receipt
Waste simulants Solid/slurry Tank substitute; tk y

"spiking agents" tank, dryer
Graphite Solid Containers Vitrification aid ICV container

Boron Solid Containers Glass D rperformance aid Dre

Zirconium Solid Containers Glassperformance aid Dryer

Water Liquid Tank Air pollution Quench unit,

rcontrol Tri-Mer scrubber

r .o Selective
Ammonia Gas Pressurized tanker Air polution catalytic

reduction

Sulfuric acid Liquid Containers Air pollution Tri-Mer scrubber
Sodum ch__rae Liqui Co rs control
Sodium chlorte Liquid Containers Air pollution Tri-Mer scrubbercontrol

Sodium sulfide Liquid Containers Air pollution Thi-Mer scrubber
________ _____________control ______

Sodium hydroxide Liquid containers Air pollution Thi-Mer scrubber
________ I I____ controlI

7

a 4.2.6 Liquid Material Handling

9 Liquid materials other than waste feed will be used during DBVS operations. These include
10 water and scrubbing chemicals. Water will be provided directly from tanker trucks. Other liquid
II material used will either be stored in portable tanks or in containers (e.g., carboys, drums)
12 depending on the material handling requirements and/or the quantity used. Materials stored in
3 portable tanks will be replenished either by removal and replacement of the tank or refilling from
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1 a tanker. Liquid chemical storage areas will be provided with suitable spill containment
2 provisions.

3 4.2.7 Gaseous Material Handling

4 As an integral part of a best available control technology program, ammonia will be used as an
s air pollution control aid for removal of oxides of nitrogen (NO). The gas will be supplied from
6 a pressurized liquid ammonia tanker truck. Ammonia will be vaporized and injected into the
7 offgas stream to ensure proper mixing and efficient NO. scrubbing.

& 4.2.8 Waste Feed Preparation

9 Before the vitrification process begins, the waste material will be mixed with additives and dried
io to remove moisture in a batch-mode rotary mixer/dryer. The unit will be indirect-heated by
II steam from a diesel-fired onsite boiler. The boiler is a closed-loop system. Waste material will
12 be pumped from waste receipt storage tanks. Appropriate additives will be conveyed or
13 transferred to the unit. The dry material transfer systems will be equipped with weigh stations to
14 control the amount of material being added to the dryer.

is The mixer/dryer fill capacity for waste salt solution and process additives is 10,000 L (2,645 gal)
16 at a nominal fill fraction of 45 to 50% (48.4% is the measured fraction from testing). The
17 nominal drying cycle time is eight hours but may be as short as six hours for relatively dry
iS incoming waste. During the mixing/drying cycle, the unit will be maintained under vacuum to
19 promote the release of moisture from the material being processed at a reduced temperature. The
20 moisture content of the material will be monitored by a load cell on the unit (noting the weight of

%W 21 moisture removed) and a moisture sensor in the exhaust duct. Discharge of dried material to the
22 waste container will be vacuum transferred to feed hoppers and then gravity fed through an
23 enclosed chute with shutoff valves. The amount of waste transferred will be determined from
24 mixer/dryer load cell readings.

25 Mixer/dryer offgases will be treated to remove moisture before being routed to the main offgas
26 treatment system for additional emission control.

27 4.2.9 Vitrification Container Preparation

28 The typical waste container for the vitrification process is expected to be a steel box
29 approximately 3.0 m (10 ft) high, 2.4 m (8 ft) wide, and 7.3 m (24 fl) long. Containers will
3o comply with the waste acceptance criteria for the receiving TSD unit (a permitted Hanford Site
31 facility). Prior to waste distribution, the container will be lined with insulating board, sand, and a
32 layer of castable refractory. The castable refractory (Appendix F) will face the waste material.
33 A layer of melt-initiating graphite and soil will be placed over the castable refractory in the
34 bottom of the container. The container will contain a port(s) for sampling the vitrified waste to
35 obtain samples for analyses listed in Section 6.0.

36 A steel lid with attached electrodes will be sealed onto the container prior to waste deposition
37 using bolted flanges and a refractory gasket. The lid contains several ports for waste material
38 addition, electrode connections, venting, sampling, and introduction of post-vitrification
39 materials. All connections will be mechanically sealed to the container lid. In addition, waste
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a transfer connections will be equipped with shutoff valves to prevent spillage of material as the
2 chute is attached to and removed from the port. To minimize potential contamination to workers

VmW 3 and the environment, the connection points will be equipped with secondary containment and
4 spilled material recovery equipment during material transfer, melting, and cooldown.
5 Containment will consist of a ancillary waste transfer enclosure (AWTE) that seals to the
6 container lid before waste is added to the container. The AWTE provides containment while the
7 waste and soil addition connections are made and during the melt process. The operator is able
a to access the waste and soil addition connections through glove ports in the AWTE. Once the
9 melt is complete and the container is cool enough to add clean soil on the top, the AWTE will be

io removed to allow the container to move to the temporary storage area. The waste container
II filling/vitrification station will be equipped with shielding, as required.

12 4.2.10 In-Container Vitrification

13 The waste mixture, including simulants and glass formers, from the mixer/dryer will be placed
14 into the vitrification container through ports in the sealed container lid. Electric power will be
is applied to the electrodes, vitrifying the container contents via resistive heating to produce ILAW.
16 The IAW is the final RCRA waste form for disposal. Ambient air, filtered through a HEPA
17 filter, is injected to assist in establishing and maintaining airflow through the container to the
is offgas treatment system, cool the vitrification offgases, and provide thermal protection for HEPA
19 filters in the offgas treatment system. Vitrification offgases are vented under induced draft to the
20 offgas treatment system. During the vitrification process, the depth of material will typically
21 decrease due to consolidation in melting.

22 Both "bottom-up" and "top-down" melting may be conducted during testing to determine the
23 most effective method of waste treatment. The current plans focus on the bottom-up melt
24 procedure; however, there may be a need to perform top-down melting at some time during the
25 testing process. Top-down melting is conducted by applying power to the electrodes only after
26 all waste materials and process additives have been placed in the container. Bottom-up melting
27 begins melting with a shallow layer of material in the container and continues as more material is
28 added until the desired depth of melt is obtained.

29 4.2.11 Post-Vitrification Activities

30 After vitrification has been completed, the container connection to the offgas treatment system
31 will be maintained. Clean fill materials will be added to fill cavities around the electrodes and
32 cover the top of the vitrified mass to minimize headspace in the container, creating a container
33 that is at least 90% full.

34 Sampling of the vitrified waste, radiation surveying, and external decontamination (container
35 wipedown, vacuuming of dust, etc.), as necessary, can be conducted any time after initial cooling
36 has been completed. Sampling of the melt will be conducted by a coring process through a port
37 in the side of the container. The method of sealing the sampling port during and after sampling
3S has not been finalized. However, the port will be sealed in such a manner that the container
39 remains in compliance with the RD&D Permit and the permitted storage/disposal facility waste
40 acceptance criteria. Sampling protocol and methodology is addressed in Section 6.0. The data
41 obtained will be used for waste form qualification, risk assessment, and performance assessment.
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1 Temporary storage for up to 50 treated waste containers will be located at the north end of the
2 Test and Demonstration Facility (Figure 2-2). At the completion of RD&D activities, the

*M 3 containers will be transported to the IDF or to another permitted Hanford Site storage/disposal
4 facility.

s 4.2.12 Offgas Treatment Requirements

6 Emissions may consist of either fugitive (i.e., bulk process additive loading and transfer) or point
7 (i.e., stack) sources. Hazardous or radioactive emissions will not be released through fugitive
8 sources, as those sources will be limited to nonhazardous and nonradioactive materials.
9 Emission calculations for all sources will utilize appropriate emission factors, source

1o classification codes, or other information. Fugitive emissions, which will consist only of
u nonhazardous materials such as dust from process additive transfers, will be addressed in the
12 New Source Review Notification of Construction for the Supplemental Treatment Test and
13 Demonstration Facility (Schepens 2004).

14 Point sources may emit both nonradioactive and radioactive emissions. These sources will be
is equipped with a continuous emissions monitoring system (CEMS) that will monitor and record
16 emissions of radionuclides (beta and gamma detectors) and those criteria pollutants
17 (e.g., particulate matter, carbon monoxide [CO], NO., and oxides of sulfur [SO,]) for which
is regulatory monitoring requirements exist and are included in the final emission source
19 permit(s)). The CEMS will be designed, installed, and operated in compliance with applicable
20 portions of 40 CFR 60, Appendix B. The design of the gaseous and particulate effluent
21 monitoring system will comply with ANSI/HPS N13.1, Guide to Sampling Airborne Radioactive
22 Materials in Nuclear Facilities. The CEMS data will be acquired in real time, but will be

* 23 available for review in the form of periodically generated reports. Offgas treatment for DBVS
24 operations will address the following issues:

25 * Particulate and gaseous emissions from waste receipt and storage

26 * Particulate emissions from process additive receipt, storage, and transfer (not including
27 fugitive emissions from stockpiles)

28 * Particulate and gaseous emissions from mixer/dryer (dedicated partial system)

29 * Particulate and gaseous emissions from waste container filling and vitrification

30 * Particulate emissions from waste container topoff after vitrification.

31 All offgas treatment system connections to treatment equipment and the waste container tops
32 will be sealed and the offgas ducting maintained under induced draft to prevent escape of
33 pollutants.

34 With the exception of process additive management emissions, all emissions will be routed to an
35 offgas treatment system prior to discharge to the atmosphere. Nominal efficiencies and the
36 major pollutant controlled by the various offgas treatment system components used are provided
37 in Table 4-2. Table 4-3 contains calculated removal efficiencies for major pollutants. Removal
35 efficiencies were calculated using the Table 4-2 component efficiencies and the offgas treatment
39 system arrangement in Appendix B. Appendix B contains additional information on the offgas
40 treatment system components and efficiencies.

4-9



Page 40 of 257 of DA01179388

DOE/ORP-2003-23
Permit Revision 2, October 2005

e, 2

Table 4-2. Offgas Treatment Component Efficiencies

Nominal Control Effleney
Component Water/ Organic HCI NO. SO, Particulate'

Water Vapor Compounds

Baghouse - - - - 99%

Condenser 95 - 98% 50% <10% <10% <10% -

Mist Eliminator 10-25% - - -

Sintered Metal __ - 99.5%
Filter
HEPA Filter - - - - - 99.95%

Quench System 10-25% 10% 10% 10% 10% 10%

Packed Tower
Scrubber 90% 93% 93% 93% <50%
(optional)2
Venturi Scrubber - 25% 25% 25% 25% 95%

Selective Catalytic - - 99%/0 - -
Reduction Units) -

Carbon Filter _ 95 99% 25% 25% 25% -

'Particulate removal efficiencies are for ten-micron (10 p) particle diameters and up.
based on AP-42 (EPA 1995), Appendix B.1, reference texts and process knowledge

'Efficiency range varies with pollutant adsorbed
' The selective catalytic reduction design goal is 99% efficiency

Removal efficiencies are

4 4.2.13 Process Additive Emissions Control

Particulate emissions from offloading and transfer of process additives will be controlled by
dedicated baghouse and vent systems. A covered hopper with a sealed pneumatic conveying

system will be used to transfer soil to the mixer/dryer soil holding tank or silos. Particulate
matter collected at the baghouses is returned to the appropriate additive storage area for reuse.

9 4.2.14 Mixer/Dryer Offgas Emissions Control

The mixer/dryer emissions will be partially treated for moisture removal using a glycol-cooled
condenser prior to being routed to the main offgas treatment system. The partially treated
offgases from this system will then be routed to the main offgas treatment system downstream of
the chemical/venturi scrubber. Water condensed in the condenser and removed in the mist
eliminator will be routed to a storage tank for sampling and subsequent treatment or disposal.
Estimated rates and volumes of liquid secondary wastes generated from offgas emissions control
system operations are provided in Section 2.6.
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1

Table 4-3. Pollutant Removal Efficiencies'

Pollutant Nominal Control Efficiency

Moisture 96%

Organic Cpmpounds 98%

HCI 55%
NO, 99.95%

SO <50%

Particulate Matter >99.9999%

'Based on arrangement of offgas treatment system components in Appendix B
process flow diagrams

2

3 4.2.15 Phase 1 Main Offgas Treatment System

4 The Phase 1 offgas treatment system will consist of two stages of sintered metal particulate
s filters, a glycol-cooled condenser, a quench section, one of two redundant atomizing chemical
6 scrubber/venturi scrubber, mist eliminator system, additional stages of HEPA filtration and up to
7 two independent NO, treatment devises.

a Offgas from the melting process first passes through two stages of sintered metal particulate
9 filtration. The purpose of the filters is to minimize radioactive contamination of downstream

10 components to facilitate maintenance and operations. Dust collected from the sintered metal
I I filters is recycled to the mixer/dryer. Dust from the final batch will be incorporated into the
12 mixer/dryer where a final container using clean fill material will be processed to flush the
13 system, and sent to the IDF or another permitted disposal facility. HEPA filters later in the
14 system backup the sintered metal filters ensuring the particulate emissions are minimized.

1s After the sintered melt filters, the offgas passes through one of two redundant quenchers that
16 cools the gas prior to introduction into the atomizing chemical scrubber/venturi scrubber. Either
17 quencher can quench 100% of the offgas stream. In addition to quenching the offgas, the
is quencher augments the ability of the system to remove particulate matter and gaseous pollutants.

19 Although this augmentation is not credited, it provides additional redundancy or capability to the
20 offgas system.

21 Following the quencher, offgas is introduced into one of two redundant atomizing chemical
22 venturi scrubbers. The atomizing chemical venturi scrubbers will be installed in parallel, with
23 one in service and the other on standby. Either of the two atomizing chemical venturi scrubbers
24 can scrub 100% of the offgas stream. Dilute sodium hydroxide will be injected in the atomizing
25 scrubber section to reduce hydrogen chloride and other acid gas emissions. In addition to
26 scrubbing hydrogen chloride and other acid gas emissions from the offgas, the scrubber
27 augments the ability of the system to remove particles and NO.. This augmentation is not
28 credited but occurs nonetheless and provides additional redundancy or capability to the offgas
29 system.
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1 Following the atomizing chemical venturi scrubber, offgases will pass through an additional
2 condenser and one of two redundant mist eliminators, with drainage from those units routed to

AAW 3 the scrubber recycle tanks. Condensed liquids are drained into the scrubber recycle tank. An
4 offgas heater, parallel HEPA filters, and a carbon filter for radioactive iodine removal will follow
5 the mist eliminator.

6 NOx treatment will be accomplished by a selective catalytic reduction (SCR) unit with a Tri-Mer
7 packed tower scrubber as a back-up system. The packed tower unit consists of a quench unit and
a five towers in series that sequentially convert oxides of nitrogen to molecular nitrogen (N2) by
9 reduction reactions with chemical reagents (H 2SO 4, NaCO 2, NaS, and NaOH). Offgases will be

i0 discharged through a HEPA polishing filter, redundant exhaust blowers in parallel, and the
II system stack.

12 Reagents for the packed tower scrubber will be selected based on chemical species anticipated to
13 be present in the offgases. Blowdown from the scrubber recycle tank will be sampled and routed
14 to the ETF or other permitted Hanford Site facility for treatment and disposal.

is Venturi scrubber blowdown contaminant types and their weight fractions/concentrations are
16 provided in Table 4-4. If in service, the Tri-Mer packed tower will be used for only a portion of
17 the vitrification cycle. Packed tower scrubber blowdown, also in the form of a continuous bleed
is stream, will be 16 Iimin (4.29 gpm) and will produce approximately 194,950 L (51,500 gal)
19 over the processing of a single waste container. Packed tower scrubber blowdown will consist of
20 a sodium salt solution containing sulfates, sulfuric acid, sodium chlorite, sodium sulfide, sodium
21 sulfite, sodium hydroxide, nitrates, and nitric acid. Carbon filters will be modular units rather
22 than refillable contactors. Upon reaching saturation, the units will be removed, sampled, and
23 disposed.

Table 4-4. Scrubber Blowdown Contaminants

Contaminant Concentration

Sodium Hydroxide (NaOH) 2 % by weight

Sodium Nitrate (NaNO 3) 13 % by weight

Sodium Carbonate (Na2CO 3) 2.5 % by weight

Sodium Sulfite (Na2SO 3) 0.5 % by weight

Sodium Chloride (NaCt) 0.02% by weight

Sodium Fluoride (NaF) 4 ppm by volume

Cs-137 Trace

24

25 4.2.16 Phase 2 Main Offgas Treatment System

26 It is not expected that any enhancements of the offgas treatment system will be required between
27 the end of Phase I and the beginning of Phase 2. However, if the Phase I offgas treatment
28 system performance does not meet expectations, changes to the system will be made with prior
29 Ecology approval. The packed tower scrubber may be used to allow the option of routing of
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i exhaust gases either through the SCR(s) or the tower scrubber to determine the effect on both
2 scrubbing efficiency and scrubber blowdown rates.

3 4.2.17 Control and Data Acquisition System

4 The DBVS control system and the associated data acquisition systems will be located in a trailer
s as shown in Figure 2-2. Some operating parameters may be monitored and operating steps may
6 be performed manually as opposed to remotely. Personnel safety and ALARA considerations
7 will require that many of the operations directly related to the process (mixer-dryer, melt station)
a be monitored and performed remotely. Other operations such as operation of the utilities,
9 secondary waste, SCR, etc, will have key parameters monitored remotely while other monitoring

10 and operating steps are manual. Both RD&D experiment data (process operating conditions) and
I I offgas emissions data will be acquired.

12 4.3 SECONDARY WASTE STREAMS

13 4.3.1 General

14 All Test and Demonstration Facility secondary waste streams (i.e., any output stream other than
IS the treated DBVS waste) will be managed in accordance with the Hanford Site Liquid Waste
i Acceptance Criteria (HNF-3172) or Hanford Site Solid Waste Acceptance Criteria
17 (HNF-EP-0063) and the receiving TSD unit waste acceptance criteria for the treatment and/or
is disposal path tor each stream. A waste minimization program for secondary wastes will be
19 implemented. Shipments of waste to offsite treatment or disposal facilities are not anticipated.
20 However, should they occur, these shipments will be conducted in compliance with

W 21 WAC 173-303-280(1).

22 Nonradioactive nonhazardous waste streams include air pollution control equipment dusts from
23 process additive transfer, used baghouse filters, empty process additive containers, and
24 damaged/failed equipment. These waste materials will be managed as general solid waste per
25 Hanford Environmental Protection Requirements (HNF-RD-15332).

26 4.3.2 Liquid Effluent Secondary Waste Streams

27 The Test and Demonstration Facility will produce the liquid secondary wastes noted in
28 Table 4-5. The secondary waste stream will be sampled and analyzed prior to being routed to the
29 ETF or other facility for treatment. Sampling and analysis will be performed in accordance with
30 the waste acceptance criteria of the receiving disposal facility. Secondary wastes will be
31 collected either continuously or at scheduled intervals and stored at the Test and Demonstration
32 Facility in 68,140-L (18,000-gal) double-wall tanks. Up to 10 liquid effluent storage tanks may
33 be onsite at the Test and Demonstration Facility at a given time, depending on the rate of waste
34 generation and the duration of sampling and analysis. Sampling and analysis procedures are
35 noted in Section 6.0. When a tank is filled, its contents will be sampled and the waste will be
36 transported to the ETF. If required, wastes will be filtered prior to shipment to ETF. If the waste
37 does not meet ETF waste acceptance criteria, it will be sent to a DST or other approved Hanford
38 Site storage facilities.
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The Secondary Waste System is located on the northwest corner of the DBVS site (See drawings
F-145579-00-D-0002, F-145579-00-P-0008 and F-145579-00-P-0013 in Attachment KK,
Appendix 4, Section 3). The secondary waste storage tanks and ETF tanker loadout station are
located north of the OGTS fan/Stack assembly. Tank construction will meet the requirements of
WAC 173-303-640 and will be equipped with freeze protection consistent with Performance
Category-2 (ambient temperature of 34*C [30*F]). The secondary waste pump skid is located
just south of the secondary waste storage tanks and east of the OGTS Stack and fan assembly.
The loadout station is depicted on P&ID F-145579-37-A-0100 located in Attachment KK,
Appendix 4, Section 3. The spill confinement berm for the tanker truck is designed specifically
for the purpose of confining spills that might occur during tanker loading operation. The loadout
station is depicted on P&ID F-145579-37-A-Ol00 located in Attachment KK, Appendix 4,
Section 3.

13

Table 4-5. Liquid Secondary Wastes
Waste Source Frequency of Generation Pollutants

Washdown Water Equipment Cleaning, Spill Recurring (Equipment Particulate Matter,
Remediation Cleaning) Radionuclides, Caustic

Infrequent (Spill (high pH) Solution
Remediation)

Boiler Blowdown Boiler Maintenance Infrequent Particulate Matter, Boiler
Antifouling Agents,
Surfactants

Mixer/Dryer Condenser, Mixer/Dryer Offgas Recurring (Scheduled Particulate Matter,
Mist Eliminator Drainage Condenser, Mist Holding Tank Discharge) Radionuclides

Eliminator Operation

Scrubber System Main Offgas Treatment Recurring (Scheduled Particulate Matter,
Blowdown or Bleed System Operation Scrubber Holding Tank Radionuclides, Caustic

Blowdown) (high pH) Solution,

Continuous (Scrubber Dissolved Inorganic
Holding Tank Bleed) Gases, Dissolved Acid

Gases, Organic
I Compounds

14

is 4.3.3 Solid/Semisolid Secondary Waste Streams

16 The Test and Demonstration Facility will produce the solid, semisolid, or sludge secondary
17 wastes noted in Table 4-6. Unless otherwise stated, these wastes will be collected on a scheduled
is basis and disposed in permitted facilities. Wastes that will routinely be returned to process use,
19 such as spilled nonhazardous process additives, are not included in this list.

20

21
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Table 4-6. Solid/Semisolid Secondary Was es
Waste Source Frequency of Generation Pollutants

Spent Carbon Filters Main Offgas Treatment Scheduled or Upon Particulate Matter,
System Detection of Pollutant Radionuclides, Organic

Breakthrough Compounds
Spent HEPA Filters Mixer/Dryer Offgas Scheduled Particulate Matter,

Treatment System, Main Radionuclides, Organic
Offgas Treatment System, Compounds
ICV* Purge Air Inlet

Spent SCR Catalyst Main Offgas Treatment Scheduled or Upon Particulate Matter,
System Detection of Catalyst Radionuclides, Organic

Fouling/Poisoning Compounds
Scrubber Tank Sludge Main Offgas Treatment Scheduled or Upon Inorganic Solids, Water

System Detection of Excessive Containing High or Low pH
Buildup Inorganic Compounds,

Radionuclides, Caustic (high
pH) Solution, Organic
Compounds

Used Personal Equipment Cleanup, Recurring Particulate Matter,
Protective Equipment Maintenance, and Radionuclides

Operation -
Failed/Damaged
Equipment

Equipment Cleanup,
Maintenance, and
Operation

Recurring Particulate Matter,
Radionuclides

2
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Permit Attachment JJ

Figures B-I and B-4

The current version of these figures is located in Permit Attachment FF
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Permit Attachment KK

Appendix B

The current version of this appendix is located in Permit Attachment FF
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Permit Attachment LL

Appendix B

The current version of this appendix is located in Permit Attachment FF
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Attachment KK Tank Management

Appendix 4 Secondary Waste System

CONTENTS

Section 1 Supporting Calculations with Drawings

Section 2 Independent Qualified Registered professional Engineer Design
Assessment Reports

Section 3 Drawings

Section 4 Engineering Change Notices

Section 5 Specifications

Section 6 Corrosion Review
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Permit Attachment KK Tank Management

Appendix 4 Secondary Waste System

Section 1 Supporting Calculations with Drawings

145579-C-CA-009, Rev 1, PC-I Basic Foundations?
145579-D-CA-019, Rev A, DBVS Hose-in-Hose Transfer Line Heat
Trace Calculation)
145579-D-CA-031, Rev B, DBVS Detectable Leak Volume for the
Secondary Waste System
145579-A-CA-005, Rev. A, Full DBVS Process Mass Balance Conversion
(Tri-Mer Scrubber Operations)
145579-D-CA-049, Rev. 0, DBVS Secondary Waste Storage Tank Heater
Sizing.

(a) Calculation 145579-C-CA-009 is
Appendix 1, Section 1.

located in Permit Attachment KK,

Calculation 145579-D-CA-019 is located in Permit Attachment KK,
Appendix 2, Section 1.
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Name/Signature/lnitials/D Name/Signature/liqiats/I) Name/SignatureInitias/
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Checked By- Charles E. Grenard . h.rChar

Approved By:

Other:

A rFFCTEI DOCUMENTS

Document Rev. Responsible Discipline
Number Document Title Number Lead Initials

RECORD OF REVISION

Rev. Reason for Revision

A Initial review

B Incorporated Reviewer comments

ATTACHMENTS
Attachments Title Total Pages

A DBVS P&IDs 2

B DBVS Piping Layouts

C DBVS Mechanical Layouts (MIGI, ede,) 3

D 145579-D-SP-010, Appendix C 2

TOTAL CALCULATION PAGE COUNT 16
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CALCULATION SHEET Date: 03/08/05

Calculation No. 145579-D-CA-031

Rev. No. B ORIGINATOR: J. J. Irwin
Calculation Title: DBVS Detectable Leak -

Volume for the Secondary CHECKER: C.E.Grenard C*0-Waste Syslei__________________________

1.0 Introduction

1.1 Purpose

The purpose of this calculation is to determine the maximum credible fluid volumes for
leaks in the primary piping or secondary waste storage tanks in the DBVS Secondary
Waste System (SWS). The SWS is comprised of six tank skids a pump/process piping
skid and interconnecting transfer lines between the skids and the DBVS dryer, OGTS
scrubber and OGTS Tri-Mer skid. Each tank skid, pump skid and interfacing system
contains interface piping connection points. Connection between skids and tanks is made
by hosc-in-hose transler I rw,. (II If flTs).

1.2 Scope

The scope of this calculation is to determine the maximum credible fluid volumes
resulting from a leak in the primary piping or secondary waste storage tank prior to a leak
detection alarm. A potential leak into the SWS loadout station berm is not covered in this
calculation as there is no leak detection instrument in the berm and this off-normal event
requires an operator response.

For the purpose of this report, leaks are assumed to occur at the following locations:

I. At one of the secondary waste storage tanks,

2. At the DBVS dryer to secondary waste storage tank HIHTL at the dryer
connection point,

3. At the DBVS OGTS scrubber to secondary waste storage tank HIHTL at the
scrubber connection point,

4. At the DBVS PGTS Tri-Mer to secondary waste storage tank HIHTL at the
scrubber connection point,

5. At the DBVS secondary waste storage tank recycle line to secondary waste pump
skid HIHTL at the storage connection point (flow is back to the pump skid),

6. At the DBVS secondary waste storage tank outlet to secondary waste pump skid
HIHTL at the pump skid connection point (flow is back to the storage tank),

Form EP 3.3-2F, Sept 2002
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Calculation No. 145579-D-CA-031
Rev. No. 8
Calculation Title: DBVS Detectable Leak

Volume for the Secondary
Waste System

ORIGINATOR: J.J. Irwin//-

C rA-

7. At the DBVS secondary waste load-out line to secondary waste pump skid
H fITL at the load-oul station connection point (flow is back to the pump skid).

2.0 Basis

2.1 Design Inputs

The fluid flow network for the SWS system is depicted in Figure 1. A discrete depiction
of the fluid leak paths are listed in Table 1.

Figure 1. SWS Conceptual Flow Schematic

CHECKER: C. E. Grenard
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CALCULATION SHEET Date: 03/08/05

Calculation No. 145579-D&A-03n

Rev. No. B ORIGINATOR: J. - In ,
Calculation rtle: DBVS Delectable Leak

Volume for the Secod y CHECKER: C. E. Grenard (*..Waste System

Table 1. SWS Fluid Leak Configurations

.i .Reference Reference
Dimensions Location

SWS secondary waste storage tank, front valve secondary 9.25 inch wide by 36 F-145579-37-D-0006
containeni homsing inch long

7.65 fk wide by 19_66 DV-KMOSWS waste transfer pump skid. equipment room 7 lDBVS-SK-M

2 inch HIHTL, 2-PDC-33 0154. dryer condensate feed to I.145579-D SP- 0,
sccondary waste storage tank Appendix C

2 ich HIHTL, 2-PSS-36-03 I,0GTS Scrubber tank to 130 I Lo t 145579-D-SP-OI0,
secondary waste storage tank Long Appendix C

2 inch HIHTL, 2-PTS-36-0320, OGTS Tri-Mer skid to 134 it Long 145579-D-SP-010,
secondary waste storage nk Appendix C

2 inch HilHTl 2-PSW-37-035 1, secondary waste storage tank 19 A Longs 145579-D-SP-010,
to secondary waste pup skid recycle line Appendix C
2 inch HIHTlt 2-PSW-37-0355. secondary waste pump skid 575 i A 45579-D-SP-0.
inlet froyp secondary waste storage tank Appendix C

2 inch HIHIL, 2-PSW-37-0354, secondary waste pump skid 73.5 R Longv' 145579-D-SP-0 10.
oudle to load-out sation Appendix C
Height of liquid in secondary waste storage tank front VIV I inch F-145579-37-D-0006
secondary containment housing to cause leak alarm
Nots-
1) The 2 inch HIHTL contains a 2-0 inch OD primary and a 4 inch ID Sccondary.

2.2 Criteria
There are no pre-determined acceptance criteria.

2.3 Assumptions

The assumptions used in the calculation are as stated below and within the body of the
calculation and/or attachments.

L The piping flow arrangements are determined form the system P&IDs (Attachment A
and the piping layout drawings (Attachment B).

2- Main process piping external to the waste transfer pump skid or secondary waste
storage tanks are Hose-in Hose Transfer Lines (HIHTLs). Hose lengths are

Form EP 3-3-2F, Sept 2002
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Rev. No. B ORIGINATOR: J. J. Irwin ,//
Calculation Title: DBVS Detectable Leak

Volume for the Secondary CHECKER: C. E. Grenard iWaste System

determined from the DBVS site layout drawings, HIHTL technical specification and
are assumed to be bounding (Attachment B). Drain slopes in the HIHTLs are as
specified on the P&IDs (Attachment A).

3. The secondary waste storage tank and outlet valve housing dimensions are
determined from drawing F- 145579-37-D-0003 and F-I 45579-37-D-0006
(Attachment C). The storage lank secondary was assumed to have inside dimensions
of 10 ft wide by 40 ft long. The secondary tank is conservatively assumed to be a flat
rectangular structure.

4. The SWS waste transfer pump skid enclosure outer dimensions are determined fotl
drawing DBVS-SK-M001 (Attachment C). The container inside dimensions are
based upon an assumption of 2 inches of insulatioT on lhe inside walls of the
container.

5. A leak originating in the primary of the storage tank covers the bottom of annular
region between the inner and outer tank before draining through a penetration to the
tank outlet secondary housing..

6. Fluid leaks into the annulus of the secondary waste storage tank fills the secondary
tank bottom to a depth of %A inch before draining to the tank outlet secondary
enclosure. The fluid then fills the secondary enclosure to a depth of I inch.

7- A leak originating in the primary of a HITL fills the annular region between the
inner and outer hose before draining through a connection point penetration assembly
to either to the tank secondary or the waste transfer pump skid. The HIHTL leak is
assumed to result from a complete rupture of the primary.

8. Fluid leaking into the waste transfer pump skid covers the catch basin to a depth of V.
inch before draining to the skid's leak detector sump. Note that the secondary waste
pump skid is required to be designed to drain any freestanding liquids in the container
to a floor sump (see 145579-D-SP-011, Section 3-1.2.3). The floor sump will be
designed to collect liquids drained to it such that 1.5 gallons of liquid in the sump will
activate the leak detector.

3.0 References

145579-D-SP-0 10, Hose-In-Hose Transfer Line Assemblies, Rev. 0, DMJM, December,
2004.

145579-D-SP-01 1, Secondary Waste Pump Skid, Rev. 0, DMJM, November, 2004.

Forn EP 3.3-2F. Sept 2002

A3-7



Page 72 of 257 of DA01179388

RPP-24544 REV I

E togamaPO
Calculation No. 145579-D-CA-031

Rev. No. B
Calculation Title: DBVS Detectable Leak

Volume for the Secondary
Waste System

Page 6 of 8
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145579-D-SP-031, Secondary Waste Storage Tanks, Rev. 0, AMEC, November. 2004.

F-145579-0P-0008, Revision C, Sheet 1, "Bulk Vitrification Secondary Piping Layout"
(Attachment B)

F-145579-37-0100, Revision OA, Sheet 1, "Bulk Vitrification Secondary Waste Pump
Skid/ Loadout P&ID" (Attachment A).

F-145579-37-0101, Revision OA, Sheet 1, "Bulk Vitrification Secondary Waste Storage
P&ID" (Attachment A).

F-145579-37-D-0003, Revision C, Sheet 1, "Bulk Vitrificntion Secondary Waste Tank
Asscmbly and Nozzle Arrangement" (Attachment C)

F-145579-37-D-0006, Revision B, Sheet 1, "Bulk Vitrification Secondary Containment
Details"(Attachment C)

DBVS-SK-M001, Revision G, Sheet 1, "Balk Vitrification Secondary Waste Pump Skid
Container Interfaces." (Attachment C)

4.0 Methods
Standard mathematical expressions are utilize to calculate the volumes in the annulus of
the HIHTLs, the secondary tank bottom, the tank outlet housing or the secondary waste
pump skid catch pan.

011

)
For EP 3.3-2F, Sept 2002
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ORIGINATOR:

'CHECKER: C. E. Grenard

5.. Results and Conclusions

The results of the calculation are presented in Table 2.

Table 2. Calculated Fluid Volume to Leak Detection for Postulated SWS Leaks

Scenario Fluid volume, gallons

1) Leak from secondary waste storage tank, fluid in secondary tank and outlet housing 63.8

2) Leak from dryer to secondary waste siorage tank HIHTL. flfdd n 1i11 I 226.8
secondary, secondary tank and oudet hoising

3) Leak from OGTS scrubber to secondary waste storage tank HDHTL, fluid in HIH TL 127A
secondary, secondary tank and outlet housing

4) Leak from OGTS Tr-Me, to secondary waste storage tank HIHTL, fluid in HIHTL 129.4
secondary, secondary tank and outlet housing

5) Leak from secondary waste recycle line to waste transfer pump skid HJHTL, fluid in 34.2
HIHTL secondary and waste transfer pump skid catch pan and sump

6) Leak from secondary waste pamp skid to secondary waste storage tank HIHT, 29.6
fluid in HUTL secondary and secondary tank outlet housing

7) Leak &rom secondnAy waste load-out line to waste transfer pum skid HIHTL, fluid 60.9
in HIHTL secondary and waste transfer pump skid catch pan and sum

Form EP 3.3-2F, Sept 2002
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6.0 Calculations and Analysis

Using standard mathematical techniques the volumes of simple geometries can be calculate for
the various elements of the SWS components. Table 3 lists the results of the fluid volume
calculations.

Table 3. Calculated Fluid Volumes for SWS Components

SWS component Volume, Volume,
cu.ft- gllons

SWS Secondary waste storage tank, secondary tank bottom at % inch depth 8-33 62.34

SWS Secondary waste storage lank, Tank Outlet Secondary Enclosure 0.19 1.44Assembly at I inch depth

SWS Waste transfer pump skid, Equipnent Room catch pan at / inch depth 3.05 23.45

SWS Waste transfer pump skid leak detector sunp NA 1.5
2 inch HIHTI, 2-PDC-33-0154, dryer condensaic feed to secondary waste 2.79 163.04
storagetank2796.4

2 inch H = T., 2-PSS-36-031 ,OGTS Scrubber tank to secondary waste 8.59 63.65storage tank
2 inch HIHITL, 2-P'S-36-0320, OGTS Ti-Mer skid to secondary waste storage 877 65.61
2 inch HIHTL, 2-PSW-37-0351, secondary waste storage tank to secondary 1.24 9.30
waste pup skid recycle linm
2 inch HIHTL, 2-PSW-37-0355, secondary waste punp skid outlet to 3.76 28.15
secondary waste storage tank
2 inch HINTL, 2-PSW-37.0354, secondary waste pump skid load-ou' line to 4.81
load-out station

Notes:
1) Volume of a rectangular enclosure is width x length x height of fluid
2) Volume of a cylindrical annulus is P, x (D2^2 - D 1^2Y4 * length of fluid
3) Volume of a cylinder is Pi x D 1^2/4 8 length or fluid

Where:
D2 = ID of HIHTL outer hose, 2.0 inches
D I - OD of HIHTL inner hose or ID of Flex Line, 4.0 inches
Pi = Appro. 3.14

)

Form EP 3.3-2F, Sept 2002
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Subject: DEYS Detectable Lank Volume for the Secondary Waste System

The subject document has been reviewed by the undersigned.
The checker reviewed and verified the following items as applicable.

Documents Reviewed: 145570-D-CA-031 Rev. B

Analysis Performed By: Thomas H May

* Design lupot
* Basic Assumptions
" Approach/Design Methodology
* Consistency with item or document supported by the calculation
* Conclusion/Results fntnrpretation
* Impact on existing requiremenis

W0

Checker (printed name, signature, and date) o V
Thomas H May

Organirational Ma r(printed , me ddte) ,
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LisT OF TERMS

_aPq aqueous phase
ACF absolute cubic feet
ACFM absolute cubic feet per minute
0C degrees Celsius
Cl Curie
DBVS Demonstration Bulk Vitrification System
OF degrees Fahrenheit
fte cubic feet
_g gaseous phase
g/mL grams per milliliter
gal gallons
h hour
in inch
ICV In-Container Vitrification
kg kilogram
kPa kilopascals

I liquid phase
lbs pounds
lbs/hr pounds per hour
Ibs/yr pounds per year
M Molar
m 3 cubic meters
mg/rn3  milligram per cubic meter
N Normal
OGTS Off-Gas Treatment System
PCB Poly Chlorinated Biphenyls
ppb parts per billion
ppm parts per million
ppmV parts per million volume
s solid phase

SpG Specific Gravity
TOC Total Organic Carbon
USGPM US gallons per minute
WG Water Gauge
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1.0 EXECUTIVE SUMMARY

This Mass Balance Document is for a demonstration plant that is to be operated under
a Research, Development and Demonstration (RDD) permit The Demonstration Bulk
Vitrification System (DBVS) processes a liquid salt solution originating from Tank S-
109. It converts this low-activity mixed waste into solid glass form by mixing the waste
with soil and glass Former additives and melting it with an electric current. The target
is to treat 0.76 USGPM of 5 molar sodium (M Na) Hanford low-activity waste. About
13,170 gallons waste solution will be processed in one melt box. The DBVS is
comprised of the following process systems:

. Clean Soil and Glass Formers
* Liquid Waste
. Dryer
* Dryer-to-Box
. ICVTM Box
* Off-Gas Treatment

An ExcelS' spreadsheet (Attachment #1) has been developed to convert the IDEAST
software continuous and steady state mass balance outputs for the DBVS, when the
back-up Tri-Mer scrubber Is operating. The goal is to generate both batch and design
flow rates and concentrations that describe the DBVS process and can be used in a
satisfactory fashion for DBVS process design. It is Intended that the modified
spreadsheet outputs will be used in conjunction with the process flow diagrams (PFDs)
to provide the basis of the DBVS process design information for the alternate operation
of the DBVS when the SCR Is not operating and the Tri-Mer scrubber is on-line in its
place.

Excel is a registered tradernark of Microsoft Corporation, Redmond, Washington.
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2.0 INTRODUCTION

An Excet9 spreadsheet has been developed to take in the IDEAS" Software outputs
and where necessary modify them to present an accurate mass and heat balance for
the DBVS process in which some unit operations work on a batch basis while others
(such as the off-gas treatment system) work continuously.

This document provides a detailed cell-by-cell description of the aforementioned
spreadsheet so that it can be understood and verified by others.

3.0 SCOPE

The scope of this simple spreadsheet includes the converting of mass balance
software outputs to provide stream characteristics as wcat as continuous and design
flow rates. This information t is used for inclusion on the DBVS PFDs.

4.0 BACKGROUND

The Process Design Criteria items that are not themselves calculated, serve as the
Input source of the IDEASTh heat and mass balance software model. This computer
model generates a continuous steady state mass balance. The aforementioned
ExcelO spreadsheet takes these outputs and generates the information that Is
necessary for process design in various areas of the DBVS. This Information is
described In detail In the following sections.

5.0 METHODOLOGY

This Excel® spreadsheet consists of several input and calculation worksheets. The
Input worksheets gather all the process input data that are to be used in calculation
worksheets. The calculation worksheets in turn present the process stream
characteristics and flows for inclusion in the PFDs. The calculations involved are
comprised of simple conversions of mass balance software outputs to different units or
using the software outputs to calculate component and elemental concentrations and
flow rates.

A more extensive mass balance worksheet is used to display the detailed process heat
and mass balance, while information Is also calculated and gathered In more
summarized form to accompany each of the PFDs.
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5.1 SPREADSHEET

The ExcelW spreadsheet described above consists of 13 different worksheet pages
and are listed as follows;

* Notes
* IDEAS Stream Data
* Stream Analyzer Data
* Rad Cone ppb
* Stream Pressures

Inputs
* Mass Balance
* PFD 30
* PFD 31
* PFD 32

The first spreadsheet page titled "Notes" contains helpful and informative notes by the
author and does not in any way interact with other worksheets in the Excefl file.

The next three spreadsheet pages ("IDEAS Stream Data", "Stream Analyzer Data"
and *Rad Cone ppb") contain Information, which is directly imported from the IDEASm
software modules that track the stream flow rates and component concentrations and
record them.

These spreadsheet pages only contain data and therefore no calculations or formulae
can be found in them. In fact, in the earlier phases of this project, these spreadsheets
were intended to be used directly as the mass balance tables that would accompany
the PFDs. Because the project requirements continued to change and develop over
the course of time, it was decided to use simple calculations to represent this data In
the project specific forms and units.

The worksheet page 'Stream Pressures" Is where the stream pressure values In
inches of WG are recorded. These pressures am based on pressure calculations
performed in calculation document 145579-V-CA-002 (Reference #1). In this
spreadsheet, stream pressures are converted to kPa units for inclusion in the IDEASm
software, where stream pressure impacts the gaseous volumetric flow rates.

The worksheet page "Inputs" has in it all the input process design criteria and unit
conversions used in all of the worksheets with calculations.
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Spreadsheet calculations are mainly limited to the "Mass Balance" calculation
worksheet and the six PFD worksheet pages that are used in the PFDs.

5.1.1 IDEAS Stream Data

This page In the spreadsheet carries the following information based on the
corresponding IDEASTU software output

* Row 2 = Stream No.
* Row 3 = Stream Name
* Row 4 = Solids, kg/h
* Row 5 = Solution, kg/h
* Row 6 = Stream, kg/h
* Row 7 = Solution, m3/h
* Row 8 = Vapor, Nm 3/h
* Row 9 = Stream, m3Ih
* Row 10 = Solids SpG
* Row 11 Solution SpG
* Row 12 = Stream SpG
* Row 13 = Solids content, Mass %
* Row 14 = Temperature, C
* Row 15 = Pressure, kPa
* Row 17 = Solid phase Na, kg/h
* Row 18 = Liquid phase water, kg/h
* Row 19 = Liquid phase Na, kg/h
* Row 20 = Water vapor, kg/h
* Row 21 = Solid phase Na, Mass %

5.1.2 Stream Analyzer Data

This page in the spreadsheet carries the analysis of each stream for all possible
components In the list below In rows 5 to 114. The values for radionuclides (shown in
bold font here) are included in ppb by linking them to the corresponding column in the
worksheet *Rad Conc ppb". Values for other components are given in Mass %.

Some radionuclides such as C-14 and H-3 are included in the component list but are
currently not part of the project scope and do not show up In the vitrification system.

P:\Design\PRCC4cMCA005\14579-A-CA-00 (Td-Mer Oprang) Rev. Adoc Pap 7 of 26
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* Row 5 = Water_aq
* Row 6 = Steamg
* Row 7 = N2_q
* Row 8 = 02_g
* Row 9 = Al3+_aq
* Row 10 = Ca2+_aq
* Row 11 = Cl-_aq
* Row 12 = C03-2-_aq
* Row 13 = Cr2+_aq
* Row 14 = F- aq
* Row 15 = Fe3+_aq
* Row 16 = K+_aq
* Row 17 = Lf+.aq
* Row 18 = Mg2+_aq
* Row 19 = Mn4+_aq
* Row 20 = NH3_aq
* Row 21 = N2+_aq
* Row 22 = N02-_aq
* Row 23 = N03-__aq
* Row 24 = OHaq
* Row 25 = Pb2+_aq
* Row 26 = P04-3-_aq
* Row 27 = Sb5+_aq
* Row 28 = Se+_aq
* Row 29 = SI4+_aq
* Row 30 = S04-2+_aq
* Row 31 = Sr2+_s
* Row 32 = C_s
* Row 33 = Na+_aq
* Row 34 = Pu-258_s
* Raw35=Cs-137 s
* Row 36 - Sr-90_s
* Row 37 = Tc-99_s
* Row 38 = Co-UO-s
* Row 39 = Eu-164_s
* Row 40 = Hanford Solls
* Row 41 = NOg
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* Row 42 = NO2_s
* Row 43 = C02_g
* Row 44 = HCLg
* Row 45 = 802_g
* Row 46 = Na20s
* Row 47 = CH4_g
* Row 48 = H2SO4_aq
* Row 49 = HNOaq
*Rw 50 = Al3+_s
* Row 51 = Ca2+ a
* Row 52 = Cl-_s
* Row 53 = CO3-2-_s
* Row 54 = Cr2+S-
* Row b5 F-_s
* Row 56 = Fe3+_s
* Row 7 = K+_s
* Row 58 = Li+_s
* Row 59 = Mg2+_s
* Row 60 = Mn4+_s
* Row 61 = Na+_s
* Row 62 = NH3 a
* Row 63 = N12+ a
* Row 64 = NO2- a
* Row 65 = NO3-_s
SRow 66 = OHs
* Row 67 = Pb2+_s
* Row 68 = P04-3-_s
* Row 69 = Sb5+_s
* Row 70 = Se6+ s
* Row 71 = S4+ a
* Row 72 = S04-2+ s
* Row 73 = Sr2+_s
* Row 74 = HClaq
SRow 75 = CaOH2_a
* Row 76 = CaSO4.2H20-s
* Row 77 = CaCl2_aq
* Row 78 = CaSO4_aq
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* Row 79 = Glasss
* Row 80 = CO g
*Rw 81 = CaCO3_s
* Row 82 = CaCO3_aq
* Row 83 = H2CO3_aq
* Row 84 = NH3_g
* Row 85 = HF-aq
* Row 86 = HF_g
* Row 87 = CaF2_aq
* Row 88 = Al2O3_s
* Row 89 = CrO2_s
* Row 90 = K20 s
* Row 91 = Fe2O3_s
* Row 92 = PbO2 s
* Row 93 = PCB-s
* Row 94 *'-129_aq
* Row 95 =l-129 s
SRow 96 = C-14_s
* Row 97 = Hgaq
* Row 98=H_3 g
* Row 99 = Cac~s
SRow 100 NaOH aq
* Row 101 = Na2SO3aq
* Row 102 = NaCl-aq

Raw 103 = NaFaq
* Row 104 = NaNO3_aq
SRow 105 = Na2C03_q
* Row 106 = NaCIO2_aq
* Row 107 = Na2Saq
* Row 108 C102_g
* Row 109 =NaNO2_aq
* Row 110 =Na2SO4_aq
* Row Ill =B203_a
* Row 112 = ZrO2_s
* Row 113 = AIr
* Row 114 = N2H8SO4_aq
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The reason for referencing the radionuclide values to another worksheet is that in this
way transferring the Mass % of each component from the mass balance software
would be easier, If radionuclides were transferred to a worksheet of their own, where
units could be kept at ppb.

For example In cell C34 of worksheet page "Stream Analyzer Data", the TRU2 (Pu-
239) content of the feed (Stream 1) Is given as 4.5 E+01 ppb and the formula used for
that cell is:

C34 ='Rad Cone ppb'! C5

* Similarly for other radionuclide content of the feed which is comprised of 1 'Cs,
"Sr, "Tc, wCo, '"Eu and 'I are given In the following cells with the ppb values
and formulae shown below:

* 'Cs: C35='Rad Cone ppb'l C6 = 5.50E+01
S"Sr: 036='Rad Conc ppb'l C7 - 1.27E+01
* "Tc: C37='Rad Cone ppb'l C8 = 2.14E+03
* "Co: C38='Rad Cone ppb'I C9 = 3.77E-03
* ' Eu: C39='Rad Conc ppb'l C10 = 7.24E-02
* 1 Iaq: C94='Rad Cone ppb'! ClI = 397.84

Similarly for the subsequent streams in columns D to AV, values of radionucildes
concentration were recorded by linking the radionuclides rows 34-39 and 94-98 to the
corresponding radionuclide concentration values in worksheet page "Rad Cone ppb".

5.1.3 Worksheet "Rad Conc ppb"

In this worksheet page, the values of the radionuclide concentrations are recorded for
each stream in rows 6 toll, by reading them in the IDEASTM software stream analyzer
modules and typing them In each cell. There are no calculations or cells with
equations linked to other call sources In other worksheet pages. An example Is given
In section 5.1.2 for the radionuclides concentration in the feed stream. These values
are then used as input sources for calculation of activity rates for each radionuclide.

2 TRU (TRANSURANIC Elements) is defined as: Alpha-emitting radionuclides with anatomic number greater than 92
and with half-life greater than 10 years. In this calculation it is modeled as Pu-239
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5.1.4 Worksheet "inputs"

This worksheet contains both the constants, which are defined set points used in the
Process Design Criteria 145579-A-DC-002 (PDC) and unit conversion data (Reference
#2). The data "Inputs" that can be found either directly or indirectly in the PDC are
listed in column B, whilst column I contains conversion Inputs that are used to convert
the mass balance software outputs in the three worksheet pages to units used in the
process heat and mass balances.

5.1.5 Worksheet "Mass Balance"

The Mass Balance worksheet page is where the detailed DBVS continuous mass
balance is calculated and displayed using outputs described in sections 5.1.1 to 5.1.4.

Cells in Rows 2 and 3 are linked to corresponding cells in "IDEAS Stream Data" and
list the mass balance stream numbers and names.

Row 4 shows the solids flow rate in kg/h for each stream.

Cell C4 with formula C4 ='IDEAS Stream Data'! C4 records the continuous solids feed
rate from the "IDEAS Stream Data' worksheet page as 0.08 kg/h.

Row 5 shows the solution flow rate in kg/h for each stream.

Cell CS with formula C5 =1DEAS Stream Data'l C5 records the continuous solution
feed rate from the "IDEAS Stream Data" worksheet page as 319.62 kg/h.

Row 6 shows the total flow rate In kg/h for each stream.

Cell C8 with formula CO =IDEAS Stream Data'l C6 records the continuous solution
feed rate from the 'IDEAS Stream Data" worksheet page as 319.70 kg/h.

Row 7 shows the solution flow rate In m'th for each stream.

Cell C7 with formula C7 ='IDEAS Stream Data'l C7 records the continuous volumetric
solution feed rate from the 'IDEAS Stream Data worksheet page as 0.25 m%/h.

Row 8 shows the total vapor flow rate in mh for each stream.

PAOOSIWrDRCCcsWlA-00145579A-A-005 fTrl-Mfr Operting) Rev. Adoc Pag 32 of 2s
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Cell C8 with formula C8 ='IDEAS Stream Data'! C8 records the continuous volumetric
vapor feed rate from the "IDEAS Stream Data worksheet page as 0.0 Nm3/h.

Row 9 shows the total volumetric flow rate In m3/h for each stream.

Cell C9 with formula C9 ='IDEAS Stream Data'l C9 records the continuous volumetric
feed rate from the "IDEAS Stream Data" worksheet page as 0.25 Nm3/h.

Row 10 shows the solids SpG for each stream.

Cell C10 with formula C10 ='IDEAS Stream Data' C10 records the solids SpG from
the "IDEAS Stream Data" worksheet page as 2.28.

Row 11 shows the solution SpG for each stream.

Cell C11 with formula CI1 ='IDEAS Stream Data'! CI records the solution SpG from
the 'IDEAS Stream Data" worksheet page as 1.29.

Row 12 shows the stream SpG for each stream.

Cell C12 with formula C12 ='IDEAS Stream Data'l C12 records the stream SpG from
the 'IDEAS Stream Data" worksheet page as 1.29.

Row 13 shows the solids weight % for each stream.

Cell C13 with formula C13 ='IDEAS Stream Data'l C13 records the solids weight %
from the "IDEAS Stream Data" worksheet page as 0.02.

Row 14 shows the temperature for each stream.

Cell C14 with formula C14 =IDEAS Stream Data'! C14 records the stream
temperature from the "IDEAS Stream Data" worksheet page as 28 *C.

Row 15 shows the pressure for each stream.

Cell C15 with formula C15 ='IDEAS Stream Data'l C15 records the stream pressure
from the IDEAS Stream Data' worksheet page as 0 inches WG.

Row 16 is blank
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Row 17 with formula C17 = C6rStream Analyzer Data'l C5/ 100 calculates the mass
flow rate of water to be 213.4 kg/h. C6 as described above is the total flow rate In kg/h
for each stream. Cell C5 In the "Stream Analyzer Data" worksheet page shows the
water content of the LAW feed stream to be 66.75 weight %.

Row 18 with formula C18 = C6'Stream Analyzer Data'l C6/ 100 calculates the mass
flow rate of water vapor to be 0.0 kg/h. C6 as described above Is the total flow rate In
kg/h for each stream. Cell C6 in the *Stream Analyzer Datt" worksheet page shows
the water content of the LAW feed stream to 0.0 weight %.

Row 19 with formula C19 = [C6*(Stream Analyzer Data'l C33+'Stream Analyzer
Data'! C61)100] calculates the mass flow rate of sodium to be 28.45 kg/h. 06 as
described above Is the total flow rate in kg/h for each stream. Cell C33 shows the Na'
aqueous content to be 8.9 weight % and Cell C61 in the "Stream Analyzer Data"
worksheet page shows the Na* solids content of the LAW feed stream to 0.0 weight %.

The formula used above adequately describes the Na content of the feed stream,
where the sodium content is limited to Na' In solid and aqueous forms. However in
cases where sodium content Is represented in the form of Na2O, this species' value
(Row 46) in the "Stream Analyzer Data' worksheet page has to be Included as well.
For example Cell 119 with formula:

119 = 6*('Stream Analyzer Data'l G33 + 'Stream Analyzer Data' G1 + ('Stream
Analyzer Data'l G46)*(4662)y100 Includes component Na2Q.s in the ICV feed, which
Is mainly because sodium content of the soil part of the ICV feed is represented as
Na2O.

Rows 20, 21 and 22 show the concentration of SO, NO, and HCI gases in ppm by
volume. These values Involve no calculations or formulae and the corresponding
values are read from the IDEAS Stream Analyzer modules and recorded In the
corresponding rows for each of the gas streams. There Is no calculation or formulae In
these rows.

Row 23 records the concentration of "'Cs in various streams by linking worksheet
Mass Balance" to the "Stream Analyzer Data" worksheet page. For example, Cell

C23 with formula C23 = 'Stream Analyzer Data'l C3511000 records the "?Cs
concentration in ppm Mass in the feed. Row 25 calculates the mass flow rate of the
radionuclide component "'Cs. For example for the waste feed stream the formula C25
= (C23/1000)*C6, gives the mass flow rate ..Cs In g/h. Knowing the glh rate of this
component, cell C24 calculates the activity rate for "'Cs by the formula C24 = Inputsl

P:iosnuVPRCIalsA-CA005\145579-A-CA-O5 (Tri-Mer OpmaIng) Rev. Adoc Page 14 of25
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$B$30*C25, where Inputsl $B$30 is the specific activity of 'Cs as given in the
*inputs worksheet and referenced in the PDC document.

Row 26 records the concentration of "Sr In various streams by linking worksheet
"Mass Balance" to the "Stream Analyzer Data" worksheet. For example, Cell C26 with
formula.

C26 = 'Stream Analyzer Data'! C36/1000 records the "Sr concentration in ppm Mass
in the feed. Row 28 calculates the mass flow rate of the radionuclide component fSr.
For example for the waste feed stream the formula C28 = (C26/1000)*C6, gives the
mass flow rate "Sr In g/h. Knowing the g/hr rate of this component, cell C27
calculates the activity rate for "Sr by the formula C27 = Inputs! $B$31*C28, where
Inputsl $B$31 Is the specific activity of "Sr as given in the "Inputs worksheet and
referenced in the PDC document.

Row 29 records the concentration of "Tc in various streams by linking worksheet
"Mass Balance" to the "Stream Analyzer Data" worksheet For example, Cell C29 with
formula. w

C29 = 'Stream Analyzer Data'! C37/1000 records the "Tc concentration in ppm Mass
in the feed. Row 31 calculates the mass flow rate of the radionuclide component "Tc,
For example for the waste feed stream the formula C31 = (C29/1000)C6, gives the
mass flow rate "Tc in g/h. Knowing the g/h rate of this component, Cell C30
calculates the activity rate for "Tc by the formula:

C30 = Inputsl $B$32C31, where Inputs $B$32 is the specific activity of "Tc as given
in the" Inputs" worksheet and referenced in the PDC document

Row 32 records the concentration of NCo in various streams by linking worksheet
page "Mass Balance" to the "Stream Analyzer Data" worksheet page. For example,
Cell C32 with formula.

C32 = 'Stream Analyzer Data'! C38/1000 records the "Co concentration in ppm Mass
In the feed. Row 34 calculates the mass flow rate of the radionuclide component
"Co. For example for the waste feed stream the formula C34 = (C32/1000)*C6, gives
the mass flow rate "Co In g/h. Knowing the g/h rate of this component, Cell C33
calculates the activity rate for "Co by the formula.

C33= Inputs! $B$34*C34. where Inputsl $B$34 Is the specific activity of Co as given
In the" Inputs" worksheMt and referenced in the PDC document.

P:\DesignPRC\CaaWCA-005Vl465670-CAfl (Ti-Mar Operafg) Rev. Adoc Page 15 of 28
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Row 35 records the concentration of '"Eu in various streams by linking worksheet
"Mass Balance" to the "Stream Analyzer Data" worksheet page. For example, Cell
C35 with formula.

C35 = 'Stream Analyzer Data' C39/1000 records the '1 Eu concentration in ppm Mass
in the feed. Row 37 calculates the mass flow rate of the radionuclide component
'"Eu. For example for the waste feed stream the formula C37 = (C35/1oorC6, gives
the mass flow rate'"Eu In glh, Knowing the gih rate of this component, Cell C36
calculates the activity rate for I"Eu by the formula

C36= Inputsl $B$33*C37, where Inputsl $B$33 is the specific activity of '"Eu as given
In the "Inputs" worksheet and referenced In the PDC document.

Row 38 records the concentration of "Pu in various streams by linking worksheet
page "Mass Balance" to the "Stream Analyzer Data" worksheet page. For example,
Cell C38 with formula.

C38 = 'Stream Analyzer Data'! C3411 000 records the 2WPu concentration In ppm Mass
in the feed. Row 40 calculates the mass flow rate of the radlonuclide component 'Pu.
For example for the waste feed stream the formula C40 = (C38/1000)*C6, gives the
mass flow rate "Pu In gih. Knowing the g/h rate of this component, Cell C39
calculates the activity rate for 'Pu by the formula C39= Inputsl $B$29*C40, where
Inputsl $B$29 Is the specific activity of 2Pu as given In the "Inputs" worksheet page
and referenced In the PDC document.

Rows 41, 42 and 43 were dedicated to similar calculations for tritium (3H). In this
version, this component Is not followed and the aforementioned rows are therefore
hidden and not used in the mass balance.

Row 44 records the concentration of '"I in various streams by linking worksheet page
"Mass Balance" to the "Stream Analyzer Data" worksheet page. For example, Cell
C44 with formula.

C44 = 'Stream Analyzer Data'l C94/1000 records the '1 concentration In ppm Mass in
the feed. Row 46 calculates the mass flow rate of the radionuclide component "I. For
example for the waste feed stream the formula C46 (C44/1000)C6. gives the mass
flow rate '"I in glh. Knowing the g/h rate of this component, Cell C45 calculates the
activity rate for '2'1 by the formula.

P' e.IgrWRCCa.CA-C-5\145579-A-CA-005 (Ti-Mer Operatng) Rev. A.doc Page lS of 26
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C45= Inputsl $B$35*C46. where Inputs! $B$35 Is the specific activity of 129 as given in
the "inputs" worksheet and referenced in the PDC document.

The above mentioned formulae and values entered for column C of the "Mass
Balance" worksheet page are repeated again where applicable for other streams In
columns D to AV to represent the corresponding values for Streams 2 to 46.

5.1.6 Worksheet PFD 030

In this worksheet page a mass and heat balance table is created for Inclusion with the
PFD F-145579-00-0030 Rev F, the Full DBVS Feed Preparation and Melt (Tri-Mer
Operating) Process Flow Diagram.

The rows in this table correspond to the following stream characteristics that were
required for adequate design of the process system with the units mentioned below:

* Stream Number
" Stream Name
* Phase
* Continuous Mass Flow rate, Ib/h
* Cont. Volumetric Flow Rate (for liquid and gas only) USGPM/ACFM
* Batch Volume, USG/ACF
* Batch Mass, lb
* Batch Transfer Time, h
* Batch Volumetric Flow Rate, (for liquid and gas only) USGPM/ACFM
* Batch Mass Flow Rate. lb/h
* Design Factor, Dimensionless
* Design Volumetric Flow Rate, (for liquid and gas only) USGPMIACFM
* Design Mass Flow Rate, Ib/h
* SpG, Dimensionless
* SpG (Bulk solids only), Dimensionless
* Gas Pressure, Inches WG
* Temperature, *F
* H20, Liquid (continuous), Ib/h
* H20, Gas (continuous), lb/h
* Feed Na (continuous), lb/ h
* S02 Gas Concentration, ppmV
* NOx Gases Concentration, ppmV

P-0esIg6ulPRc$CaksWCA-.OOA145579-A-CAC05 (Tdr oprmaLing) Rev. A.doc Page 17 o126
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* HCI Gas Concentration, ppmV
" l3TCs, CL/h
* Tc, Cl/h
* TRU, CI/h

1 201. Clh

All these values are directly calculated or recorded from the worksheets that represent
IDEAS" outputs or from the "Mass Balance" worksheet where some calculations are
performed as described In the previous section. The only exceptions are streams that
represent alternative options to the normal process flow. Also because this Is a
combination of batch and continuous operations, for certain flows batch flow rates are
calculated using input assumptions in the "Inputs" worksheet as well as outputs from
the IDEAS.. software that are recorded in other worksheets of this spreadsheet.
These calculations are described below in more detail.

Rows 2 and 3 show the Stream numbers and names by linking the cells In those rows
to the corresponding cells in worksheet page "IDEAS Stream Data".

Row 4 contains the phase (solid, aqueous, gaseous) of the contents of each stream.

Row 5 shows the continuous mass flow rate in lbs/h and for Stream 1, the waste
receipt it is given by the formula CS = 'IDEAS Stream Data'! C6linputs! 12, where Cell
C6 in the "IDEAS Stream Data" worksheet page is the continuous flow in kg/h and Cell
12 In worksheet page "Inputs" has the conversion constant for converting kg to lbs., i.e.
2.2.

Row 6 shows the continuous volumetric flow rate and in the case of stream, this done
by the formula:

C6 = ('IDEAS Stream Datal Crnputsl 18)/Inputs! 14/inputs! 1, where Cell C7 in
"IDEAS Stream Data" worksheet page has the solution volumetric flow rate in m3Ih and
the cells 14 and 16 in the "Input" worksheet represent conversion factors for USGPM
to liters and hours to minutes respectively, I.e. 3.785 and 60.

Row 7 takes the value in Row 6 and converts to a batch volume of solution or gas. In
the case of Stream 1, because one batch Is meant to be a batch corresponding to one
batch of the waste solution fed to the dryer and there are eight batches per DBVS box
the batch volume is calculated by the formula:

P4hDhIgnPRC=CalWCA-C0145579-A-CA-005 (T-Mn Operating) Rev. Adoc Page 18 of 26
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C7 = (C6*inputs! B3*lnputs! 16)Inputs! B2, where B3 is the total batch time for one
melt (201 hrs), 16 is the conversion factor for hours to minutes (60) and B2 is number
of solution batches used for one melt (8).

Similarly, Row 8 calculates the mass the batch mass by the formula.

C8 =C5*lnputsl B3/Inputsl B2, for one batch of the waste feed used in one dryer feed
batch.

Assuming a batch transfer rate of 24 USGPM (shown in Cell C13), Cell C9 calculates
the batch transfer time for one batch of waste feed using the formula C9 =

C7/C13/lnputs! 16 =1.14 h.

Cell C10 records the batch volumetric flow by linking that cell to the value of that flow
in the "Inputs" worksheet page.

Cell C1I calculates the batch mass transfer rate by dividing the batch mass by the
batch transfer time of 1.14 hrs. Therefore C1= C8/C9 = 15.428 lb/h.

Cell C12 is the design factor relating Feed Design Rate to the Feed Batch Flow Rate.
In this case the design factor Is 1.0.

Cell CI3 is the design volumetric flow rate with the formula C13 = C12*CIO.

Cell C14 shows the design mass flow rate by the formula C14 = C12*C1 1.

Cell C15 records the SpG of Stream 1 by the formula C15 = 'IDEAS Stream Data'!
C12.

Row 16 records the streams' bulk density for solids only.

Row 17 records the gaseous pressure in inches of WG.

Row 18 records the temperature In 'F. For example, cell C18 records the temperature
of the waste feed stream by the formula.

C18 = 'IDEAS Stream Data'l C14*(95)+32, where C14 in the "IDEAS Stream Data"
worksheet page is the same temperature in C.

Row 19 records the continuous water flow rate In lb/h. For Stream 1, this is shown by
the formula:

P:Deign PRcCalcsA-0C0o14557-A-CA-005 (Tri-Mer Opemutkng) Rev. Adoc Pap 19 of 26
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C19 = 'IDEAS Stream Data'! C18*nputs! 12, where 12 in worksheet page "Inputs" is the
conversion factor of 2.2 used for converting kg to lb.

Row 20 In a similar fashion calculates the continuous water vapor flow rate in bI/h.

Row 21 calculates and represents the Feed Sodium flow rate In Ib/h. In case of the
feed this is shown in Cell C21 by the formula C21 = 'IDEAS Stream Data'l CIS*1nputsl
12, which converts the Feed Na flow rate In kg/h to lb/h.

Rows 22, 23 and 24 record the concentration of S02, NOx and HCI in off-gas streams
directly from the "Mass Balance" worksheet page.

Rows 25 to 28 record the activity rates of Cs, "Tc, TRU and "91 by directly linking
the cells to the corresponding cells in the worksheet "Mass Balance" page. For
example in the feed stream the following formulae are used:

* C25 = 'Mass Balance') C24
* C20 = 'Mass Balance'l C30
* C27 = 'Mass Balance'l C39
* C28 = 'Mass Balance'! C45

Throughout the "PFD 30" worksheet page, the same formulae as described above are
used to record the mass balance values for subsequent streams. In cases where the
process stream requires additional information to be shown, the formulae used may be
different. These cases are outlined below:

In Row 6 for streams where continuous volumetric flow rate Is calculated, the units
read from the "IDEAS Stream Data" are in m3/hr and have to be converted to ACFM.
For example in Cell L6, the dryer air continuous volumetric flow rate is given as

LS = ('IDEAS Stream Data' 19/Inputsl 16)*nputsl 110, where 110 In the 'Inputs"
worksheet page Is the factor for converting m3 to ft' (35.315).

In the case of Stream 7A, (Column M), the dryer ventilation air is designated as an
alternate air supply to the DBVS process. For this reason and the fact that it is not part
of the process mass balance In the IDEAS software, Its continuous and design flows
are calculated in this worksheet.

The design value of this stream Is 600 ACFM. When the off-gas treatment Is
operating, this quantity of dilution air required down stream of the melt (Stream 16) Is

PteagiPRCScsWCA-00%14557-A-c-05 (Tr.er Opertkg) Rev. Adoc Page 20 of 26
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supplied by this stream. In the worksheet "Mass Balance" page Cell M10 is set at 600
ACFM and because the dryer enclosure has to be vented at all times, Cell M6
representing the continuous flow is also set at 600 ACFM. The corresponding mass
flow rate at Cell M5 Is given by the equation:

M5 =('PFD 31'IJ5/PFD 31'iJ6)'PFD 30'IM6, where Cells J5 and J6 represent mass
and volumetric flows of another ambient air stream and Cell M6 is the volumetric flow
rate of Stream 7A.

Stream 8 represents the off-gas stream for the clean soil baghouse and does not
connect to the rest of the DBVS process and the Off-Gas Treatment System (OGTS).
The continuous flow of this stream Is calculated from this assumed batch and design
flow rate of 1,000 ACFM using the equation: N6 = (NI OInputsl B20inputsl B2*lnputsl
16)/Inputs! B3/inputsl 1

Cell N5 calculates the mass flow rate of Stream 8 using the mass to volumetric ratios
of Stream 7A, which is also an ambient air stream and at the same pressure and
temperature. The equation used for the mass flow rate here Is N5 = (M5/M6)N6

5.1.7 Worksheet PFD 031

In this worksheet page a mass and heat balance table Is created for Inclusion with the
PFD F-145579-00-0031 Rev F, the Full DBVS Trailer Off-Gas Treatment (Tri-Mer
Operating) Process Flow Diagram.

The rows In this table correspond to the following stream characteristics that were
required for adequate design of the process system with the units mentioned below:

* Stream Number
" Stream Name
* Phase
* Continuous Mass Flow rate, lb/h
* Cont. Volumetric Flow Rate (for liquid and gas only) USGPM/ACFM
* Batch Volume, USG/ACF
* Batch Mass, lb
* Batch Transfer Time, h
* Batch Volumetric Flow Rate, (for liquid and gas only) USGPM/ACFM
* Batch Mass Flow Rate, lb/h

PoDesIgnPRCCas&WCA-00t45579-A-CA-005 (rTd-Me Oporating) Rev. A.doc Page 21 of 26
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Design Factor, Dimensionless
Design Volumetric Flow Rate, (for liquid and
Design Mass Flow Rate, lb/h
SpG, Dimensionless
SpG (Bulk solids only), Dimensionless
Gas Pressure, Inches WG
Temperature. 'F
H20, Liquid (continuous), lb/h
H20, Gas (continuous), lb/h
Feed Na (continuous), lb/h
S02 Gas Concentration, ppmV
NOx Gases Concentration, ppmV
HCI Gas Concentration, ppmV
37Cs, Ci/h

"Tc, Ci/h
TRU, Cl/h
'n, Cl/h

gas only) USGPM/ACFM

The aforementioned values are directly calculated or recorded from the worksheets
that represent IDEAS" outputs or form the Mass Balance" worksheet where some
calculations are performed as described in the previous section. The only exceptions
are streams that represent alternative options to the normal process operation. Also
because this Is a combination of batch and continuous operations for certain flows
batch flow rates are calculated using input assumptions In the "Inputs" worksheet as
well as outputs from the IDEASn" software that are recorded in other worksheets of
this spreadsheet. These calculations are the same as those described In the section
pertaining to page "PFD 030" and for details of each row please refer to the section for
*PFD 030".

Again, where there Is an alternative option and a stream Is not normally part of the
normal operating process, Its design and continuous flows are calculated
independently. These exceptions are described below In more detail.

Stream 7 In "PFD 031" Is the same as Stream 7 in 'PFD 030' and represents the dryer
air that Is sent to the OGTS for treatment. Stream 70 Is the alternate ambient air that
would be used in full instead of dryer air, when the dryer is not operating. Stream 7B
is the total air stream that Is sent to the OGTS. Stream 7B would be supplied either by
both stream 7 and 7C. Stream 7C would have a flow all the time with Stream 7

P.:esignPRo.IWWCA-005145579A-A-O5 (Tri-Mr Operaling) Rev. Adoc
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representing additional flow during normal operation at times when the dryer Is
operating. When the dryer is not operating the flow for Stream 7 would be adjusted to
compensate for flow in Stream 7.

In column C in *PFD 031*, all Stream 7 values are set to be equal to Stream 7 In "PFD
030*. The batch time for Stream 7 Is set at 8 hours, which Is the dryer batch time. The
batch time for Stream 7B and 7C is 139 hrs, which Is equal to the duration of the melt
period. Calculation of batch mass and volumes are performed on these bases. Cell
D7 uses the batch times to calculate the batch volume of air for Stream 7B:

D7 = D6*Inputs $B$3*inputsl$l$6, where D6 is the continuous flow rate in ACFM and
Cells B3 and 16 in the 'Inputs" worksheet page represent ICV batch duration of 201
hours and factor for converting hours to minutes.

The volumetric design flow for Stream 7 in Cells D13 and L13 in worksheet page "PFD
030 is set equal to 11.2 ACFM at 212 OF, based on the following calculation:

* At upstream of the vacuum pump the pressure Is assumed to be 121 torr

* Pressure downstream is atmospheric or whatever vacuum there is in the OGTS
before the mist eliminator (in this case -20.1 inches WG)

* Air flow for the vacuum pump Is 55 ACFM to keep up with the condenser load

" I torr =133.322 Pascais

* 121 torr = 16.31 kPa

* Going from 16.31 kPa to 81.39 kPa (this is the point in the OGTS that the
vacuum pump discharge joins and temperature changes from 1000F (37.80C;
310.8 K) to 2120F (100C or 373 K)

* Since based on Ideal Gas law P1V1dT1 =P2 V2/T2, knowing P1 =16.31 kPa,
V1 =55 CFM, T1 =310.8 K, P2 = 96.2 kPa and T2 =373 K then:

* [(16.31 x 55y310.8] = 196.2 x V2y373

* And therefore V2 = (16.31 x 55 x 373y(310x 96.2) = 11.2 ACFM at 212*C

P:\sDign\PRCkCaIg\WCA-005M145579-A-005 (Ti-Mar Opsratkng) Rev. A.doc Pap 23 of 26
t-Ap5 1:03 PM

A3-44



Page 109 of 257 of DA01179388

RPP-24544 REV I

amec9
CALCULATION SHEET

CALC, No.: 145579-A-CA-005 ] REV: = DATE: April 12, 2005

CALC. TITLE: Full DBVS Process Mass Balance Conversion (Trl-Mer Scrubber Operatng)

PROJECT NO.: 145579 PROJECT TILE: FlnaiDBVS Design

The continuous stream flows is then calculated based on the ratio of the dry operation
time and the ICV melt cycle of 201 hours. This Is given In Cell L6 by:

L6 = ((Inputsl B2.inputs B27)inputsl B3)*L13; where as mentioned above L13 Is the
calculated design flow and Cells B2. 83 and 827 are batch times for dryer operation,
ICV batch time of 201 hours and the number of dryer batch operations per ICV batch
time.

The other exception to the rules described in detail for various rows in section PFD
030 Is Stream 14. This stream Is comprised of ambient air only and It is used only if
the melt is off and the melt off-gas Stream 13 has no flow.

In the worksheet PFD 031 page. Stream 14 is set to be at the same batch and design
volumetric rate as Stream 15. This is shown In cell H10: H10 = 110. When the melt is
off, Stream 14 will provide an equivalent stream of ambient air in order have a constant
flow to the OGTS. In Cell H10 the batch flow rate is given by H10 = 110, where 110 is
the calculated batch flow of Stream 15.

All other stream values in the subsequent columns are calculated as described In the
section PFD 030.

5.1.8 Worksheet PFD 032

In this worksheet page a mass and heat balance table is created for Inclusion with the
PFD F-148579-0O-0032 Rev F, the Full DBVS TRI-MER and SCR (Tri-Mer Operating)
Process Flow Diagram.

The rows In this table. correspond to the following stream characteristics that were
required for adequate design of the process system with the units mentioned below:

* Stream Number
* Stream Name
- Phase
* Continuous Mass Flow rate, Ib/h
" Cont. Volumetric Flow Rate (for liquid and gas only) USGPM/ACFM
* Batch Volume, USG/ACF
* Batch Mass, lb
" Batch Transfer Time, h
* Batch Volumetric Flow Rate, (for liquid and gas only) USGPM/ACFM

P:\DesIgnOPRCCIWCA.-00545579A.CA-005 rTrIMbrOpmfbig) Rev. A.dOC Pag24 of26
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* Batch Mass Flow Rate, Ib/h
* Design Factor, Dimensionless
* Design Volumetric Flow Rate, (for liquid and gas only) USGPMIACFM
* Design Mass Flow Rate, lb/h
* SpG, Dimensionless
* SpG (Bulk solids only), Dimensionless
* Gas Pressure, inches WG
* Temperature, F
* H20, Liquid (continuous), ib/h
a H20, Gas (continuous), lb/h
* Feed Na (continuous), INb h
* S02 Gas Concentration, ppmV
* NOx Gases Concentration, ppmV
* HCI Gas Concentration, ppmV
SCs, CIl/h

*9Tc, Cilh
* TRU, Clh
S 1291 Cilh

All the aforementioned values are directly calculated or recorded from the worksheets
that represent IDEASIn outputs or form the "Mass Balance" worksheet where some
calculations are performed as described in the previous section. Also because this is
a combination of batch and continuous operations for certain flows batch flow rates are
calculated using Input assumptions In the "Inputs" worksheet page as well as outputs
from the IDEAS" software that are recorded In other worksheet pages of this
spreadsheet These calculations are the same as those described in the section
pertaining to PFDs 030 and 031. For details of each row, please refer to the section
for PFD 030. Values are given for Streams 33 to 37 In the TRI-MER scrubber, as this
is the alternate case where the SCR is not operating. PFD 032 is only designated for
off-gas polishing and NO, reduction by Tri-Mer Scrubber.

The radionuclides in stream 37 (cells H25-H28) should in effect be equal to all of their
Input to the Tn-Mor scrubber in stream 40, however due to rounding off errors in the
mass balance software a slight increase is shown. Since the radionuclides
concentrations and flow rate values are very small, this should be regarded as a
conversion problem.

P:nignWRCoCsaWCA M145579A-CA-o5 (Trs-MM Operut) Rev. A.doc Page 25 d 25
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6.0 ASSUMPTIONS

The Excel® spreadsheet Is based on Input worksheets containIng continuous mass
balance software data. A list of assumptions and design criteria used In the calculation
worksheets can be found In worksheet page Inputs". These assumptions are based
on various sources that are listed in the PDC Document 145579-A-DC-002 (Reference
#2).

7.0 REFERENCES

1. Pressure Calculation Document 145579-V-CA-002 Rev C and Excel Spreadsheet
145579-A-CA-002 (Ductwork Pressures) In Progressl.xis, March 7, 2005

2. Process Design Criteria 145579-A-DC-002, Rev OF. April 8. 2005.
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Criteria
No. of liquid waste batches
Hours per ICV Melt
ICV Melt Duration
Waste Batch Trans. Rate
Starter Path Trans. Time
Soil Transfer Time
Soil Bulk Density
Starter Path Bulk Density
8203 Bulk Density
ZrO2 Bulk Density
ICV FEED BULK Density
B203 Mass Transfer Time
ZrO2 Mass Transfer Time
ICV Feed Min. Transfer Time
General Design Factor (DF)
Condensate Dischrge DF
Dryer Vent Air Flow
Clean Soil Off-Gas Air Flow
Clean Soil Transfer Time
Top-up Soil Transfer Time

Off-Gas ContJBatch Factor
Recycle Dust Bulk density
Melt-Off Duration
Atm. Pressure
Dryer batch time

Value

IM

M e,

M

Units
#
hrs
hrs
USGPM
hrs
hrs
Kg/litre
Kg/litre
Kg/litre
Kg/litre
Kg/litre
hrs
hrs
hrs
Dimensionless Ratio
Dimensionless Ratio
ACFM
ACFM
hrs
hrs;

DimensIonless (-2011139h)
Kg/litre
Hrs
kPa
Hr

Reference
145579-A-DC-002
145579-A-DC-02
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002
145579-A-DC-002

CHECKER NOTES:
1. Cells highlighted in YELLOW correspond to values stated in
2. Checked by William B. (Rusty) Craft. Dated April 12, 2005.

Reference or are acceptable conve

A3-83

Section 3.4.2
Section 3.5.1
Section 3.5.1
Section 3.1
Section 3.5.1
Section 3.3
Section 3.3
Section 3.5.1
Section 3.3
Section 3.3
Section 3.5.1
Section 3.3
Section 3.3
Section 3.5.1
Section 1
Section 1
Section 3.4.2
Section 3.3
Section 3.3
SectIon 3.5.1

145579-A-DC-DO2 Section 3.5.1
145579-A-DC-002 Section 3.6
145579-A-DC-0O2 Section 3.5.1
IDEAS Software
145579-A-DC-002 Section 34.2

R Spec. Actiity C / g 145579-A-DC-002 Section 3.2

~Sr Spec. Actty ~ iC I/ 145579-ADC-W2 Sectuon 3.2r Spec. Activity C l g 145579-A-DC-002 Section 3.2
u Spec. ActMty C 1/ g 145579-A-DC-002 Section 3.2

SpcAc~yc1/9 145579-ADC-002 Section 3.2
'O Spec. Adivity C 145579-A-DC-002 Section 3.2
lfl Spec. Adivity C9 145579-A-DC-002 Section 3.2
SteMUMM (UptrMm or Vacuum Ig ''9PUm 7 Ulem Aaau 145579-A-CA-005 Rev A Pp 26 of 29SACF l 145579

Drye Air TempemraturemDgesCu 145579-A-CA-OOS Rev A Pp 26 of 29'
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Unit Converlon to
to convert kg lb multiply by t $$

to convert US gallon Utres multiply by 'S4

to convert Hour Minutes multiply by (t4A

to convert m 3 Litres multiply by t24

to convert m 3 Cub. Ft multiply by $J1

to convert kPa Inch water multiply by WCIO III

w

arsions or ratios.
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145579-A-CA-005
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IDEAS Stream Data
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Figure 1. Subcontractor Calculation Review Checklist.

Page I of 2

Subject: Full DBVS Process Mass Balance Conversion (Tri-Mer Scrubber Operatine)

The subject document has been reviewed by the undersigned.
The checker reviewed and verified the following items as applicable.

Documents Reviewed: 145579-A-CA-005 Rev A

Analysis Performed By: Thomas H May

* Design Input
* Basic Assumptions
* Approach/Design Methodology
* Consistency with item or document supported by the calculation
* Conclusion/Results Interpretation
* Impact on existing requirements

Checker (printed name, si ature, and date)
Thomas H May

Organizational Manager (printed name, signature and date)
David lj uod ,:; / .

The calculation is acceptable with the following comments which will be incorporated at the next
logical revision of the Mass Balance, and are not needed to approve the calculation. The
calculation references V-CA-002 which is not yet available.

A3-107
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4/18/2005
COMMENTS ON A-CA-005 MASS BALANCE

This calculation is acceptable with comments noted below. However, the calculation references
V-CA-002 which is not yet available.

Per TFC-ENG-DESIGN-C-10, REV A-7 the calculation review checklist must become part of
the calculation when the calculation is released as rev. 0. For the purposes of the IQRPE
package, the checklist may be inserted after the calculation.

The following comments should be fixed at the next logical revision of the Mass Balance, and are
not needed to approve the calculation.

I. Page 20 section 5.1.7 Cell L6 - the equation listed in the text is correct. The equation
listed in the spreadsheet is not correct. Consequently the values on PFD 00-A-0021 stream 7 are
not correct. Down stream values are correct.

2. Page 23 section 5.1.7 - The statement is made that: "The volumetric design flow for
Stream 7 in Cells D13 and L13 in worksheet page "PFD 030" is set equal to 11.2 ACFM
at 212 F, based on the following calculation:.* Cell C13 (not Dl3) of the spreadsheet lists
stream temperature as 212 "F. No explanation could be found for 212 OF. This temperature is the
outlet of a liquid ring vacuum pump operating with an outlet pressure of -20 " W.G. At this
temperature and pressure, the water in the pump will boil and the pump will not operate. When
the vendor information becomes available, update this value.

3. In the spreadsheet worksheet PFD 31, which lists values for PFD 00-A-0031, cell TIS
lists a value of 1.04 SpG. This density is for 5% caustic. It is understood that 15% caustic will be
used. The PDC A-DC-002 page 4 and 5 list caustic solution concentration as 5% and will also
have to be changed at the next logical revision.

4. In the spreadsheet worksheet PFD 31, which lists values for PFD 00-A-0031, cell Ul 5
lists a value of 1.07 SpG. If 15% caustic is used, this density will also be higher. The PDC A-
DC-002 page 4 and 5 list caustic solution concentration as 5% and will also have to be changed at
the next logical revision.

5. Page 44 PFD 31 stream 19 - Temperature is listed as 232*F. However, the scrubber
specification indicates a maximum inlet temperature of 1601'. This is not considered a problem
because if the Tri-Mer operates, it is an upset condition and quenchers routinely handle much
higher temperatures. When the vendor is selected, verify that 232OF is acceptable.

A3-108
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Independent Qualified Registered Professional Engineer
Support to Demonstration Bulk Vitrification Project

CH2M Hill Requisition # 114648

IQRPE Design Assessment Report No. DR-010, Rev. 1
Review of

Demonstration Bulk Vitrification System IQRPE/RCRA
Design Review Package, RPP-24544, Revision C

Section 2.3, Secondary Waste System
(90 Percent Design)

Prepared by:

Robert L. Goodman, Jr., PE
TechnoGeneral Services Company

710 N. 4th Avenue
Pasco, Washington 99301

Reviewed by:

Karl M. Walterskirchen, PE, Chief Engineer
TechnoGeneral Services Company

710 N. 4 h Avenue
Pasco, Washington 99301

At the request of

CH2M Hill Hanford Group, Inc.
POB 1500

Richland, Washington 99352

June 2, 2005
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1.0 INTRODUCTION

The Washington State Department of Ecology (Ecology) has issued a permit for the
Demonstration Bulk Vitrification System (DBVS) that mandates the use of an Independent
Qualified Registered Professional Engineer (IQRPE) to perform a third-party independent review
of the design of Ecology sensitive portions of the DBVS project. TechnoGeneral Services
Company (TGS) has prepared this IQRPE Design Assessment Report at the request of CH2M
HILL Hanford Group, Inc. (CH2M HILL), the project co-operator. TGS is the IQRPE of record
for this project.

1.1 Project Description

The DBVS is a demonstration waste treatment plant operated under a Research, Development
and Demonstration (RD&D) Permit issued by Ecology. The RD&D Permit is issued to the
U.S. Department of Energy, Office of River Protection (DOE-ORP) and CH2M HILL. The
DBVS plant will be located at the 200 West Area of the Hanford Site. The DBVS is being
designed, constructed, and operated by AMEC, an engineering/services company from
Vancouver, British Columbia, under contract to CH2M HILL. AMEC is tasked to comply with
the RD&D Permit. Figure 1 shows a three-dimensional graphic view of the DBVS project.

The DBVS is designed to process a liquid salt solution of low-activity mixed waste (LAW)
originating from Tank 241-S-109. Tank 241-S-109 is located adjacent to the DBVS facility.
The LAW is to be converted into solid glass form by drying the LAW, mixing the LAW in dried

Now, form with soil, and melting it with an electric current. The project is intended to demonstrate the
viability of immobilizing LAW from the tank farms utilizing a proprietary AMEC vitrification
system. The demonstration is to involve treating up; to 600,000 gal of waste in 18 months,
producing up to 50 In-Container Vitrification (ICV M) melt boxes of stabilized vitrified waste.

About 13,170 gal of LAW are to be processed in each melt box. A detailed description of the
process is provided in Attachments AA and BB of the RD&D Permit.

1.2 Design Review Requirements

Many of the components of the DBVS will handle dangerous or mixed waste and are regulated
by Ecology in the RD&D Permit. The RD&D Permit requires an IQRPE review of the design of
these components prior to installation.

The Compliance Schedules, Sections IV.A.8 and V.1 of the RD&D Permit, define the design
documents to include drawings, specifications, calculations and other information as deemed
necessary to support the design. The RD&D Permit identifies 7 systems, including the
foundations system that will have design packages prepared for IQRPE review. CH2M HILL is
providing the IQRPE with design review packages as AMEC completes the design.

As a basis for the IQRPE certification, a review is performed for each System Package on a final
version of the document "Demonstration Bulk Vitrification System IQRPE/RCRA Design
Review Package", RPP-24544 as prepared by AMEC and reviewed and approved by CH2M
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HILL. Each design review package includes a body of text that explains the purpose and scope
of the DBVS and describes the overall process as well as the specific system addressed in the
design package. Included as supporting information (appendices) are calculations, site maps,
drawings, sketches, piping and instrumentation drawings (P&ID), process flow diagrams (PfD),
waste characteristic assessments, technical specifications for materials and equipment, and
miscellaneous supporting data. Each design review package will consist of a revision of the
RPP-24544 document, specific to the system addressed in the package. C12M HILL is not
requiring AMEC to seal/stamp final design documents per WAC requirements for any DBVS
work other than the Site Improvements work (foundations and site work). Documents such as
drawings, calculations, and specifications included in the design review package that are marked
as final and have signatures for the preparer, checker, and approver, will be reviewed by the
IQRPE as a complete document. All other documents will be reviewed as preliminary or
supportive information.

Figure 1. Demonstration Bulk Vitrification System Site Three-Dimensional View.



Page 179 of 257 of DA01179388

IQRPE Report DR-Ol0, Revision I Design Review Package 2.3 Page 6 of 72

Preliminary design data was submitted and reviewed by the IQRPE reviewer as part of this
-4w certification, but only in an effort to familiarize the reviewer with the design until receipt of the

final version.

The third system identified for IQRPE design review is the Secondary Waste System, Section 2.3
of RPP-24544, Rev. C, hereafter known as Design Package 2.3. The primary functions of the
Secondary Waste System are to:

(1) Receive waste from the dryer condensate, selective catalytic reduction (SCR) wet
scrubber system, and the Tri-Mer scrubber system (in the event that the SCR unit is not

-operating);

(2) Store the waste;

(3) Allow for the collection of samples; and

(4) Transfer the waste to a tanker for transport to the Effluent Treatment Facility (ETF).

1.3 Secondary Waste System Design Overview

This certification of the Secondary Waste System is based on the information presented in the
Design Package 2.3. This design package includes multiple calculations, specifications, and
drawings, as summarized in Attachment A. TGS is providing one IQRPE design review report
for the Secondary Waste System.

The Secondary Waste System receives waste from the dryer condensate, wet scrubber, and Tri-
Mer systems; stores the waste; allows for the collection of samples; and transfers the waste to a
tanker for transport to the Effluent Treatment Facility (ETF). The three waste streams are
segregated through valve alignment; however, should a valve mis-alignment occur, the three
streams are compatible with each other. The system consists of six secondary waste storage
tanks, the secondary waste pump skid, an ETF tanker loadout station, and the interconnecting
HIHTLs.

The Secondary Waste System includes the following major components:

. Secondary Waste Storage Tanks (SP-03 1, Rev. 1)
* Secondary Waste Pump Skid (SP-01 1, Rev. 1)

* Secondary Waste Loadout Station
* Hose-in-Hose Transfer Line (HIHTL) Assemblies (SP-010, Rev. 0)

A preliminary interlock approach for the normal process control system has been developed by
AMEC for the Secondary Waste System-and is shown on P&IDs F-145579-37-A-0100, Rev. OC
and F-145579-37-A-0101, Rev. 0B. The identification and tracking method used for these
interlocks is provided on P&ID F-145579-00-A-0099, Rev. G. For the Secondary Waste
System, the interlocks are associated with the waste level in the secondary waste storage tanks,
the transfer discharge pressure from the pumps, and leak detection. The primary interlocks are
summarized in Table 1.
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Table 1. Secondary Waste System Primary Interlocks *

Dryer Condensate Tank Level 11igh-High HAN Shut down Waste Dryer Off-Gas
Alarm (37-LAHH-10S and 37-LAHH-208) HAO Condensate Pump

Scrubber Bleed Tank Level High-H igh HAP Close discharge valve from Wet Scrubber
Alarm (37-I.AI 1-308 and -408) IAQ Skid to Bleed Tank

Tri-Mer Effluent Tank Level High-High HAR Shut down Tri-Mer Bleed Sump Pump
Alarm (37-LAHH-508 and -608) 1AS

Tank Level tow-Low Alarm (37-LA LL- HAF, HAG Shut down Secondary Waste Transfer Pumps
107, -207, -307, -407, -507, and -607) HAH, HAl (37-XC-002 and -003)

HAJ, HAK

Discharge Line Pressure High-High Alarm HAE Shut down Secondary Waste Transfer Pumps
(37-PAH- 003) (37-XC-002 and_-003)
Leak Detected in Secondary Waste Pump HAA Shut down Secondary Waste Transfer Pumps
Skid (37-LAH-007) (37-XC-002 and -003)

Shutdown of Secondary Waste Transfer HAL, HAM Close discharge valve 37-IIV-004 after time

PumpL 37 X( -002 and -003) delay

*lnsum..ntatio. tag numbers are found on t)rawings F-1455 79-35-A-t 010) and F-145579-3 i-A-00L1 ii Appendix D3.

The following sections describe the major components included as part of the Secondary Waste
System. Piping and instrumentation diagrams (P&ID) for these subsystems are shown on
Drawing F-145579-37-A-010l, Revision 0B (Bulk Vitrification Secondary Waste Storage), and
Drawing F-145579-37-A-0100, Revision OC (Bulk Vitrification Secondary Waste Pump
Skid/Loadout), from Appendix D3 of System 2.3. These two drawings are included in
Attachment D of this report.

1.3.1 Secondary Waste Storage Tanks Overview

Dedicated tanks store secondary waste generated by various DBVS process systems until the
waste is transferred to a tanker truck for transport to the ETF. Three secondary waste streams
feed into six storage tanks with two tanks serving each waste stream. The secondary waste
streams include the dryer condensate, the Main Off-Gas Treatment System (OCTS) scrubber
waste solution, and the Tri-Mer scrubber waste solution. The three waste streams are segregated
through valve alignment; however, should a valve mis-alignment occur, the three streams are
compatible with each other. The storage tanks are depicted on P&ID F-145579-37-A-0101, Rev.
OB (Appendix D3 of System 2.3).

Each storage tank consists of a primary containment tank, a secondary containment tank, the
inlet and outlet isolation valves, safety relief valves, vacuum breakers, breather filters, immersion
heaters, and the associated instrumentation. Each primary containment tank has a working
volume of 15,000 gal and a total capacity of up to 18,000 gal.
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The secondary waste tanks are double-walled tanks that are nearly identical to the liquid waste
staging tanks for the Waste Receipt System 2.1. The major difference is related to the lower
level of radioactivity predicted for the secondary waste streams. As a result, for secondary waste
all the valves are manually operated, the sump drain and annulus gas monitoring lines are not
extended to permit remote use, and a sample port will be located on,the top of each tank to
support analyzing the contents before it is discharged to the ETF.

The primary containment tanks are fully enclosed and are maintained at a vacuum by the OGTS
to prevent the release of vapors. Air flows into the tanks through a breather filter and is vented
to the OGTS. When the OGTS is shut down, the breather filter maintains atmospheric pressure
inside the tanks.

1.31 Secondary Waste Pump Skid Overview

The secondary waste pump skid pumping station draws waste from a storage tank and transfers it
to the loadout station. Waste not transferred into the tanker returns to the storage tank of origin.
The pump skid is depicted on P&ID F-145579-37-A-0 100, Rev. OC (Appendix D3 of System
2.3).

The secondary waste pump skid includes two centrifugal pumps, dual duplex cartridge filter
assemblies, and associated piping and valves. The secondary waste storage tank's outlets are
connected by HIHTLs to the secondary waste pump skid's inlet connection point. The
secondary waste can be passed through a cartridge filter or the filter can be by-passed. The
cartridge filter will remove solids in the efluent to ensure compliance with ETF acceptance
criteria (Leonard 2004). A three-way valve directs the secondary waste to either the loadout
station or back to the storage tanks.

The secondary waste pump skid piping and equipment are inside an International Organization
for Standardization (ISO) freight container. A sump equipped with a leak detector element is
installed at the bottom of the pump skid. A connection point to the sump drain is located
external to the secondary waste pump skid. In the event that secondary waste accumulates in the
bottom of the sump, a drain connection is used to remove the liquids.

The potential for vapors to enter the secondary waste pump skid freight container is minimized
because the piping system inside the skid will be pressure tested to verify integrity. If vapors
escape to the freight container, radionuclide particulates are filtered by a HEPA-rated vent air
filter. Organic vapor control in the waste receipt system, beyond what is already included by
using the main off-gas system to ventilate the tanks, is not necessary (per CH2M HILL). Before
the performance of maintenance activities, the secondary waste pump skid piping is flushed and
drained.

1.3.3 Secondary Waste Loadout Station Overview

A tanker truck loadout area is provided to receive secondary waste from the secondary waste
pump skid and load the waste into tanker trucks. The Loadout station is also designed to contain
any leaks or spills that might occur during the filling process. All process piping and
connections necessary for attachment to the tanker truck are provided by the Secondary Waste
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System. The loadout station is depicted on P&ID F-145579-37-A-0100, Rev. OC, Appendix D3
of System 2.3.

As a best-management practice, a spill confinement berm is provided for the loadout station.
The spill confinement berm for the tanker truck is depicted on Drawings F-145579-37-D-0004,
Rev. C, and F-145579-37-D-0005, Rev. C, in Appendix C3 of System 2.3. The spill
confinement is designed specifically for the purpose of confining spills that might occur during
tanker loading operations. The spill confinement includes reinforced tire track belts, a ground
tarp, and a pullover cover. There are two interconnected berms: one for the loadout hose stand,
and one for the tanker truck. The size of each spill confinement area is approximately 12 ft by
12 ft with 1-ft sidewalls. The total confinement capacity of each berm is approximately
1,100 gal, with a 1,000-gal working volume. This provides for a pump shutdown response time
of approximately 14 minutes for a pump discharge rate of 70 gal/min.

The material of construction for the spill confinement is an ethylene copolymer, a geo-membrane
type material. The rear wheels of the tanker truck can roll over the collapsible sidewall of the
confinement system to facilitate frequent entry/exit and operational efficiency. The foundation
for the spill confinement system is compacted, granular base material and a ground tarp to
facilitate its transport to a new location. When warranted by weather conditions, a pullover
cover can be manually placed over the spill confinement system.

A local pump control station is located near the loadout station for pump motor control and local
indication of system operating status. The control panel is positioned near to the secondary
waste loadout pad and allows the operator to visually monitor operations on the loadout pad. An
Emergency Stop Button/Panel is located on the local control panel for quick access by the

VOW_ stationed operator. The Stop Button will stop the secondary waste transfer pump.

Transfer of secondary waste to the tanker truck requires an operator to be at the loadout station.
Valves are set manually and then the pumps are operated from the local control station at the
loadout station. The operator selects which pump to operate based on the valve alignment set at
the pump skid. The station location will allow the operator to observe for signs of leaks during
the tanker truck filling operation. This will allow the operator to immediately stop the pump at
the loadout station if there is a leak.

1.3.4 Hose-in-Hose Transfer Line Assembly Overview

Waste is transferred between the secondary waste pump skid, the secondary waste storage tanks,
and the loadout station through HIHTLs. A sketch of the HIHTLs is provided on DBVS-SK-
M106, Rev. B, in Appendix CI of System 2.3. The hoses consist of an inner, primary
containment hose, and an outer, secondary containment hose. The secondary containment hose
confines leakage from the primary containment hose and routes the leaked waste from the
storage tanks or loadout station to the secondary waste pump skid. The HIHTLs are sloped to
ensure leaked waste will drain to a leak detector. The HIHTLs are supported to ensure there are
no low spots along the length of the hoses.

Appendix C of Technical Specification SP-010, Rev. 0, includes HIHTLs identified as Hose List
Nos. I through 26. This certification involves only the review of the HIHTLs associated with the
Secondary Waste System, identified as Nos. I1 through 26 in Technical Specification SP-01 0.

*A.
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HIHTLs identified as I through 10 are part of the Waste Receipt Tank System and were
previously reviewed by the IQRPE as documented in IQRPE Report DR-008, Rev. 1, Design
Review Package 2.1. The structural calculations for all the HIHTL supports and foundations,
145579-B-CA-003, Rev. 2, Utility Corridor Support Structure and Foundation, were previously
reviewed by the IQRPE as documented in IQRPE Report DR-008, Rev. 1.

1.4 Scope of IQRPE Design Assessment

This IQRPE design report number is DR-010. This IQRPE design assessment includes a
comprehensive review of Design Package 2.3, in accordance with the requirements of the DBVS
RD&D Permit IV.A.8.b.i through IV.A.8.b.viii, and IV.A.8.c.i. Any exceptions taken by the
IQRPE to incomplete or unavailable items in Design Package 2.3 are listed in Section 2.2 at the
end of each subsection. The documents included in this review and the level of each document
review is summarized in Attachment A.

The following items are not covered by the WAC dangerous waste regulations or the RD&D
Permit for the facility, and therefore are outside of the scope of this certification:

* Plant utilities, including instrument and plant air supply lines and electrical power beyond
the first upstream valve or uninterruptible power supply systems.

* Structural features not related to hazardous waste secondary containment.

" Architectural features not related to hazardous waste containment.

* Lighting systems.

* System design features related to protection of the system due to vehicular traffic.

" Heating, ventilation, or air conditioning in the Secondary Waste Pump skid.

* Electrical or signal lines beyond the first upstream field termination box (FTB), motor
control center (MCC), or instrument control panel (ICS). Specifications for electrical
feed, including wiring, local hand switches, terminations, breakers, and other equipment
or instruments located in motor control centers were reviewed. Specifications for
instrument cabling and terminations were reviewed only between locally mounted
devices and field termination boxes and/or local instrumentation and control panels.

" Radiation monitoring or detection components at various locations throughout the
system.

* Verification of functional logic for operation and control of the Secondary Waste System.

This certification also excludes the review of the Design Package 2.3 to the following design
standards included in RPP-17403 because the Design Review Package does not address these
issues:

wA~
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" Section 3.1.2.1.1.3 and Table 3-3 requirements regarding waste feed radionuclide
properties, including all radioactive and radionuclide property considerations.

" Section 3.1 requirements for the DBVS that the design:

- Ensure exposure of plant operating personnel to radioactive process streams
(radiation) is as-low as reasonably achievable (ALARA). See also Sections 3.2.4
and 3.3.6.1.1.

- Minimize the production of secondary waste streams.

- Ensure that all process byproducts are safe for long-term storage or release into the
environment.

* Section 3.3.1.6 requirements for the DBVS that the design include the capability for
flushing components for decontamination.

" Section 3.3.6 requirements for the DBVS that the design related to the following:

- Personnel Safety

- Fire Protection

- Non-Radioactive Airborne Emissions (Section 3.3.6.3.4)

- Radioactive Airborne Emissions (Section 3.3.6.3.6)
%we

" Section 3.3.8 (Decontamination and Deactivation) or Section 3.3.9 (Nuclear Safety)
requirements for the DBVS.

Because the 90 percent design of the Secondary Waste System has been developed as a purchase
specification, many of the 'design' activities have been designated as the responsibility of the
equipment vendor or SELLER. Therefore, this information will not be available until fabrication
of the equipment is underway and will require IQRPE review as part of the installation
certification package. Design calculations and documentation to be reviewed by the IQRPE for
inclusion with the installation certification package include the deliverables listed in
Attachment B. A preliminary listing of inspection points requiring IQRPE review during
fabrication and installation are given in Section 2.2.7 below.

2.0 ASSESSMENT

The IQRPE design assessment includes the following Secondary Waste System major
components:

. Secondary Waste Storage Tanks (SP-031)

. Secondary Waste Pump Skid (SP-011)

. Secondary Waste Loadout Station

*410
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. Hose-in-Hose 'ranster Line (HIHTL) Assemblies (SP-010)

Page 12 of 72

Figure 2. Secondary Waste System Three-Dimensional View.

Figure 2 shows a three-dimensional representation of the Secondary Waste System components
at the DBVS site. The following subsections identify the basis and methods used to complete
this IQRPE design certification.

2.1 Codes, Standards and Regulations

The codes, standards, and regulations specifically used during the preparation of this certification
are referenced as necessary throughout this report.

A complete list of codes, standards. and regulations that have been incorporated into the
Technical Specification packages is included as Attachment C to this report.

The IQRPE concurs with the use of the codes, standards, and regulations that have been
designated in the Technical Specifications.
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The DBVS has been evaluated in accordance with HNP-IP-1266, TFC-ENG-STD-13, and
TFC-ENG-SB-C-06 to establish ignition source control applicability for the prevention of
flammable gas accumulation and ignition. Ignition source controls were not considered routinely
applicable to the DBVS waste receipt system equipment (RPP-23429). Only if flammable gas
concentrations in the tank head space were to exceed 25% of the lower flammability limit (LFL)
will ignition source controls be potentially required. This may require the use of administrative
controls to ensure that any equipment or components not included in the ignition control set
identified in TFC-ENG-STD-13 be de-energized should this situation arise. The IQRPE has
reviewed the Technical Specifications and assess that the appropriate requirements have been
incorporated into the design as a result of this classification.

2.2 Basis of Design

The Secondary Waste System is anticipated to operate for a minimum service life of 2 years and
the equipment has been specified with a design life of 5 years. The primary operating
characteristics are presented in Table 2 as obtained from the Technical Specifications for the
Hose-in-Hose Transfer Line Assemblies, the Secondary Waste Pump Skid, and the Secondary
Waste Storage Tanks Specification.

Table 2. Secondary Waste System Primary Operating Characteristics

Operating Characteristic Range
Liquid Waste Temperature 500 to 150' F
Liquid Waste pH 7 to >13

Supernant Liquid Density 0.98 to 1.07 g/mL
Liquid Waste Water Content 84 - 100 % Analyte Weight

The following sections highlight the structural design standards, waste compatibility, pressure
control system, secondary containment system, ancillary equipment design, corrosion
assessment, and inspection schedule recommendations for the Secondary Waste System.

2.2.1 Structural Design Standards

Ecology (1995) requires that an IQRPE certify that the proposed tank system will have a
sufficient structural integrity and is acceptable for storing and treating dangerous waste in
accordance with WAC 173-303-640(3)(a). This assessment must show that the foundation,
structural support, seams, connections, and pressure controls are adequately designed and that
the tank system has sufficient structural strength, compatibility with the wastes to be stored or
treated, and corrosion protection to ensure that it will not collapse, rupture, or fail in accordance
with WAC 173-303-640(3)(a).

The following activities have been conducted in the review of the design standards for the
Secondary Waste System:

The structural design standards and criteria used have been reviewed to ensure that they
clearly and specifically reference applicable industry standards and recommended
practice codes.
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Design criteria that apply to a specific tank or group of tanks have been reviewed to
ensure that they are clearly indicated.

Structural calculations are normally part of the IQRPE review. Because the Technical
Specifications prepared for the Secondary Waste System IQRPE/RCRA Design Review Package
am purchase specifications that place the responsibility for the structural calculations on the
SELLER, a complete review of the structural calculations has not been completed.

Structural calculations to be submitted by the SELLER and reviewed by the IQRPE at a later
date are listed in Attachment B. The Secondary Waste System equipment and structures will be
analyzed and designed in accordance with the requirements in TFC-ENG-STD-06. The
calculations will demonstrate that equipment will withstand applied loads without loss of
integrity or release of radioactive/hazardous material. The calculations will also show that the
secondary waste pump skid and the secondary waste storage tanks will not tip over nor slide.
The applicable structural analysis requirements from the standard have been flowed down into
specifications to the equipment supplier. The equipment supplier is required to perform the
structural analysis and provide structural calculations consistent with the design drawings
submitted for equipment fabrication.

The Secondary Waste Pump Skid will be placed on DBVS Foundation No. 8. The anchoring
requirements are identified in Specification 145579-D-SP-OI 1, Rev. 1, Appendix D3 of System
2.3. A structural review of Foundation No. 8 was included as part of the certification of
Calculation 145579-C-CA-009, Revision 1, PC-I Foundation 8, JQRPE Design Certification
Report DR-005, Rev. 0. A separate review of this calculation was not conducted as part of this
IQRPE report.

The Secondary Waste Storage Tanks will be placed on compacted, granular base material. The
storage tank soil/floor loading limit is 3,000 lb/ft2 when the tanks are filled with waste.
Adequacy of the granular base material to minimize settling will be evaluated using design
information from the tank vendor and results from compaction testing of the granular base
material in the area where the tanks will be located.

Where possible, the IQRPE has reviewed the report to ensure that the following activities have
been incorporated into the Technical Specifications as part of the design basis:

" Structural calculations will be provided for the nonstandard "off-specification"
Secondary Waste Storage Tanks.

" The Secondary Waste Storage Tank shells will be designed based on a full tank.

* Calculations will be provided that account for liquid specific gravity, external hydrostatic
pressure, and variables such as internal vapor pressure.

* Provisions have been made such that the initially computed shell thickness will be
increased to account for the assumed corrosion rate.

* Design parameters used in structural calculations will be clearly indicated and labeled on
clarifying sketches.

%ofV
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* Seismic considerations, which are appropriate to the seismic risk zone in which the
facility is located, will be accounted for in the structural calculations.

* The foundation underlying the tank system will support the load of a full tank plus the
secondary containment structure per the requirements of WAC 173-303-640(3)(a)(v)(A).
This was certified by the IQRPE as part of DR-005.

* The foundation has been designed to prevent failure due to settlement, compression, and
uplift per the requirements of WAC 173-303-640(4)(c)(Il). This was certified by the
IQRPE as part of DR-005.

* The design plans require that homogeneous, porous, noncorrosive backfill material be
placed below and around tank system foundations and underground piping to provide
uniform structural support and prevent excessive settlement. This was certified by the
IQRPE as part of DR-005.

* The tank systems have been designed to withstand the effects of frost heave per the
requirements of WAC 173-303-640(3)(a)(v)(C). This was certified by the IQRPE as part
of DR-005.

The following subsections highlight the IQRPE Structural Design Standard review for each of
the major Secondary Waste System components, and also identify specific exceptions to this
IQRPE certification report as they relate to the structural review.

2.2.1.1 Hose-in-Hose Transfer Line Assemblies (SP-010)

This Technical Specification was reviewed to ensure that provisions for the proper loads,
supports, and design basis had been incorporated. With the exception of those issues listed in
Section 2.2.1.4 below, the appropriate structural considerations have been made.

2.2.1.2 Secondary Waste Pump Skid (SP-011)

This Technical Specification was reviewed to ensure that provisions for the proper loads,
supports, and design basis had been incorporated. With the exception of those issues listed in
Section 2.2.1.4 below, the appropriate structural considerations have been made.

2.2.1.3 Secondary Waste Storage Tanks (SP-031)

This Technical Specification was reviewed to ensure that provisions for the proper loads,
supports, and design basis had been incorporated. With the exception of those issues listed in
Section 2.2.1.4 below, the appropriate structural considerations have been made.

2.2.1.4 Structural Design Exceptions

IQRPE Certification exceptions to the structural review are as follows:
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" Appendix Al. Calculation 145579-B-CA-005, Rev. C, Section 6.0.

The HIHTL calculations included in this appendix show the applied dead and seismic
loads at the nozzles. Calculations verifying that the nozzles, fittings, or couplings to be
used can support these loads are to be submitted as part of the deliverables for Technical
Specifications SP-031 and SP-011.

* Appendix Al. Calculation 145579-B-CA-005, Rev. C, Section 6.0.

This calculation assumes the weight of insulation equal to 1.0 lb/ft. The same weight is
used for both 4 in and 6 in outside diameter HIHTL assemblies. No basis for this
assumption is provided. In addition, Technical Specification SP-0I0 specified the use of
"Armaflex Type AP by Armacell" insulation. According to the manufacturer's data
sheets, the weight of this insulation ranges from 3.0 to 6.0 lb/ft. The use of these weights
in the calculations presented in Calculation 145579-B-CA-005 would effectively double
the calculated forces. The designer has indicated to the IQRPE that the purpose of the
calculation was to provide an estimate of nozzle loads to the manufacturers of the DBVS
components such as the Secondary Waste Pump Skid. The intent is to use supports to
reduce the interface loads to a value less than the calculated forces. An increase in the
calculated forces will require a stiffer interface in order to reduce the interface loads to a
negligible value.

* Appendix C3, Drawing 145579-00-P-0008, Rev. C., and Drawing 145579-00-P-0013,
Rev. C.

Final calculations to evaluate the installed condition of the HIHTLs, taking into account
the skid and tank design, specific HIHTL information, and individual hose support
designs will be required prior to installation and the calculations will need to be
completed on a per line/interface basis.

* Appendix C3, Drawings F-145579-00-P-0001, F-145579-00-P-0002, F-145579-00-P-
0003, and F-145579-00-P-0004, all Rev. B.

The typical pipe supports were reviewed for adequacy, but a final determination of pipe
support methodology and the use of a specific support in specific applications can not be
completed without final isometric drawings.

" Appendix GI. Technical Specification SP-0I0, Rev. 0, Section 1.1.

This specification includes provisions for heat tracing of the HIHTLs; drawing DBVS-
SK-M106 indicates that as much as 2 ft of heat tracing cable per fbot of HIHTL hose will
be used. The nozzle load calculations in Appendix Al, Calculation 145579-B-CA-005,
Rev. C, do not include considerations for the added weight of the heat tracing. The
designer has indicated to the IQRPE that the purpose of this calculation was not to
evaluate a complete installed system (e.g., one that included an analysis of hose
supports). The presence of heat tracing will need to be accounted for in the support
calculations using the fabrication drawings for the Secondary Waste System components.
The final calculations will determine the need for additional hose supports.
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Appendix G3. Technical Specification SP-031, Rev. 1, Section 3.2.2.

Structural calculations demonstrating that the crushed stone will support these tanks will
be completed during the detailed design.

These issues will require IQRPE review once vendor information is available. This review will
be documented in the IQRPE installation assessment report.

2.2.2 Waste Compatibility

Ecology (1995) requires that an IQRPE certify that the proposed tank system has been designed
of materials compatible with the waste to be stored or treated. The Secondary Waste System is
capable of handling liquid waste with little or no solids. The physical and chemical properties of
the secondary waste were provided in the technical specifications for the Secondary Waste
System.

Conclusions from the review of the design standards, and physical and chemical properties of
secondary waste for the Secondary Waste System are summarized below:

" The proposed materials for the tank system are compatible with the wastes to be stored or
treated per the requirements of WAC 173-303-640(3)(a).

* The proposed dangerous wastes or treatment reagents may be placed into the proposed
tank system without causing the tank system to rupture, leak, corrode, or otherwise fail
per the requirements of WAC 173-303-640(5)(a).

The IQRPE reviewed the waste property information in conjunction with the design
specifications. The IQRPE also reviewed systems designed to prevent freezing or precipitation
of the waste materials within the system that might impact the basis for the assessment. This
included a review of pipe heat tracing specifications, insulation requirements, and liquid waste
storage tank heater requirements.

A completed waste compatibility evaluation is normally part of the IQRPE review and includes
an assessment showing that the characteristics of the waste to be stored or treated are compatible
with the material properties of the tank system-including material properties of any interior or
exterior protective coatings. Since the Technical Specifications prepared for the Secondary
Waste System IQRPE/RCRA Design Review Package are purchase specifications that place the
responsibility for any interior or exterior coatings of the Secondary Waste Storage Tanks on the
SELLER, a complete review of proposed coatings and the associated preparation and application
procedures has not been completed by the IQRPE.

Coating information to be submitted by the SELLER and to be reviewed by the IQRPE at a later
date is listed in Attachment B. Information regarding the waste properties to be stored in the
Secondary Waste System components is given in the technical specifications for the Secondary
Waste Pump Skid and the Secondary Waste Storage Tanks.
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The following sections summarize the IQRPE Waste Compatibility reviews for each of the major
Secondary Waste System components. Specific exceptions to this IQRPE certification report
related to the waste compatibility review are also listed below.

2.2.2.1 Hose-in-Hose Transfer Line Assemblies (SP-010)

The proposed HIHTLs are reinforced ethylene propylene diene monomer (EPDM) hose. Similar
EPDM hose has been successfully used at Hanford for several years with no deterioration of the
hose material. The liquid wastes from the dryer condensate, off-gas treatment system scrubber
effluent, and the Tri-Mer scrubber effluent have been assessed and the waste characteristics have
been specified in the hose procurement specification. The HIHTL assemblies used for the
Secondary Waste System will handle liquid waste with little or no solids.

* The HIHTL assemblies are to include insulation and heat tracing to prevent freezing and
maintain the temperature in the HIHTL at a minimum of 59 *F. The heat (race system is self-
regulating and does not interface with the MCS.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.2.2 Secondary Waste Pump Skid (SP-01 1)

* The piping and valves have been specified as unlined, uncoated carbon steel with reference
to the appropriate ASTM standards. The secondary waste pump skid is located within a
temperature controlled, insulated ISO freight container. Heaters for the secondary waste
pump skid will be sized by the fabricator to maintain an interior design temperature of 59 *F.

The lQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.2.3 Secondary Waste Storage Tanks (SP-031)

* The Secondary Waste Storage Tanks have been specified as interior and exterior coated,
carbon steel tanks with reference to the appropriate ASTM standards. Provisions should be
made to provide cathodic protection for the tanks if required by the final design. The
properties of the secondary waste are very similar to water and to prevent the potential for
freezing or precipitation, heaters will be installed to maintain the secondary waste storage
tank contents at 59 'F.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.2.4 Waste Compatibility Exceptions

IQRPE Certification exceptions to the waste compatibility review are as follows:
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" Appendix A1, Calculation 145579-D-CA-014, Rev. A.

This heater sizing calculation makes assumptions regarding the dimensions of the liquid
waste staging tanks. The size, selection, and installed configuration of the heater will
need to be evaluated once the tank configuration is determined.

" Appendix Al, Calculation 145579-D-CA-014, Rev. A.

This heater sizing calculation assumes primary tank thickness of 0.25 in, secondary tank
thickness of 0.1875 in, and interstitial space thickness of 5 in. Because the resistance to
thermal conductivity of the steel has been assumed equal to 0, the interstitial air space is
the controlling factor in the thermal calculation. Should the interstitial space be reduced
to less than 5 in during the detailed design, this calculation will need to be revised.

" Appendix Al, Calculation 145579-D-CA-014, Rev. A.

The heater sizing calculation assumes a heat transfer coefficient for the liquid waste that
is not based on a specific reference or test. The final calculation will need to address the
sensitivity of the sizing calculation to variations in the actual liquid waste heat transfer
coefficient.

" Appendix G1. Technical Specification SP-OI0, Rev. 0, Section 3.2.2.5.

This paragraph requires the use of conductive copper tape and EPDM tape with a butyl-
based adhesive to secure heat tracing to the HIHTL assemblies. According to
manufacturer literature, RayChem BTV heat tracing is to be secured with glass or
aluminum tape. Additional information is required to assess the proper specification of
the adhesive tape strategy. The designer has indicated to the IQRPE that the information
provided in the specification is based on prior HIHTL procurement specifications and
some information may be out of date. SP-010 allows the Seller to request clarification
using the Request for Information form. A Change Notice against the specification will
be generated as needed.

These issues will require IQRPE review once vendor information is available. This review will
be documented in the IQRPE installation assessment report.

2.2.3 Pressure Control System

Ecology (1995) requires that an IQRPE certify that the proposed tank system has been designed
with appropriate pressure control systems. A review of the pressure control system is normally
part of the IQRPE review. Since the Technical Specifications prepared for the Secondary Waste
System IQRPE/RCRA Design Review Package are purchase specifications that place the
responsibility for the purchase of the pressure control system instrumentation, breather filters,
and pressure relief valves for the Secondary Waste Storage Tanks on the SELLER, a complete
review of the pressure control system has not been completed by the IQRPE.

Pressure control system information to be submitted by the SELLER and reviewed by the IQRPE
at a later date is listed in Attachment B.

lw
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Conclusions from the review of the design standards for the Secondary Waste System are
summarized below:

* The Technical Specifications include an acceptable preliminary piping and
instrumentation system that will allow for adequate pressure control, per the requirements
of WAC 173-303-640(3)(a).

* The Technical Specifications include the following basis for the detailed design of the
tank system:

- Tank capacity and design pressure.

- The applicable characteristics of the waste to be stored.

- Maximum inflow and outflow rates.

- The type of roof and how it is attached to the tank.

- Locations of pressure relief vents and other pressure controls.

- The pressure control system discharge locations.

The following sections highlight the IQRPE Pressure Control System review for each of the
major Secondary Waste System components, and also identify specific exceptions to this IQRPE
certification report as they relate to the pressure control system review.

2.2.3.1 Hose-in-Hose Transfer Line Assemblies (SP-010)

The DBVS HIHTL assemblies are designed to withstand an intermittent maximum fluid pressure
of 375 psig. The appropriate testing requirements have been specified to demonstrate this
capacity.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.3.2 Secondary Waste Pump Skid (SP-011)

The DBVS secondary waste piping will be designed to a design pressure identified by the
fabricator, but the pressure will not be less than 150 psig nor greater than 375 psig using the
hydraulic data in the pump skid technical specification. The pump skid piping system and
interconnecting piping from the compressed air and filtered water systems is to be designed,
fabricated, inspected, and tested in accordance with ASME B31.3 code requirements for
"Normal Fluid Service."

The Secondary Waste Pump Skid is fitted with the appropriate pressure measurement and
indicating devices at the necessary locations.
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The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.3.3 Secondary Waste Storage Tanks (SP-031)

The secondary waste storage tanks are to be designed for four (4) psig over filly loaded
condition or the minimum code or standard design pressure, whichever is greater at 150* F.; as
well as a vacuum of at least -0.4 psig.

Each storage tank is to have vacuum/pressure devices capable of limiting the tank gas
pressure/vacuum. The storage tank breather filters include pressure indicators. Pressure
indicators for the primary and secondary containment tanks are installed at the filter elements
and are read locally. Each storage tank has a vacuum/pressure relief device. This device vents
the primary containment tank to the secondary containment tank. The secondary containment
tank will then vent through its breather filter. The storage tanks are protected from overfilling by
level instrumentation that will shut down the waste transfer pumps. The tank pressure/vacuum
will be controlled within the design limits by operational procedures and/or administrative
controls, as necessary.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.3.4 Pressure Control System Exceptions

IQRPE Certification exceptions to the pressure control system review are as follows:

" Appendix G3. Technical Specification SP-03 1, Rev. 0.

This specification does not include provisions for the vacuum/pressure relief
valve specifications. Attachment B of this IQRPE Design Assessment Report
lists the bidder's vacuum/pressure relief valve recommendation as an item to be
reviewed by the IQRPE as part of the installation certification package.

" Appendix G3. Technical Specification SP-031, Rev. 0, Section 3.2.1.2.

This section states that the Secondary Waste Storage Tanks shall be designed for
four (4) psig over fully loaded conditions or standard design pressure, whichever
is greater, at 150 F. A calculation is needed to determine values for these
pressures.

These issues will require IQRPE review once vendor information is available. -This review will
be documented in the IQRPE installation assessment report.

2.2.4 Secondary Containment System

Ecology (1995) requires that an IQRPE certify that the proposed tank system has been designed
with appropriate secondary containment system. Secondary containment for tank systems that
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store, accumulate, or treat dangerous waste must be designed and installed to meet the

*awl requirements of WAC 170-303-640(4)(b). A review of the secondary containment system is
normally part of the IQRPE review. Because the Technical Specifications prepared for the
Secondary Waste System IQRPE/RCRA Design Review Package are purchase specifications
that place the responsibility for the final design of the system components on the SELLER, a
complete review of the secondary containment system has not been completed by the IQRPE.

Secondary containment system information to be submitted by the SELLER and reviewed by the
IQRPE at a later date is listed in Attachment B of this IQRPE Design Assessment Report.

Conclusions from the review of the design standards for the Secondary Waste System are
summarized below:

" The system is designed to prevent any migration of wastes or accumulated liquid out of
the secondary containment system to the soil, groundwater, or surface water at any time
during the use of the tank system.

" The system is capable of detecting and collecting releases and accumulated liquids until
the collected material is removed.

" The system is constructed of materials that are compatible with the wastes to be placed in
the tank system.

" The system has been specified to have sufficient strength to withstand stresses due to
static head during a release, pressure gradients, climatic conditions, nearby vehicle
traffic, and other stresses resulting from daily operations.

" The system will be placed on a foundation or base that will support the secondary
containment system, provide resistance to pressure gradients above and below the system
and prevent failure due to excessive settlement, compression, or uplift.

* The system will be provided with a leak detection system that will detect the failure of
either the primary or secondary containment structure or the presence of any release of
dangerous waste or accumulated liquid in the secondary containment system within 24
hours.

* The system will be sloped or otherwise designed or operated to drain and remove liquids
resulting from leaks, spills, or precipitation.

Because the proposed Secondary Waste Storage Tanks are double walled tanks, they are subject
to the additional requirements of WAC 173-303-640(4)(e)(iii). The requirements were
incorporated into this IQRPE review and the results are given below:

* The inner tank is an integral structure with the outer shell and will be completely
enclosed by the outer shell.

* Any release from the inner tank will be completely contained by the outer shell.
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" Provisions have been made for the inclusion of measures to protect the tanks against
corrosion, including the application of corrosion resistant coatings, and installation of
cathodic protection, as determined necessary during the detailed design.

* The system will be provided with a built-in continuously operating leak detection system
that is installed between the inner and outer tank walls, and is capable of detecting a
release within 24 hours.

The following sections highlight the IQRPE Secondary Containment System review for each
of the major Secondary Waste System components, and also identify specific exceptions to
this IQRPE certification report as they relate to the secondary containment system review.

2.2.4.1 Hose-in-Hose Transfer Line Assemblies (SP-010)

The HIHTLs are designed to maintain the liquid waste inside the primary hose with the
secondary, outer hose being used for 100 percent secondary containment. An exception to this is
in the short lengths of HIHTLs between the storage tanks. Due to their short length, sloping of
the hose is not required to meet leak detection requirements. The secondary waste pump skid
HIHTL connection is designed to prevent flooding into the pump skid if a storage tank leaks.
Waste leaked from a hose, valve, or the storage tanks will be contained within a secondary
containment. Waste leaked into a secondary containment hose will be detected by either the
secondary waste pump skid or the staging tank leak detectors depending on the direct ion of
slope. The longest HIIITL is from the dryer to secondary waste storage tank (fluid in HIHTL
secondary, secondary tank, and outlet housing) resulting in a maximum detectable leak volume
of 227 gallons.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.4.2 Secondary Waste Pump Skid (SP-O1I)

The lower portion of the secondary waste pump skid equipment room provides secondary
containment with a capacity of 800 gal. The basis for this volume is a large leak with a flow rate
of 70 gal/min for 10 minutes plus a margin of safety. The secondary waste pump skid is sloped
to drain any freestanding liquids in the skid to a floor sump. Fluid leaking into the pump skid
covers the catch basin to a depth of % inch before draining to the skid's leak detector sump. The
floor sump is designed to collect any drained liquids such that 1.5 gallons of liquid in the sump
will activate the leak detector. The worst case leak before detection inside the secondary waste
pump skid is a 23 gal leak in the equipment room catch pan resulting in a %/ in. liquid waste
depth.

.The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

Secondary Waste Storage Tanks (SP-031)2.2.4.3
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The secondary waste storage tanks have secondary containment tanks designed to contain one
hundred percent of the primary tank volume. The secondary containment structures will
envelope the four sides and the bottom of the primary containment tanks, and may also envelope
the top of the primary containment tank (to be determined by the SELLER). Each secondary
tank includes two secondary containment valve housings that will contain any leakage from the
isolation valves and the HIHTLs. One housing is located on top of the tank, and the other
housing is located on the front of the tank. The inlet and pressure relief valves are located inside
the top secondary containment housing, and the outlet valve is located inside the front secondary
containment housing.

The front secondary containment housing is equipped with a leak detector. The tank is sloped so
leaked waste will drain from the top housing and the secondary containment tank to the leak
detection sump in the front housing. The secondary waste staging tank design is capable of
detecting a tank leak of 64 gal. A typical leak detector data sheet is provided in provided in
Appendix H3. Factory acceptance testing will verify that leaked waste will flow from the top
secondary containment housing to the sump.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.4.4 Secondary Waste Loadout Station

A tanker truck loadout area is provided for the transfer of the secondary waste from the
secondary waste pump skid to the tanker truck. The Loadout station is also used to contain any
leaks or spills that might occur during the filling process. The spill confinement is designed
specifically for the purpose of confining spills that might occur during tanker loading operations.
The spill confinement includes reinforced tire track belts, a ground tarp, and a pullover cover.
There are two interconnected berms: one for the loadout hose stand and one for the tanker truck.
The size of each spili confinement area is approximately 12 ft by 12 ft with 1-ft sidewalls. The
total confinement capacity of each berm is approximately 1,100 gal, with a 1,000-gal working
volume. This provides for a pump shutdown response time of approximately 14 minutes for a
pump discharge rate of 70 gal/min.

The material of construction for the spill confinement is an ethylene copolymer, a geo-membrane
type material. The rear wheels of the tanker truck can roll over the collapsible sidewall of the
confinement system to facilitate frequent entry/exit and operational efficiency. The foundation
for the spill confinement system is compacted, granular base material and a ground tarp to
facilitate its transport to a new location. When warranted by weather conditions, a pullover
cover can be manually placed over the spill confinement system.

A local pump control station is located near the loadout station for pump motor control and local
indication of system operating status. The control panel is positioned near to the secondary
waste loadout pad and allows the operator to visually monitor operations on the loadout pad. An
Emergency Stop Button/Panel is located on the local control panel for quick access by the
operator. The Stop Button will stop the secondary waste transfer pump.

Transfer of secondary waste to the tanker truck requires an operator to be at the loadout station.
Valves are set manually and then the pumps are operated from a local control station at the
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loadout station. The station location will allow the operator to observe for signs of leaks during
the tanker truck filling operation. This will allow the operator to immediately stop the pumps at
the loadout station if there is a leak. The presence of the operator at the loadout station during
transfer of secondary waste eliminates the need for a leak detector within the confinemeit berm.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.4.5 Secondary Containment System Exceptions

IQRPE Certification exceptions to the secondary containment system review are listed below:

" Appendix G1. Technical Specification SP-OI0, Rev. 0, Section 3.2.1.5.

This section requires that the SELLER evaluate potential effects of erosion. Information
regarding maximum solids concentrations and flow rates for each hose are not clearly
indicated in the technical specifications, waste feed information, or process flow
diagrams included with the design package. The assumptions regarding maximum solids
concentrations and flow rates presented in the detailed design will need to be reviewed to
ensure they are comparable to the expected liquid waste properties.

" Appendix 03. Technical Specification SP-0l 1, Rev. 0, Section 3.3.6.1.

Painting Preparation. Insufficient information regarding the preparation procedures or
testing requirements (e.g. blasting media or surface profiles) are presented to make a
complete review of the design.

" Appendix G3. Technical Specification SP-03 1, Rev. 0, Section 3.1.2.

The secondary containment described in this specification does not include provisions for
the valve housings or breather filter specifications.

These issues will require IQRPE review once vendor information is available. This review will
be documented in the IQRPE installation assessment report.

2.2.5 Ancillary Equipment Design

Ecology (1995) requires that an IQRPE certify that the proposed tank system has been designed
with appropriate ancillary equipment in accordance with the requirements of
WAC 170-303-640(3)(f) and (4)(f). A review of the ancillary equipment design is normally part
of the IQRPE review. Because the Technical Specifications prepared for the Secondary Waste
System IQRPE/RCRA Design Review Package are purchase specifications that place
responsibility for the final piping configuration and the purchase of all instrumentation, valves,
and electronics on the SELLER, a complete review of the ancillary equipment design has not
been completed.

Ancillary equipment design information to be submitted by the SELLER and reviewed by the
IQRPE at a later date is listed in Attachment B.

w-V
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Conclusions from the review of the design standards for the Secondary Waste System are
summarized below:

" The Technical Specifications provide for secondary containment for tank system
ancillary equipment that cannot be visually inspected for leaks on a daily basis.

* Secondary containment has been provided for flanges, joints, and valves and other
connections regardless of whether or not they are welded to the piping and visually
inspected for leaks on a daily basis.

" Secondary containment has been provided where pumps and valves transfer dangerous
wastes between tanks regardless of whether or not they are seamless and can be visually
inspected on a daily basis.

The following sections highlight the IQRPE Ancillary Equipment Design review for the
specifications, P&IDs, and data sheets for each of the major Secondary Waste System
components, and also identify specific exceptions to this IQRPE certification report as they relate
to the ancillary equipment design review.

2.2.5.1 P&ID Review

All P&lDs were reviewed for the following basic considerations:

* Appropriate location of pressure, temperature, and flow sensing equipment.

- Necessary piping, valve, and instrumentation labeling.

* Proper positioning of instrumentation to prevent undue influence from upstream
equipment.

" Necessary isolation valves to allow instrumentation maintenance.

" Identification of preliminary interlocks.

* Designation of valves as fail-open or fail-close.

* Location of check valves or back-flow preventers.

* General designation of appropriate alarms and recorded information.

2.2.5.2 Data Sheet Review

Data sheets included as part of Technical Specification SP-Ol 1 were reviewed for the following:

" Appropriate materials of construction.

" Appropriate functionality.
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Hazard classification requirements.

2.2.5.3 Instrument Loop Diagram Review

IQRPE review of instrument loop diagrams included identification of the appropriate wiring and
terminations at the local instruments, junction boxes, termination panels, and MCS.

2.2.5.4 Ancillary Equipment Exceptions

IQRPE Certification exceptions to the ancillary equipment review are as follows:

" General - Ancillary Equipment.

WAC requirements specify that the IQRPE review the design of ancillary equipment to
ensure that it is supported and protected against physical damage and excessive stress due
to settlement, vibrations, expansions, or contractions. Sufficient information is not
available at this time to complete this level of review.

" Appendix C3. General.

All instrument loop diagrams included with the Secondary Waste System IQRPE/RCRA
Design Review Report are preliminary and will be updated with Vendor-specific
instrumentation information during the detailed design. Final drawings will need to be
reviewed by the IQRPE.

" Appendix G3, Technical Specification SP-031, Section 3.3.1.2.5.

The PSI, Inc. LineBacker sealing gaskets specified in this paragraph require that the
torque value be specified (the manufacturer only lists 'suggested' torque values). This
responsibility is not clearly directed to the SELLER. The designer has advised the
IQRPE that this section does not discuss torque since the Seller isn't installing the
instruments, valves, or piping. The torque requirements will be included in the
construction specification for field assembly.

These issues will require IQRPE review once vendor information is available. This review will
be documented in the IQRPE installation assessment report.

2.2.6 Corrosion Assessment

An IQRPE corrosion assessment is only required for the external shell of primary containment
that is in direct contact with soil or water per the requirements of WAC 173-303-640(3)(a)(iii).
Because all primary components are located within secondary containment on devices that are
located on concrete pads or granular base material, these requirements do not apply to the IQRPE
review of the Secondairy Waste System IQRPE/RCRA Design Review Package; however, the
IQRPE has performed an independent engineering corrosion review of the secondary waste
system components.
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The Secondary Waste System piping and equipment are all located aboveground will be
protected from failure due to corrosion. The secondary waste pump skid will be sitting on a
concrete pad and will not be in contact with soil. The exterior will be painted to protect the
enclosure from corrosion. A corrosion allowance protects against failure of the piping due to
corrosion.

The secondary waste storage tanks will be sitting on granular base material. The exterior will be
painted to protect against corrosion. The interior of the tanks will be coated, which will be
holiday-tested in accordance with ASTM D5162. The tanks will be protected against galvanic
corrosion using a cathodic protection system, if determined to be necessary during final design.

A corrosion expert has reviewed the Secondary Waste System specifications and has identified
concerns associated with the Tri-Mer Scrubber Secondary Waste solution pH. The planned
actions to address this, and other items noted in the corrosion review, are described in a response
letter to the corrosion expert in Appendix H3 of System 2.3. The Tri-Mer scrubber has been
evaluated for operating the unit to keep the discharges from being "acidic" for both normal and
upset conditions. For both normal and upset conditions, the scrubber will be operated to
maintain a fluid pH above 7. The corrosion expert has accepted the planned actions stated in the
response letter in Appendix H3. The IQRPE has performed an independent engineering
corrosion assessment and takes no exceptions to the corrosion assessment and the response letter
in Appendix H3 of System 2.3.

The following reviews of the design standards for the Secondary Waste System have been
completed:

* A review of the design information for the presence of any stray electrical current from
nearby equipment using external power sources.

" A review of the corrosion protection recommendation for coatings and a cathodic
protection system.

* A review of the provisions for corrosion allowance.

The following sections highlight the IQRPE Corrosion Assessment review for each of the major
Secondary Waste System components, and also identify specific exceptions to this IQRPE
certification report as they relate to the corrosion assessment review.

2.2.6.1 Hose-in-Hose Transfer Line Assemblies (SP-010)

The HIHTL assemblies are adequately designed to prevent failure caused by corrosion. The
HIHTL end fittings are stainless steel, which has been widely used at the Hanford Site and is
compatible with caustic waste. The transfer line is EPDM and this material has been used
successfully for similar caustic waste retrieval applications. The intermediate fittings are also
stainless steel, they are isolated on both sides by EPDM, and do not include dissimilar materials.

The Technical Specifications make the appropriate provisions for grounding the HIHTLs to the
DBVS grounding system.
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The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.6.2 Secondary Waste Pump Skid (SP-011)

The secondary waste pump skid piping and enclosure are made of carbon steel. A conservative
corrosion allowance protects against piping failure. The enclosure will be sitting on a concrete
pad and will not be in contact with soil or water. The exterior will be painted to protect the
enclosure from exterior corrosion. The design of the Secondary Waste Pump Skid is based upon
a corrosion review by an independent corrosion expert and professional engineer (Appendix H3).
The IQRPE performed an independent engineering corrosion review and assessment for the
Secondary Waste Pump Skid.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.6.3 Secondary Waste Storage Tanks (SP-031)

The secondary waste storage tanks and nozzles are to be constructed of carbon steel. The
interior of the tanks will have a chemical resistant coating that will be holiday-tested in
accordance with ASTM D5162. The exterior will be painted to protect against corrosion. The
tanks will be protected against galvanic corrosion using a cathodic protection system, if
determined to be necessary during the detailed design. The design of the Secondary Waste
Storage Tanks is based upon a corrosion review by an independent corrosion expert and
professional engineer (Appendix 1-13). The IQRPE performed an independent engineering
corrosion review and assessment for the Secondary Waste Storage Tanks.

The IQRPE concurs that this design basis meets the requirements of the DBVS RD&D Permit
and WAC 173-303-640.

2.2.6.4 Corrosion Assessment Exceptions

The IQRPE engineering corrosion assessment for the Secondary Waste System is included as
Attachment E to this report. There are no exceptions to the IQRPE certification of the corrosion
assessment.

2.2.7 Recommended Inspection Schedule

Inspection of the secondary waste pump skid, the secondary waste storage tanks, and the
HIHTLs will be performed at the supplier's facility to ensure they comply with the design, and
inspection and testing requirements. The IQRPE will also review the vendor inspection and
testing reports, as they are available.

Additionally, before placing the Secondary Waste System into service, the HIHTL assemblies,
the tanks, and the pump skid will be inspected by an IQRPE for structural damage and proper
installation. This inspection will include the following:
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" Evaluation of the welds to verify no cracking or lack of fusion.

* Confirmation that no punctures, scrapes of protective coating, cracks, corrosion, or other
structure damage are present.

" Performance of tank tightness test to verify no leaks are present and that pressure or
vacuum did not change beyond specifications over the test period.

" Verification of the protection of ancillary equipment against physical damage and stress.

* Installation inspection that conforms to consensus-recognized standards including the
documentation of findings and corrective actions documented in a post-inspection report.

The system is only specified to operate for a service life of 2 years and since the equipment has
been specified with a design life of 5 years; the IQRPE does not recommend any additional
inspections after the system is placed into service. The need for additional annual inspections
will be determined by the Owner/Operator in accordance with RD&D Permit Condition
IV.A.8.d.i and WAC 173-303-640(6).

The following sections highlight the IQRPE Recommended Inspection Schedule items for each
major component after completion of the final design, prior to the start of fabrication, and before
placing the Secondary Waste System components into service.

2.2.7.1 Hose-in-Hose Transfer Line Assemblies (SP-010)

The IQRPE recommends the following inspections for the HIHTL assemblies:

" Review the final design once completed.

* Review the final vendor design submittals prior to the start of fabrication, as highlighted
in Attachment B.

" Review the vendor inspection and testing reports, as they become available, but prior to
equipment installation on site.

" Complete the IQRPE inspection for structural damageand proper installation and
complete the installation assessment report before placing the Secondary Waste System
into service.

2.2.7.2 Waste Transfer Pump Skid (SP-027)

The IQRPE recommends the following inspections for the Waste Transfer Pump Skid:

* Review the final design once completed.

* Review the final vendor design submittals prior to the start of fabrication, as highlighted
in Attachment B.
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* Review the vendor inspection and testing reports, as they become available, but prior to
equipment installation on site.

* Complete the IQRPE inspection for structural damage and proper installation and
complete the installation assessment report before placing the Secondary Waste System
into service.

2.2.7.3 Secondary Waste Storage Tanks (SP-031)

The IQRPE recommends the following inspections for the Secondary Waste Storage Tanks:

* Review the final design once completed.

* Review the final vendor design submittals prior to the start of fabrication, as highlighted
in Attachment B.

* Review the vendor inspection and testing reports, as they become available, but prior to
equipment installation on site.

* Complete the IQRPE inspection for structural damage and proper installation and
complete the installation assessment report before placing the Secondary Waste System
into service.

Table 3 lists additional IQRPE recommended inspections for the Secondary Waste Storage
Tanks.

Table 3. Secondary Waste Storage Tank - Additional IQRPE Inspection Points
Activity Comments

Primary and Secondary Liner Welding This step is critical to the successful fabrication of the tank system.
The IQRPE or a QII or AWS-certified inspector working under the
direction of the IQRPE should complete inspections of the fabrication
process following the completion of this activity, rather than relying
only on a documentation review once fabrication is complete.

Internal Liner Coating Preparation This step is critical to the successful fabrication of the tank system.
Activities The IQRPE or a QIl or aNACE-certified inspector working under the

direction of the IQRPE should complete inspections of the fabrication
process following the completion of this activity, rather than relying
only on a documentation review once fabrication is complete.

Internal Liner Coating Application This step is critical to the successful fabrication of the tank system.
The IQRPE or a QIl or a NACE-certified inspector working under the
direction of the IQRPE should complete inspections of the fabrication
process following the completion of this activity, rather than relying
only on a documentation review once fabrication is complete.

Internal Liner Coating Dry Film This step is critical to the successful fabrication of the tank system.
Thickness/Holiday Testing The IQRPE or a QIl or a NACE-certified inspector working under the

direction of the IQRPE should complete inspections of the fabrication
process following the completion of this activity, rather than relying
only on a documentation review once fabrication is complete.
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2.2.7.4 Recommended Inspection Schedule Exceptions

IQRPE Certification exceptions to the recommended inspection schedule assessment review are
as follows:

* The recommended inspection activities described in this section are based on the design
basis operating life, operating conditions, and waste characteristics outlined in the Design
Basis Report. Should any of these parameters change (for example: extended operating
life, increased operating temperatures, lower waste pH), the inspection schedule must be
re-evaluated by the IQRPE.

*A-P
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3.0 DESIGN REVIEW ASSESSMENT CERTIFICATIONS

TheSetondary Waste System IQRPE/RCRA Design ReviewPackage, RPP-24544, Revision C
for Systn23, has been reviewed by the I9RIE and, with the exceptions listed herein, was
ass ,dt9 bean comnpliance with the applicable seotions of WAC 173-303-640 and the RD&D
Pepnit fttth6 DBVS as sMated in Section 1.4 of this repst Tbeseresuhsare based on a review
of the applicable codes, standards, and documents. The certifications below are in accordance
with the requirements of WAC 173-303-640(2)(b) and 173-303-810(13)(a).

Report Lead IQRPE:

I certify under penalty of the law that this document amdall attachmnents were prepared under my
direction or supervision in accordance with a system designed to assure that qualified personnel
properly gather and evaluate the information submitted. Based on my inquiry of the person or
persons who manage the system, or those persons directly reaponsible for gathering the
information, the information submitted is, to the best of hy knowledge and belief, true, accurate,
and complete. I am aware that there are significant penalties fbr submitting false information,
including the possibility of fine or imprisonment for knowing violations.

Report Reviewed by:

Karl M. Walterskirchen, PE Date

ChiefEngineer, TGS
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4.0 REFERENCES

Washington Administrative Codes (WAC)

WAC 173-303, "Dangerous Waste Regulations"

WAC 173-303-640, 'Tank Systems"

WAC 173-303-640(3), "Design and Installation of New Tank Systems or Components"

WAC 173-303-640-810(13)(a), "Certification"

WAC 196-23, "Licensing, Department of Engineers and Land Surveyors, Board of
Registration for Professional, Stamping and Seals"

WAC 196-23.020, "Seal/Stamp Usage"

Publication 94-114, "Guidance for Assessing and Certifying Tank Systems that Store and Treat
Dangerous Waste", June 1994, Washington State Department of Ecology

Publication 95-420, "Guidance for Assessing Dangerous Waste Secondary Containment
Systems", September 1995, Washington State Department of Ecology

ANSI/NEMA MG-I Revision 1-2004, "NEMA Standards Publication Motors and Generators",
September 3, 2004, National Electrical Manufacturers Association

HNF-SD-GN-ER-501, Rev. IB, "Natural Phenomena Hazards, Hanford Site, South Central
Washington."

RPP-671 1, "Evaluation of Hose-in-Hose Transfer Line Service for Hanford Interim Stabilization
Program", April, 2003, T.D. Torres

RPP-17403, Rev. 2, "Function and System Design Requirements for the Demonstration Bulk
Vitrification System", 2004, CH2M Hill Hanford Group, Inc.

RPP-24544, Rev. 0, "Demonstration Bulk Vitrification System IQRPE/RCRA Design Review
Package", February 21, 2004.

145579-Q-SP-001, Revision C DRAFT. "Construction Specification for the Demonstration Bulk
Vitrification System", Division 15 Mechanical, AMEC Earth and Environmental. February
2005.

TFC-ENG-STD-13, Rev. D-1, "Ignition Source Control Evaluation", January 5, CH2M Hill
Hanford Group, Inc.
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ATTACHMENT A

SECONDARY WASTE SYSTEM

IQRPE DISPOSITION OF CALCULATIONS, SPECIFICATIONS, AND DRAWINGS

Document Number Document Title Comments
Calculations

145579-B-CA-005 DBVS Hose-in-Hose Applied Nozzle Loads This calculation was reviewed in its

Revision C entirety. Specific IQRPE review activities
and any exceptions are described in

(Appendix Al) Section 2.2 of this report.

145579-B-CA-009 PC-i Basic Foundations (# 4-1,4-2,5,6,8, This calculation was reviewed and certified

Revision 1 9,14,15) as part of IQRPE Design Certification
Report DR-005. A separate review was

(Appendix A3) not conducted for this report.

145579-B-CA-014 DBVS Waste Receipt System Staging Tank This calculation was reviewed in its

Revision A Heater Sizing entirety. Specific IQRPE review activities
and any exceptions are described in

(Appendix Al) Section 2.2 of this report.

145579-B-CA-019 DBVS Hose-in-Hose Transfer Line Heat This calculation was reviewed in its

Revision A Trace Calculation entirety. Specific IQRPE review activities
and any exceptions are described in

(Appendix A 1) Section 2.2 of this report.

145579-B-CA-031 DBVS Detectable Leak Volume for the This calculation was reviewed in its

Revision B Secondary Waste System entirety. Specific IQRPE review activities
and any exceptions are described in

(Appendix A3) Section 2.2 of this report.

Site Maps

F-145579-00-D-0002 Bulk Vitrification Site Layout Plan This drawing was used for information

Revision F purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix B3) address the specific content of this
drawing.

Secondary Waste System Drawings.

B-145579-37-F-0002 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 32-F-002 conducted. Specific IQRPE review
activities and any exceptions me described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

441'S
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Document Number Dorcment Title Comments

B-145579-32-F-0003 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-P-003 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0004 Bulk Vitrification Instrument Loop A preliminary review of this drawing was
Revision C Diagram 37-H-004 conducted. Specific IQRPE review

activities and any exceptions are described
(Appendix C3) in Section 2.2 of this report. This drawing

will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0006 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-P-006 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B- 145579-37-F-0007 Bulk Vitrfication Instrument Loop A pretiminaiy review of this drawing was

Revision C Diagram 37-L-007 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0102 Bulk Vitrification Instrument Loop A preliminary review of this drawing was
Revision C Diagram 37-T-102 conducted. Specific IQRPE review

activities and any exceptions are described
(Appendix C3) in Section 2.2 of this report. This drawing

will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0103 Bulk Vitrification Instrument Loop A preliminary review of this drawing was
Revision C Diagram 37-L-103 conducted. Specific IQRPE review

activities and any exceptions are described
(Appendix C3) in Section 2.2 of this report. This drawing

will need to be revised using
Vendor-supplied instrument data during
the detailed design.
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Document Number Document Title Comments

B-145579-37-F-0107 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-107 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0108 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-108 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0202 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision Diagram 37-T-202 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

-145579-37-F-0203 Bulk Vitrification Instrument Loop Dia A preliminary review of this drawing was
Revision C Diagram 37-L-203 conducted. Specific IQRPE review

activities and any exceptions are described
(Appendix C3) in Section 2.2 of this report. This drawing

will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0207 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision Diagram 37-L-207 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0208 Bulk Vitrification Instrument Loop A preliminary review ofthis drawing was
i . Diagram 37-L-208 conducted. Specific IQRPE review

Revision C activities and any exceptions are described
(Appendix C3) in Section 2.2 of this report. This drawing

will need to be revised using
Vendor-supplied instrument data during
the detailed design.

411 1
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Document Number Document Title Comments

B-145579-37-F-0302 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision D Diagram 37-T-302 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0303 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision D Diagram 37-L-303 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0307 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-307 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

K-I145579-37-F-0308 Bulk Vitrification Instrument Loop A prliinary review of this drawing was

Revision C Diagram 37-L-308 conducted. Specific IQRPE review
activities and any exceptions are descibed

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0402 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision D Diagram 37-T-402 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0403 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-403 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

VAW
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Document Number Document Title Comments

B-145579-37-F-0407 Bulk Vitrification instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L407 conducted. Specific IQRPE review
activities and any exceptions are described

(A ppendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0408 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L408 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0502 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision D Diagram 37-T-502 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

[4-[4 5579-37-F-0503 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-503 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0507 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-507 conducted. Specific IQRE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0508 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-508 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.
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Document Number Document Title Comments

B-145579-37-F-0602 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision D Diagram 37-T-602 conducted. Specific IQRPE review
activities and any exceptions am described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0603 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-603 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0607 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-607 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

B-145579-37-F-0608 Bulk Vitrification Instrument Loop A preliminary review of this drawing was

Revision C Diagram 37-L-608 conducted. Specific IQRPE review
activities and any exceptions are described

(Appendix C3) in Section 2.2 of this report. This drawing
will need to be revised using
Vendor-supplied instrument data during
the detailed design.

DBVS-SK-MOOI Secondary Waste Pump Skid Container This drawing was used for information

Revision C Interfaces purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix C3) address the specific content of this
drawing.

DBVS-SK-M103, Bulk Vitrification HIHTL Penetration This drawing was used for information
Sheet I Details purposes only. The IQRPE certification

Revision B for the Secondary Waste System does not
address the specific content of this

(Appendix C3) drawing.

F-145579-O0-P-0001 Bulk Vitrification Typical Pipe Support This drawing was reviewed in its entirety.

Revision B Details, Sheet I of 4 Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix C3) this report.

F-145579-O0-P-0002 Bulk Vitrification Typical Pipe Support This drawing was reviewed in its entirety.

Revision B Details, Sheet 2 of 4 Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix C3) this report.

%no
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Document Number Document Title Comments

F-145579-OO-P-0003 Bulk Vitrification Typical Pipe Support This drawing was reviewed in its entirety.
Revision B Details, Sheet 3 of 4 Specific IQRPE review activities and any

exceptions are described in Section 2.2 of
(Appendix C3) this report.

F-145579-00-P-0004 Bulk Vitrification Typical Pipe Support This drawing was reviewed in its entirety.

Revision B Details, Sheet 4 of 4 Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix C3) this report.

F-145579-00-P-0008 Bulk Vitrification Secondary Waste Storage This drawing was used for information
Revision C Piping Layout purposes only. The IQRPE certification

for the Secondary Waste System does not
(Appendix C3) address the specific content of this

drawing.

F-145579-00-P-0013 Bulk Vitrification Secondary Waste Storage This drawing was used for information

Revision C Piping Sections purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix C3) address the specific content of this
drawing.

F-145579-36-V-0001 Bulk Vitrification Off-Gas Handling Plot This drawing was used for information
Revision B Plan purposes only. The IQRPE certification

for the Secondary Waste System does not
(Appendix C3) address the specific content of this

drawing.

F-145579-36-V-0008 Bulk Vitrification Off-Gas Treatment This drawing was used for information
.i Secondary Waste Area Plan purposes only. The IQRPE certification

Revision C for the Secondary Waste System does not
(Appendix C3) address the specific content of this

drawing.

F-145579-36-V-0008 Bulk Vitrification Off-Gas Treatment This drawing was used for information
s C Secondary Waste Area Section "A" purposes only. The IQRPE certification

Revision C for the Secondary Waste System does not
(Appendix C3) address the specific content of this

drawing.

F-145579-37-D-0003 Bulk Vitrification Secondary Waste Tank This drawing was reviewed in its entirety.

Revision E Assembly and Nozzle Arrangement Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix C3) this report.

F-145579-37-D-0004 Bulk Vitrification Secondary Waste Load- This drawing was reviewed in its entirety.

Revision C Out Details Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix C3) this report.

F-145579-37-D-0005 Bulk Vitrification Secondary Waste Load- This drawing was reviewed in its entirety.
Revision C Out G.A. Specific IQRPE review activities and any

exceptions are described in Section 2.2 of
(Appendix C3) this report.
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Document Number Document Title Comments

F-145579-37-D-0006 Bulk Vitrification Secondary Containment This drawing was reviewed in its entirety.
i . Details Specific IQRPE review activities and any

Revision C exceptions are described in Section 2.2 of
(Appendix C3) this report.

H-14-106789 Bulk Vitrification Civil Site Improvements This drawing was used for information
Plan purposes only. The IQRPE certification

Revision I for the Secondary Waste System does not
(Appendix C3) address the specific content of this

drawing.

ECN 722466 DBVS- Electrical Equipment Fed - Plans & This drawing was used for information
i 0 Sections purposes only. The IQRPE certification

Revision 0 for the Secondary Waste System does not
(Appendix C3) address the specific content of this

drawing.

H-14-106794 Bulk Vitrification Waste Receipt Area This drawing is included for reference
i 0 FDNS - Plan & Sections purposes only. The IQRPE certification

Revision 0 for the Secondary Waste System does not
(Appendix C3) address the specific content of this

drawing.

11-14-106796 Bulk Vitrification Off-Gas Area - FDNS - This drawing is included for reference
. . Plan & Sections purposes only. The IQRPE certification

Revision 0 for the Secondary Waste System does not
(Appendix C3) address the specific content of this

drawing.

F-145579-00-A-0099 Bulk Vitrification P&ID "Typicals" Legend This drawing was reviewed in its entirety.

Revision Specific JQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix D3) this report.

F-145579-00-A-0100 Bulk Vitrification P&ID Symbol Legend This drawing was reviewed in its entirety.

Revision Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix D3) this report.

Note that this revision is more recent than
the revision of the same &awing included
as pan of SP-a) I (Appendix 03) and is the
basis for ihe )QRPE certification.

F-145579-37-A-0100 Bulk Vitrification Secondary Waste Pump This drawing was reviewed in its entirety.

Revision OC Skid / Loadout P&ID Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix 133) this report.

F-145579-37-A-0101 Bulk Vitrification Secondary Waste Storage This drawing was reviewed in its entirety.

Revision MD Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix D3) this report.

*Awe
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Document Number Document Title Comments

F-145579-OO-A-0021 Full DBVS Feed Preparation & Melt This drawing is included for reference

Revision 00 Process Flow Diagram purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix E3) address the specific content of this
drawing.

F-145579-00-A-0022 Full DBVS Trailer Off-Gas Treatment This drawing was used for information

Revision OG Process Flow Diagram purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix E3) address the specific content of this
drawing.

F-145579-O-A-0023 Full DBVS Tri-Mer and SCR Process Flow This drawing was used for information

Revision G Diagram purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix E3) address the specific content of this
drawing.

F-145579-OO-A-032 Full DBVS Tri-Mer Scrubber (Tri-Mer This drawing was used for information

Revision F Operating) Process Flow Diagram purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix E3) address the specific content of this
drawing.

Technical Specifications

145579-D-SP-010 Hose-in-Hose Transfer Line Assemblies This specification was reviewed in its

Revision 0 entirety, except for Appendices D I
(Request for Information) and El

(Appendix GI) (Instrumentation Naming and Tagging
Convention). Specific IQRPE review
activities and any exceptions are described
in Section 2.2 of this report.

145579-010-CN-001 Change Notice to the Hose-in-Hose This specification was reviewed in its

Revision N/A Transfer Line Specification entirety. Specific IQRPE review activities
and any exceptions are described in

(Appendix G1) Section 2.2 of this report.

145579-D-SP-01I Secondary Waste Pump Skid This specification was reviewed in its

Revision I entirety, except for Appendices E (Control
of Suspect/Counterfeit Items), F (Request

(Appendix G3) for Information), and G (Instrumentation
Naming and Tagging Convention).
Specific IQRPE review activities and any
exceptions are described in Section 2.2 of
this report.
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145579-D-SP-031 Secondary Waste Storage Tanks This specification was reviewed in its

Revision I Specification entirety, except for Appendix A (Control
of Suspect/Counterfeit Items). Specific

(Appendix G3) IQRPE review activities and -y
exceptions are described in Section 2.2 of
this report.

DBVS-SK-M106 Bulk Vitrification Hose-in-Hose Transfer This drawing was reviewed in its entirety.

Revision B Line Assembly Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix G1: this report.
SP-0 10, Appendix B)

Hose Assembly List Hose Assembly List This list was reviewed in its entirety.

Revision 0 Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix G1: this report.
SP-0 10, Appendix C)

F-145579-00-A-0099 Bulk Vitrification P&ID "Typicals" Legend This drawing was used for information

Revision G purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix G3: address the specific content of this
SI1-011, Appendix 1) drawing.

F-t45579-00-A-0100 Bulk Vitrification P&ID Symbol Legend , This drawing was used for information

Revision I purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix 63: address the specific content of this
SP-01 1, Appendix B) drawing.

F-145579-37-A-0100 Bulk Vitrification Secondary Waste Pump This drawing was reviewed in its entirety.

Revision OC Skid / Loadout P&ID Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix G3: this report.
SP- 1, Appendix B)

DBVS-SK-E106 DBVS Secondary Waste Pump Skid One- This drawing was used for information
Line and Grounding Diagrams purposes only. The IQRPE certification

Revision A for the Secondary Waste System does not

(Appendix G3: address the specific content of this

SP-Ol , Appendix B) drawing.

DBVS-SK-E107 Bulk Vitrification Sec. Waste Trans. Pump This drawing was used for information

Revision A, Sheet I No. I Schematic Diagram purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix G3: address the specific content of this
SP-0I 1, Appendix B) drawing.

%St
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Document Number Document Title Comments

DBVS-SK-E107 Bulk Vitrification Sec. Waste Trans. Pump This drawing was used for information

Revision A, Sheet 2 No. I Wiring Diagram purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix G3: address the specific content of this
SP-01 1, Appendix B) drawing.

DBVS-SK-EIOS Bulk Vitrification Sec. Waste Trans. Pump This drawing was used for information

Revision A, Sheet I No. 2 Schematic Diagram purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix G3: address the specific content of this
SP-0i 1, Appendix B) drawing.

DBVS-SK-E l08 Bulk Vitrification See. Waste Trans. Pump This drawing was used for information

Revision A, Sheet 2 No. 2 Wiring Diagram purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix G3: address the specific content of this
SP-Ol 1, Appendix B) drawing.

DBVS-SK-MOOI Secondary Waste Pump Skid Container This drawing was used for information

Revision C Interfaces purposes only. The IQRPE certification
for the Secondary Waste System does not

(Appendix G3: address the specific content of this
SP-01 1, Appendix B) drawing.

DBVS-SK-M103 Bulk Vitrification HIHTL Penetration This drawing was reviewed in its entirety.
Revision B, Sheet I Details Specific IQRPE review activities and any

exceptions are described in Section 2.2 of
(Appendix G3: this report. Dimensions and details shown
SP-01 1. Appendix B) on this drawing were not reviewed as they

have no bearing on the IQRPE review for
the Permit requirements.

DBVS-SK-M103 Bulk Vitrification HIHTL Penetration This drawing was reviewed in its entirety.

Revision B, Sheet 2 Details Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix G3: this report. Dimensions and details shown
SP-01 1, Appendix B) on this drawing were not reviewed as they

have no bearing on the IQRPE review for
the Permit requirements.

Data Sheets Data Sheets These data sheets were reviewed in their

Revision I entirety. Specific IQRPE review activities
and any exceptions are described in

(Appendix G3: Section 2.2 of this report. Because these
SP-01 1, Appendix C) data sheets are preliminary, they will

require additional IQRPE review when
final.

Table D-I Secondary Waste Pump Skid Hydraulic This table was reviewed in its entirety.

Revision I Model Data Specific IQRPE review activities and any
exceptions are described in Section 2.2 of

(Appendix 03: this report.
SP-O 1, Appendix D)

NOPP
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Document Number Document Title Comments

Data Sheets Secondary Waste Storage Tanks Data Sheet These data sheets were reviewed in their

Revision 0 entirety. Specific IQRPE review activities
and any exceptions are described in
Section 2.2 of this report. Because these

(A ppendix G3: data sheets are preliminary, they will

SP3n1.1, Revision 1) require additional IQRPE review when
final.

Supporting information

Appendix H3 Corrosion Review, SP-031 and SP-0 II This corrosion letter was reviewed in its
entirety. The IQRPE performed an
independent corrosion engineering review

"A Corrosion Review" for the Secondary Waste System including

Dated.February 2, 2D05 the Secondary Waste Pump Skid and the
Secondary Waste Storage Tanks. Specific
IQRPE review activities and any
exceptions are described in Section 2.2 of
this report.

The reference letter, dated February 2,
2005, in Appendix H3 refers to the
Secondary Waste Pump Skid as
Specification 145579-D-SP-001, Rev. 0.
The correct specification number is
145579-D-SP-011, Rev. 0.

Appendix H3 Response to Corrosion Review for the This corrosion letter response was
Secondary Waste System reviewed in its entirety. The IQRPE

performed an independent corrosion
"Response to Corrosion engineering review for the Secondary
Review for the Waste System including the Secondary
Secondary Waste Waste Pump Skid and the Secondary
System", DBVS-LDS- Waste Storage Tanks. Specific IQRPE
005. review activities and any exceptions are

Dated March 10, 2005 described in Section 2.2 of this report.

Appendix H3 ChemlMet letter dated March 16,2005. This letter response was reviewed in its

Ref.: DBVS-LDS-005; March 0, 2005. entirety. Specific IQRPE review activities
and any exceptions are described in

Ref: DBVS-LDS-005; Section 2.2 of this report.
March 10, 2005.

Dated March 16, 2005

Appendix H3 Typical Leak Detector Data Sheet This data sheet was reviewed in its
Typical Lea tctor entirety. Specific IQRPE review activities

Data Sheet and any exceptions are described in
Section 2.2 of this report. Because thedata
sheet is preliminary, it will require
additional IQRPE review when final.
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ATTACHMENT B

SECONDARY WASTE SYSTEM DESIGN DELIVERABLES TO BE REVIEWED WITH
THE INSTALLATION CERTIFICATION PACKAGE

(Five Sheets)
w40

%MEO
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ATTACHMENT B

SECONDARY WASTE SYSTEM DESIGN DELIVERABLES TO BE REVIEWED AS
PART OF THE INSTALLATION CERTIFICATION PACKAGE

Submittal Number Submittal Title
SP-10 Materials of Construction
Appendix A, Bidder's Drawing & Data
Commitments

SP-Ol0 100 % Design and Fabrication Package including:
Appendix A, Bidder's Drawing & Data - Drawings
Commitments - Calculations

- Completed Hose Assembly Data Sheets
- Vendor Cut Sheets/Technical Brochures
- Bill of Materials

SP-Ol0 Swage Connection installation Procedure
Section 3.2.2.4

Appendix A, Bidder's Drawing & Data
Commitments

SP-Ol0 Manufacturer's instructions for Joining End Connections
Section 3.2.3.4

Appendix A, Bidder's Drawing & Data
Commitments

SP-010 Certified Material Test Reports and Certificates of Conformance
Appendix A, Bidder's Drawing & Data
Commitments
SP-010 Engineering Evaluations
Appendix A, Bidder's Drawing & Data
Commitments

SP-0 10 Visual weld/NDE inspection procedures and personnel certifications
Appendix A, Bidder's Drawing & Data
Commitments

SP-010 Welding procedures, procedure qualification records, and welder

Appendix A, Bidder's Drawing & Dat procedure qualification records
Commitments

SP-010 AWS CW1 certificate
Appendix A, Bidder's Drawing & Data
Commitments
SP-Ol0 Material Control Procedures
Appendix A, Bidder's Drawing & Data
Commitments

SP-0 10 Protective coating specifications
Appendix A, Bidder's Drawing & Data
Commitments
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Submittal Number Submittal Title

SP-010 Fabrication travelers

Appendix A, Bidder's Drawing & Data
Commitments

SP-O10 Cleaning procedures
Appendix A, Bidder's Drawing & Data
Commitments

SP-Ol0 Storage and installation instructions

Appendix A, Bidder's Drawing & Data
Commitments

SP-Ol0 NCRs

Appendix A, Bidder's Drawing & Data
Commitments

SP-Ol0 Test Plan/Test Procedure and Sample Test Data Sheets
Appendix A, Bidder's Drawing & Data
Commitments

SP-010 Final Data Package, including:

Appendix A, Bidder's Drawing & Data - As-Built Drawings and Weld Maps
Commitments - Fabrication Traveler Closeout

- System assembly instructions

- Operation and maintenance manuals

- Inspection reports

- COCs/CMTRs

- NEC Inspection certificate

- All final testing results (including document and video records of
qualification and individual factory acceptance tests)

SP-0l 1 100 % Design and Fabrication Package, including:
Revision I - Mechanical, Structural, and Electrical Drawings

Appendix A; Bidder's Drawing & Data - Mechanical, Structural, and Electrical Calculations
Commitments - Completed Equipment Data Sheets

- Vendor Cut Sheets/rechnical Brochures
- Bill of Materials

SP-01 I Test Plan/rest Procedure

Revision I

Appendix A, Bidder's Drawing & Data
Commitments

SP-Ol 1 NDE personnel certifications

Revision I

Appendix A, Bidder's Drawing & Data
Commitments

SP-0 II Visual Weld/NDE procedures

Revision I

Appendix A, Bidder's Drawing & Data
Commitments

*MO
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Submittal Number Submittal Title

SP-0 I Visual weld examination procedure/weld map

Revision I
Appendix A, Bidder's Drawing & Data
Commitments

SP-011 Welding procedures, procedure qualification records, and welder

Revision I procedure qualification records

Appendix A, Bidder's Drawing & Data
Commitments

SP-01I AWS CWI certificate

Revision I
Appendix A, Bidder's Drawing & Data
Commitments -

SP-O1 I Material Control Procedures

Revision I

Appendix A, Bidder's Drawing & Data
Commitments

SP-0II Protective coating specifications and application procedures

Revision I
Appendix A, Bidder's Drawing & Data
Commitments

SP-Oi I Fabrication travelers
Revision I
Appendix A, Bidder's Drawing & Data
Commitments
SP-01 I Cleaning procedures

Revision I

Appendix A, Bidder's Drawing & Data
Commitments

SP-0II NCRs

Revision I
Appendix A, Bidder's Drawing & Data
Commitments

SP-0 II Final Data Package, including:

Revision I - As-Built Drawings

Appendix A, Bidder's Drawing & Data - Fabrication Traveler Closeout
Commitments - Final Test Results

- Inspection Reports

- CoC's / CMTR's

- NEC Inspector Certificate, electromagnetic interference test results

SP-031 Test plan/test procedure

Revision I

DS-031.1, Bidder's Drawing & Data
Commitments
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Submittal Number Submittal Title

SP-031 Protective coating test procedures

Revision I

DS-031.1, Bidder's Drawing & Data
Commitments

SP-03 i NDE personnel certifications

Revision I
DS-03 1.1, Bidder's Drawing & Data
Commitments

SP-031 Visual weld/NDE procedures

Revision I
DS-03 1.1, Bidder's Drawing & Data
Commitments

SP-031 Welding procedures, procedure qualification records and welder

Revision I qualification records

DS-031.1, Bidder's Drawing & Data
Commitments

SP-031 AWS CWI certificate
Revision I

DS-031.1, Bidder's Drawing & Data
Commitments

SP-031 Material control procedures

Revision I

DS-03 1.1, Bidder's Drawing & Data
Commitments

SP-031 Materials without CMTRs for review and approval
Revision I

DS-031.1, Bidder's Drawing & Data
Commitments

SP-031 Recommended Vacuum/Pressure Relief Valve
Revision 1
DS-03 L.1, Bidder's Drawing & Data
Commitments

SP-031 Factory Acceptance Test procedure
Revision I

DS-031.1, Bidder's Drawing & Data
Commitments

SP-031 Final design and fabrication package, including:

Revision I - Final design drawings

DS-031.1, Bidder's Drawing & Data - Bill of materials
Commitments - Final mechanical and structural calculations (including natural

phenomena hazard analysis)

- Materials standards

I.4P
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Submittal Number Submittal Title

SP-031 NCRs
Revision I
DS-03 1.1, Bidder's Drawing & Data
Commitments

SP-031 Final Data Package, including:

Revision I - As-Built drawings
DS-03 1.1, Bidder's Drawing & Data - Rigging sketches
Commitments - Final Test results (document and video record)

- Inspection Results
- CoCs/CMTRs
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ATTACHMENT C

CODES, STANDARDS, AND REGULATIONS INCORPORATED INTO TECHNICAL
SPECIFICATION PACKAGES

41io-

(Nine Sheets)

torn,
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ATTACHMENT C

CODES, STANDARDS, AND REGULATIONS INCORPORATED INTO TECHNICAL
SPECIFICATION PACKAGES

10 CFR 830

29 CFR 1910

40 CFR 264

47 CFR 15

DOE/RL-92-36

AATCC Test Method 27

AISC Allowable Stress Design

AISC Load and Resistance Factor Design

ANSI/ASME BI.20.1

ANSI/AWS D1.3

ANSI/AWWA D100

ANSI C63.16

"Nuclear Safety Management," Code ofFederal
Regulations, as amended.

"Occupational Safety and Health Standards," Code
of Federal Regulations, as amended.

"Standards for Owners and Operators of Hazardous
Waste Treatment, Storage, and Disposal Facilities,"
subpart J. Code of Federal Regulations, as
amended.

"Radio Frequency Devices," Code ofFederal
Regulations, as amended.

Hanford Sie Hoisting and Rigging Manual, U.S.
Department of Energy, Richland, Washington.

Water Resistance: Hydrostatic Pressure Test,
American Association of Textile Chemists and
Colorists, Research Triangle Park, North Carolina.

Manual of Steel Construction -. Allowable Stress
Design, Ninth Edition, American Institute of Steel
Construction, Chicago, Illinois.

Manual ofSteel Construction - Load and
Resistance Factor Design. Third Edition, American
Institute of Steel Construction, Chicago, Illinois.

Pipe Threads. General Purpose (Inch). American
National Standards Institute, New York, New York.

Structural Welding Code - Sheet Steel, American
Welding Society, Miami, Florida.

AWWA Standardfor Welded Steel Tanks for Water
Storage, American Water Works Association,
Denver, Colorado.

American National Standard Guide for
Electrostatic Discharge Test Methodologies and
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ANSI FCI 70-2

ANSI/HI 3.1-3.5

ANSI/HI 3.6

ANSI/IESNA RP-7

ANSI Y 14.1

ANSI Y14.5M

API 620

ASCE 4-98

ASCE 7-98

ASHRAE Fundamentals Handbook

ASME B&PV Code Sections VIII and IX

ASME B16.5
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Criteriafor Electronic Equipment, American
National Standards Institute, Washington, D.C.

Control Valve Seat Leakage, Fluid Controls
Institute, Inc., Cleveland, Ohio.

American National Standard for Rotary Pumps for
Nomenclature, Definitions, Applications and
Operation, Hydraulic Institute, Parsippany, New
Jersey.

American National Standard for Rotary Pump
Tests, Hydraulic Institute, Parsippany, New Jersey.

Lighting Industrial Facilities, Illuminating
Engineering Society of North America, New York,
New York.

Drawing Sheet Size andFormat, American National
Standards Institute, Inc. New York, New York.

Dimensioning and Tolerancing, American National
Standards Institute. New York, New York.

Design and Construction of Large, Welded, Low-
Pressure Storage Tank, Tenth Edition, American
Petroleum Institute, Washington, D.C.

Seismic Analysis of Safety-Related Nuclear
Structures, American Society of Civil Engineers,
Reston, Virginia.

Minimum Design Loads for Buildings and Other
Structures, American Society of Civil Engineers,
Reston, Virginia.

2001 ASHRAE Handbook - Fundamentals,
American Society of Heating, Refrigerating, and
Air Conditioning Engineers, Atlanta, Georgia.

ASME Boiler and Pressure Vessel Code, American
Society of Mechanical Engineers, New York, New
York.

Pipe Flanges and Flanged Fitings, American
Society of Mechanical Engineers, New York, New
York.
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ASME B1I6.9 Factory-Made Wrought Steel But
American Society of Mechanical.
York, New York.

ASME B16.11 Forged Fittings, Socket Weldingc
American Society of Mechanical.
York, New York.

ASME B 18.2.1 Square and Hex Bolts and Screws
American Society of Mechanical:
York, New York.

ASME B18.2.2 Square and Hex Nuts, American
Mechanical Engineers, New York

ASME 830.20 Below-the-Hook Lifting Devices,
of Mechanical Engineers, New Y

ASME B31.3 Process Piping, American Society
Engineers, New York, New York.

ASME NQA- 1, 1994 Quality Assurance Program Requ
Nuclear Facilities, American Soc
Engineers, New York, New York.

ASME PCC- I Guidelinesfor Pressure Boundary
Joint Assembly, American Society
Engineers, New York, New York.

ASME Section VIII, Div I or Div 2 Boiler and Pressure Vessel Code,
Alternate Rules for Construction
Vessels, New York, New York.

ASNT SNT-TC-IA Recommended Practice, America
Nondestructive Testing, Columbu

ASTM A36/A36M Standard Specjficationfor Carbo
American Society of Testing and)
York, New York.

ASTM A53/A53M Standard Spec~ifcationfor Pipe, S
Hot-Dipped, Zinc-Coated, Welde
American Society of Testing and
York, New York.

ASTM A105/AlOSM Standard Specification for Carbo
for Piping Applications, America
Testing and Materials, West Cons
Pennsylvania
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twelding Fittings,
Engineers, New

and Threaded,
Engineers, New

Inch Series,
Engineers, New

Society of
New York.

American Society
ork, New York.

of Mechanical

irementsfor
iety of Mechanical

yBolted Flange
yof Mechanical

Rules and/or
of Pressure

n Society of
s, Ohio.

n Structural Steel,
faterials, New

'teel, Black and
l and Seamless,
Materials, New

n Steel Forgings
* Society for
hohocken,



Page 232 of 257 of DA01179388

IQRPE Report DR-010, Revision I Design Revicw Package 2.3 Page 59 of 72

ASTM A106
%Moe

ASTMA08

ASTM A182/AI82M

ASTM A193/A193M

ASTM A194/ A194M

ASTM A234/A234M

ASThM A240/A240M

ASTM A269

ASTM A276

Standard Specificationfor Seamless Carbon Steel
Pipe for High-Temperature Service, American
Society for Testing and Materials, West
Conshohocken, Pennsylvania

Standard Specification for Steel Bars, Carbon,
Cold-Finished, Standard Quality, American Society
for Testing and Materials, West Conshohocken,
Pennsylvania

Standard Specificationfor Forged or Rolled Alloy
Steel Pipe Flanges, Forged Fittings, and Valves and
Partsfor High Temperature Service, American
Society for Testing and Materials, West
Conshohocken, Pennsylvania

Standard Specificationfor Alloy-Steel and Stainless
Steel Bolting Materials for High-Temperature
Service, American Society for Testing and
Materials, West Conshohocken, Pennsylvania

Standard Specification for Carbon and Alloy Steel
Nutsfor ihs for fligh Pressure and High
Temperature Service or Both, American Society for
Testing and Materials, West Conshohocken,
Pennsylvania

Standard Specification for Piping Fittings of
Wrought Carbon Steel and Alloy for Moderate and
High Temperature Service, American Society for
Testing and Materials, West Conshohocken,
Pennsylvania

Standard Specificationfor Chromium and
Chromium-Nickel Stainless Steel Plate, Sheet, and
Strip for Pressure Vessels and for General
Applications, American Society for Testing and
Materials, West Conshohocken, Pennsylvania

Standard Spectficationfor Seamle ss and Welded
Austenitic Stainless Steel Tubing for General
Service, American Society of Testing and Materials,
New York, New York.

Standard Specification for Stainless Steel Bars and
Shapes, American Society of Testing and Materials,
New York, New York.
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ASTM A307

ASTM A312/A312M

ASTM A325

ASThM A354

ASTM A403/A403M

ASTM A480/A480M

ASTM A500

ASTM A563a

ASTM A569

ASTM C518
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Standard Specificationfor Carbon Steel Bolts and
Studs, 60,000 PSI Tensile Strength, American
Society for Testing and Materials, West
Conshohocken, Pennsylvania.

Standard Specificationfor Seamless and Welded
Austenitic Stainless Steel Pipes, American Society
for Testing and Materials, West Conshohocken,
Pennsylvania

Standard Specification for Structural Bolts, Steel,
Heat Treated, 120/105 ksi Minimum Tensile
Strength, American Society for Testing and
Materials, West Conshohocken, Pennsylvania

Standard Specificationfor Quenched and Tempered
Alloy Steel Bolts, Studs, and other Externally
Threaded Fasteners, American Society for Testing
and Materials, West Conshohocken, Pennsylvania

Standard Specification for Wrought Austenitic
Stainless Steel Piping Fittings, American Society
for Testing and Materials, West Conshohocken,
Pennsylvania

Standard Specificationfor General Requirements
for Flat-Rolled Stainless and Heat-Resisting Steel
Plate, Sheet, and Strip, American Society for
Testing and Materials, West Conshohocken,
Pennsylvania

Standard Specificationfor Cold-Formed Welded
and Seamless Carbon Steel Structural Tubing in
Rounds and Shapes, American Society for Testing
and Materials, West Conshohocken, Pennsylvania

Standard Specification for Carbon and Alloy Steel
Nuts, American Society for Testing and Materials,
West Conshohocken, Pennsylvania

Standard Specification for Steel, Carbon (0.15
Maximum, Percent) Hot-Rolled Sheet and Strip
Commercial, American Society for Testing and
Materials, West Conshohocken, Pennsylvania

Standard Test Method for Steady-State Thermal
Transmission Properties by Means of the Heat Flow
Meter Apparatus, American Society for Testing and
Materials, West Conshohocken, Pennsylvania
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ASTM D380
N.10

ASThM D991

ASTM D1621

ASTM D1622

ASTM D5162

ASTM E84

ASTM E96

ASTM E285

AWS DI.1/DLIM

AWS D1.6

AWS QC-I

Standard Test Methodsfor Rubber Hose, American
Society for Testing and Materials, West
Conshohocken, Pennsylvania.

Standard Test Method for Rubber Property- Volume
Resistivity of Electrically Conductive andAntistatic
Products, American Society for Testing and
Materials, West Conshohocken, Pennsylvania.

Standard Test Methodfor Compressive Properties
of Rigid Cellular Plastics, American Society for
Testing and Materials, West Conshohocken,
Pennsylvania

Standard Test Method for Apparent Density of
Rigid Cellular Plastics, American Society for
Testing and Materials, West Conshohocken,
Pennsylvania

Standard Practice for Discountability (Holiday)
Testing of Nonconductive Protective Coating on
Metallic Substrates, American Society for Testing
arid Materials, West Coiishohocken, Pennsylvania.

Standard Test Method for Surface Burning
Characteristics of Building Materials, American-
Society for Testing and Materials, West
Conshohocken, Pennsylvania

Standard Test Methodsfor Water Vapor
Transmission ofMaterials, American Society for
Testing and Materials, West Conshohocken,
Pennsylvania

Standard Test Methodfor Oxyacetylene Ablation
Testing of Thermal Insulation Materials, American
Society for Testing and Materials, West
Conshohocken, Pennsylvania.

Structural Welding Code - Steel, American
Welding Society, Miami, Florida

Structural Welding Code - Stainless Steel,
American Welding Society, Miami, Florida.

Standardfor A WS Certification of Welding
Inspectors, American Welding Society, Miami,
Florida.
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HNF-2962

HNF-SD-GN-ER-501

IEC 61000-4-2

IEEE C62.4 1.1

IEEE C62.4 1.2

IEEE C37.90.2

VW

IEEE 141

IEEE 142

IEEE 242

IEEE 519
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A List ofEMJ/EMC Requirements, Rev. 0, Numatec
Hanford Corporation for Fluor Daniel Hanford, Inc.
Richland, Washington.

Natural Phenomena Hazards, Hanford Site,
Washington, Revision IB, Westinghouse Hanford
Company, Richland, Washington.

Electromagnetic Compatibility (EMC) - Part 4-2:
Testing and Measurement Techniques -
Electrostatic Discharge Immunity Test,
International Engineering Consortium, Chicago,
Illinois.

IEEE Guide on the Surge Environment in Low-
Voltage (1000 V and Less) AC Power Circuits,
Institute of Electrical and Electronics Engineers,
New York, New York.

IEEE Recommended Practice on Characterization
of Surges in Low Voltage (1000 V and Less) A C
Power Circuits, Institute of Electrical and
Electronics Engineers, New York, New York

IEEE Standardfor Withstand Capability of Relay
Systems to Radiated Electromagnetic Interference
from Transceivers, Institute of Electrical and
Electronics Engineers, New York, New York.

IEEE RecommendedPracticefor Electric Power
Distribution/or Industrial Plants, Institute of
Electrical and Electronics Engineers, New York,
New York.

IEEE Recommended Practice for Grounding of
Industrial and Commercial Power Systems, Institute
of Electrical and Electronics Engineers, New York,
New York.

IEEE Recommended Practicefor Protection and
Coordination ofIndustrial and Commercial Power
Systems, Institute of Electrical and Electronics
Engineers, New York, New York.

Recommended Practices and Requirements for
Harmonic Control in Electrical Power Systems,
Institute of Electrical and Electronics Engineers,
New York, New York.
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IESNA HB-9

IP-2

ISO 668

ISO I161

I0 S1496-2

MSS SP-72

MSS SP-g2

NEMA MG-I

NFPA 70

SAE 1429

TFC-ENG-STD-21

TFC-ESHQ-QC-C-03, Rev. B

TFC-PLN-09, Rev. A-I

UBC, 1997

IESNA Lighting Handbook, 91h Edition, Illuminating
Engineering Society of North America, New York,
New York.

The 2003 Hose Handbook, 7" Edition, Rubber
Manufacturers of America, Washington, D.C.

Series I Freight Containers Classifcation,
Dimensions and Ratings, International Organization
for Standardization, Geneva, Switzerland.

Series 1 Freight Containers - Corner Fittings -
Specification, International Organization for
Standardization, Geneva, Switzerland.

Series I Freight Containers - Specification and
Testing - Part 2: Thermal Containers, International
Organization for Standardization, Geneva,
Switzerland.

Ball Valves with Flanged or Butt- Welding Ends for
General Service, Manufacturing Standardization
Society of the Valve and Fittings Industry, Inc.
Vienna, Virginia.

Valve Pressure Testing Methods, Manufacturing
Standardization Society of the Valve and Fittings
Industry, Inc. Vienna, Virginia.

Motors and Generators, National Electrical
Manufacturers Association, Rosslyn, Virginia.

National Electrical Code, 2002 Edition, National
Fire Protection Association, Quincy, Massachusetts.

Mechanical and Material Requirements for
Externally Threaded Fasteners, Society of
Automotive Engineers, Warrendale, Pennsylvania.

Hose-in-Hose Transfer Lines, CH@M Hill Hanford
Group, Richland, Washington

Control of Suspect / Counterfeit Items.

Human Factors Program.

1997 Uniform Building Code, International
Conference of Building Officials, Whittier,
California.

%Me
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UL-Listed

UL 142

UL 508A

WAC 173-303-640

Page 64 of72

Electrical Appliance and Utilization Equipment
Directory, Underwriters Laboratories, Inc.,
Northbrook, Illinois.

Standardfor Safety-Steel Aboveground Tanks for
Flammable and Combustible Liquids, Underwriters
Laboratories, Inc., Northbrook, Illinois.

Standard for Industrial Control Panels,
Underwriters Laboratories, Inc., Northbrook,
Illinois.

Tank Systems, Washington Administrative Code, as
amended.

Noe
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ATTACHMENT D

SECONDARY WASTE SYSTEM

PIPING AND INSTRUMENTATION DIAGRAMS

1400

Drawing F-145579-37-A-0101, Rev OB

"Bulk Vitrification Secondary Waste Storage P&ID"

Drawing F-145579-37-A-0100, Rev DC

"Bulk Vitrification Secondary Waste Pump Skid/Loadout P&ID"
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ATTACHMENT E

*me

ENGINEERING CORROSION REVIEW

(Four Sheets)
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March IS, 2005

fr, R4best GoodmmI, Jr.. P.E
T4JhnnO nral Serwc Compy
1I1No*4 Avenu

PascO W'A 99301

X orthwest CoirosionEaginecring

10991 Wafl4d Roa&.Sedro-WoolleyWA 9pM
Phont (36b) 264370 Fa: (360)5%431

SUBJCl': Corrosion Enlag eig Review - DBVS Secondary Waste System,
IN'thai2.Revision I Fdmr&aiZyf A7

Mr. Goodman,

The citrent Secondary Waste S Rev B dtted t217/$ desuries two eftet

aohfll6n .led In the event the v Wet srubber system
r -lt cvwasefrom the dtyer

T e pin Table 3-6 of
tadeulc specfca&oSP.Ofli nt1*de t nusiofeabon steel
and 300 seris austajit ainm sels 6 Ofthis flud would not be
advised as these tatenials would expealnct general metal loss and corrosion
related pitting damage.

Previous conments addressi tbe iSompatibilfty otthe Tr-Mer aUJbber effluent have
resulted in a Diposiion as outlhtd the Rcyc Comment Reord. Scondary waste
Sysqteviuon B dated 03/ fhi

010. 61i, '*d 031 an tcfthe I

Asopodchanges hAvenot b dotthis revtew. comments
scnceranproposed cos lt i strixtn wilt berestved untl such

time is siedcascioan changes nre ecev*d

The Sowg nnents concrn 4spfl ortionof the 2.3 Desiwi Package and related

S corrosionRbnary 2,2005.

Northweorst Cnt yec~ et

44,

Wy V 4T

.4
% '4

L's

V
'4

4.- 7 1

0 I

I

I
4'

.1

.1

W
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Secooday Wase Syten - DIV DSoplPukb 2.3 Mhch I 5,205
Conwsie -niern AS..e

,.Z Seondmy WasteP p Skid (;45579-D-SP-011 ltvO)
Thecsth pcncARSnmnu or this sw on is SP411 a lotfSp-O . N

* ot cposntaken wih thsecnoa.

2.0 The bfltowing additional comments concerning TechnilI Specitfications
145579D-SP-0 I Rev 0 and 145579--SP-031 Rev 0 are being pmvded by
Nodbhwe4tConnbin Eagianeean.

2.1 143579-D-SP-O11 Rfl 0 - Secondary Waste wtup Skid
Va. SectIn 3.iA6PtecaivCoetingsnrqine thMt "Prote&Ive cooking

*m.spciiansallbeprp by theSelt".R l lo
upon tbs Solicr to ml ithnaadIcM6&rs reomnaibk r

mo recogmze and prepOre for a speaiv at of coOring Uct
b Provisions should be mde to paifbnt 3' party coating inspection at the

appbeahon location.
c. Comments rclated to the pmposed materials of cosnaction to be in ontact

with the waste fluids will be r*ved *U dtd spccifcain arc

apprIOpnt Wkrroaid i carcatlons The
Mitie should p ^OvQd ' *,*lngwth

jushffatiionl nd sUMption thBuy6)§i orto 6dadbnon A
22 145579-D-SP-031 Rev - Secondary WaSge Tmnks Spec tication

t Sectioni 3&1(a)lPrtectfve Cotinps requlaes thM T1e procedurcs for
preparikog end coii saI be sobmdtd to tsBue for It, ew

.b. 3p p

t f 4iF.
b.Spton33.3 tai t erone ppiy n

.7- 7 li4P"7 rlv . u -

equIAe *77c
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ApI 13;,2003

Page 72 of 72

jol&Wst Caason EnilcedPS

1999Wsfed R ladd-Woolley, WA 99294
Phone:(3G)$264376 hr(360)26-6321

Mr. Robert Goodman, Jr., PX.
TechdoGaeral Savides Comsany
71ONorth4'AVyu=e
Pa~o, WA 99301

SUnCr, Conrr.t lealhlseriag oview -,PBYS $medary %Vatt System,
rac ig " Rviii" C Cmmai DMposhIsrnftS Mardk 10, to0

Mr. Goodman,

Nortwest Corrosion Eniseaing bpcomPlesd attyiw oftt- Comirwon Connel
ratedsommszsor" M t be4A JC* VS Pckage Ptmvimoa wigweommwnts eprnssed

oocm averiho e Onto nn#adr amitenic st ub lii contact wih the low
pH souion aaodetal whh he Tr-nitW Scaber Secondary Watt pron. These views
were outlined in letters provided by ChemMet, LTD, PC (dated FebmaryZ 2065) and
Nt. thwest Corrcsion Eigineering (dated March 15, 2005),

In rWPIoADNMYM ThIOiOlY ha pJtYIdS t Ieue oulii$ "ha the sctubber
discharge in bot ltnotrad I UPpStPSW$1WCiOTatVIiJ bsmahtsinedln a pH
rangs at 7-8, Thia rspause along with the other Dlispoahdons outlined in the thbject
letter mre acccqishle.

Weappreciatetbe oppxtimtytobeef usdSitaV If Yco~ha tty queutlons r wdtuld
1ike additional imftrntatioc, plow do not hesitateto contact our office.

c Ham

NoM CorOnvdsion g N, I

NACS Canomp* Bpalki Nas $401

Pa0 Ilrt
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Rev. 0, October 31, 2005

Permit Attachment KK Tank Management

Appendix 4 Secondary Waste System

Section 3 Drawings

H-14-106789, Rev 1, BV Civil Site Improvements()
H-14-106794, Rev 0, BV Waste Receipt Area FDNs - Plans & Sections(a)
H-14-106796, Rev 0, Off-Gas Area Plans & Sections?)
DBVS-SK-M001, Rev C, Secondary Waste Pump Skid Container Interfaces
F-145579-00-P-0008, Rev C, Bulk Vitrification Secondary Waste Storage Waste

Piping Layout
F-145579-00-P-0013, Rev C, Bulk Vitrification Secondary Waste Storage Piping

Sections
F-145579-36-V-0001, Rev B, Bulk Vitrification Off-Gas Handling Plot Plan
F-145579-36-V-0008, Rev C, Bulk Vitrification Off-Gas Treatment Secondary

Waste Area Plan
F-145579-36-V-0035, Rev D, Bulk Vitrification Off-Gas Treatment Secondary

Waste Area Section 'A'
F-145579-37-A-0100, Rev OC, Bulk Vitrification Secondary Waste Pump

Skid/Load-Out P&ID
F-145579-37-A-0101, Rev 0B, Bulk Vitrification Secondary Waste Storage P&ID
F-145579-37-D-0004, Rev C, Bulk Vitrification Secondary Waste Load-Out

Details
F-145579-37-D-0005, Rev C, Bulk Vitrification Secondary Waste Load-Out GA
F-145579-37-D-0006, Rev C, Bulk Vitrification Secondary Containment Details

(a) Drawings H-14-106789, H-14-106794, and H-14-106796 are located in Permit
Attachment KK, Appendix 1, Section 3.
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